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Abstract: Thermoelectric power plants consist of a set of critical equipment that require high levels
of availability and reliability. Due to this, maintenance of these physical assets is gaining momentum
in industry. Maintenance is considered as an activity that contributes to improving the availability,
efficiency and productivity of each piece of equipment. Several techniques have been used to achieve
greater efficiencies in maintenance, among which we can find the lean maintenance philosophy.
Despite the wide diffusion of lean maintenance, there is no structured method that supports the
prescription of lean tools applied to the maintenance function. This paper presents the experience
gathered in two lean maintenance projects in thermoelectric power plants. The application of
lean techniques was based on using a previously developed multicriterial decision making process
that uses the Fuzzy Analytic Hierarchy Process (AHP) methodology to carry out a diagnosis and
prescription tasks. That methodology allowed the prescription of the appropriated lean techniques to
resolve the main deficiencies in maintenance function. The results of applying such lean tools show
that important results can be obtained, making the maintenance function in thermoelectric power
plants more efficient and lean.
Keywords: maintenance management; thermoelectric power plants; lean maintenance; fuzzy AHP

1. Introduction
Maintenance has become crucial in capital-intensive production systems [1,2]. A paradigm shift
towards efficient asset life cycle management has led to the incorporation of different techniques,
philosophies and technologies to attain higher levels of system performance and sustainability.
In recent years, efforts have been made to propose and improve maintenance strategies that aim
to extend the useful life of every piece of existent equipment, increase its availability and guarantee
higher levels of reliability. One such effort has recently materialised in the application of the so-called
“lean thinking” philosophy to maintenance operations. This philosophy was created by Toyota in the
1940s, when Japanese companies implemented radical changes in production systems to supply larger
markets with a wider variety of vehicles. This led to the birth of a methodology that allows production
systems to better adapt to demand fluctuations by producing only the necessary amount of products
at the correct moment. In recent years, lean thinking has become popular in many different sectors,
for instance, food, manufacturing and process industry. Lean maintenance is an approach based on
lean thinking applied in maintenance operations (the term was coined at the Massachusetts Institute
of Technology by Womack and Jones in the 1990s) [3]. It is based on addressing the root causes of
inefficiency in an organization. It is similar to the well-known “doing more with less”. In industry,
lean operation means reducing or eliminating activities that do not add value, such as inventory,
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reduce the costs associated with maintenance along with increasing availability. Several strategies
have been developed and employed to achieve these goals, such as Total Productive Maintenance
(TPM), Root Cause Analysis (RCA) [8], preventive maintenance, Reliability Centered Maintenance
(RCM) [9], among others [10].
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as follows: Section 2 describes the diagnosis phase of the proposed methodology. Section 3 presents
maintenance organization and maintenance procedures standardization (Figure 2). The rest of the
the steps related to the lean tools selection. Section 4 proposes a mechanism to prioritize the lean tools
paper is organized as follows: Section 2 describes the diagnosis phase of the proposed methodology.
to apply in a specific implementation plan. Section 5 reports two case studies of thermoelectric power
Section 3 presents the steps related to the lean tools selection. Section 4 proposes a mechanism to
station. Finally, Section 6 draws the conclusions.

prioritize the lean tools to apply in a specific implementation plan. Section 5 reports two case studies
of thermoelectric power station. Finally, Section 6 draws the conclusions.
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for each principle as a function of best practices (Tables 2 and 3).
requirements for a correct implementation of lean manufacturing. These elements are subdivided
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2
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Table 2.

Principle 4 Supplier/Organization/Client 12.5%
Principle 5
Product
12.5%
Principles contained
and the relative weighting
assigned
Principle 6 in SAE J4000
Process/Flow
25.0%

Principle 1
Principle 2
Principle 3
Principle 4
Principle 5

Management/Responsibility
Personnel
Information
Supplier/Organization/Client
Product

25.0%
12.5%
12.5%
12.5%
12.5%

to them.
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Table 3. Scale for measuring level of satisfaction in comparison to best practices.
Level 0

The component is not implemented or there are
fundamental inconsistencies in its implementation

Level 1

The component is implemented but there are still less
significant inconsistencies in its implementation

Level 2

The component is satisfactorily implemented

Level 3

The component is satisfactorily implemented and has
shown continuous improvement over the last 12 months

As commented before, the SAE J4000 standard was defined to assess the leanness degree in
production scenarios, so we used the standard to generate a diagnosis and prescription instrument
in maintenance contexts. In the following paragraphs a brief description of the structure of such
an instrument is given.
Based on SAE J4000, a maintenance-oriented questionnaire was built and applied. It comprises
the same 52 elements distributed over the six principles as the standard (those shown in Table 1).
Therefore, for Principle 1, Management/Responsibility, 11 questions were created, for Principle 2,
12 questions; for Principle 3, 5 questions; for Principle 4, 4 questions; for Principle 5, 5 questions,
and for the final principle, 13 questions. The questionnaire is applied to a group of technicians from
the maintenance area, either direct workers or maintenance managers.
To perform the diagnosis, a set of 16 strategic dimensions were defined (Table 4). Each one of
these dimensions is related to one or more of the 52 elements considered by the standard. That allowed
a quick and simple diagnostic of the maintenance function based on the lean principles.
Table 4. Strategic dimensions used in diagnosis.
No.

Strategic Dimension

1

Instill in the employees, the concepts, tools, policies and particularly the entire philosophy of lean maintenance

2

Give a clear definition of the goals that should be reached by implementing lean maintenance

3

Create, analyze and contrast performance indicators with the lean actions implemented

4

Existence of commitment and support from top management in the implementation of lean maintenance

5

Commitment of the entire organization with achieving the proposed objectives

6

Stimulate the commitment of personnel with the implementation of lean maintenance

7

Form a lean team to monitor the advancements made in the processes implemented

8

The information is decentralized in order that it is available to all workers

9

There is communication between different areas in order to speed up processes, improve information in the
organization and implement a more efficient solution to the problems

10

Replacement part storage management

11

Preventative maintenance implemented in the organization

12

Continuous monitoring of procedures, increasing their efficiency and optimization of lead times
(in management and operations)

13

Identification of actions that do not add value to the end product or service

14

Organization, cleaning and housekeeping in working areas

15

Reductions in process variability

16

Reduction in intervention number

After applying the assessment instrument the average of the results obtained is calculated for
each question. Depending on the value of this result, the objective is classified as “Poor”, “Medium”
and “Good”, according to the following scale:
“Poor” if x ≤ 2.0
“Medium” if 2.0 < x ≤ 3.0
“Good” if 3.0 < x
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After the quantification of the actual leanness degree in maintenance, the development of a
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tools with the problems identified in a production organization. An interesting aspect of this study is
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the large number of lean techniques found through an exhaustive bibliographic review, thus making
or selecting
lean tools that could help to improve a specific aspect of lean thinking.
the system complex and difficult to implement. More recently, Hu et al. [27] proposed a multiPavnaskar, Gershenson, and Jambekar [26] proposed a system for classifying and relating lean
tools with the problems identified in a production organization. An interesting aspect of this study is
the large number of lean techniques found through an exhaustive bibliographic review, thus making
the system complex and difficult to implement. More recently, Hu et al. [27] proposed a multi-objective
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model to support decision-making in the selection of a portfolio of lean implementation projects in
manufacturing companies. Anand and Kodali [28] presented a reference framework comprising 65 lean
elements or tools, classified by the competitive priorities of the organization. Amin and Karim [29]
developed a method to quantitatively measure the performance of a manufacturing system, establish
its state of maturity, and detect the causes of inefficiency to then, select appropriate lean strategies.
In this study, lean techniques are grouped into three categories: (a) tools for quality/continuous
improvement; (b) tools and techniques for process improvement; and (c) lean tools for production
support systems. Karim and Arif-Uz-Zaman [30] proposed a method to systematically identify waste
in a production area and then assist in the selection of the appropriate lean tools. Key indicators to
accompany the process were also identified.
Anvari et al. [31] propose an approach to measure the value of the influence of lean attributes
on manufacturing systems by using fuzzy membership functions. That approach allows the user
to measure the leanness degree and provide managers an insight to further improvement in the
manufacturing systems.
Anvari et al. [32] proposed the integration of AHP and Data Envelopment Analysis (DEA) to
select lean tools and techniques. The authors suggest a procedure to measure the efficacy of lean tools
on leanness and to prioritize them to lean implementation processes.
Anvari, Zulkifli and Arghish [33] presented a modified VIKOR method to address the lean tool
selection problem in manufacturing systems. The authors developed a methodology for lean tools
selection to assist practitioners in defining the objectives and implementing of Lean Manufacturing.
To the best of the authors’ knowledge, all the methods published in the literature have been
essentially applied in the manufacturing context. So far, only few works deal with the issue of
measuring the effectiveness of maintenance strategies based on lean thinking.
Mostafa [34] used Quality Function Deployment (QFD) to assign lean tools to each type of
waste. However, the study was conducted in a manufacturing environment and not in a specific
maintenance functions. On the other hand, Tendayi [35] applied QFD together with AHP to classify
maintenance excellence criteria with some lean tools. Unfortunately, this study only focuses on a case
of maintenance of the rolling stock, in addition to not addressing the waste related to maintenance and
consider a reduced number of lean tools. More recently, Irajpour et al. [36] proposed a framework to
determine the effectiveness of maintenance strategies based on lean thinking approach. The proposed
approach is not based on any standard to define the characteristics of lean thinking as applied to
maintenance and considers a little number of lean tools. Mostafa et al. [37] proposed a scheme to
demonstrate the association between maintenance wastes and the lean tools. The lean tools considered
in that work are structured into two level four bundles and 26 lean practices/tools. The scheme is
based on a variation of the House of Quality method developing the so called “House of Waste”.
Unfortunately, this work does not include evidence of application in such a way as to validate the
proposed scheme.
At this point, the present work proposes the use of a previously defined prescription procedure,
for the selection of lean tools focused on the maintenance function improvement according to lean
thinking. To do so, a “Decision Table”, that relates the objective of each lean tool with one or more
strategic dimensions as specified by SAE J4000 was used [38]. Figure 4 indicates which strategic
dimension could be benefited by each of the available lean tools.
The aforementioned decision table was prepared with the assistance of a staff of maintenance and
lean specialists and it is based on a multicriteria decision technique using a fuzzy AHP approach [38].
The aforementioned Multi Criteria Decision technique was based on the study presented by [39],
who listed a series of lean techniques applied to different “contexts”, such as waste elimination and
supplier involvement. In general terms, the Fuzzy AHP technique uses a hierarchy where the overall
target is located in the top level. To that level, a set of criteria is linked and so on down to the lower
level of the hierarchy. At this last level, we will find decision alternatives or candidates to better solve
the problem in question.
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Figure 4. Decision table for linking strategic dimensions with lean tools.

Figure 4. Decision table for linking strategic dimensions with lean tools.
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Subsequently, each one of the differences (∆) is multiplied by the binary value indicating whether
the lean technique is related or not to a given strategic dimension. Since a given tool can impact more
than one “Strategic Dimension”, a sum of all the results obtained for each of these techniques will be
made. The lean tool with the highest value will be selected first, and so on.
Once the lean tools have been selected and the sequence of application has been set, teams will be
formed to create projects to develop and implement the tools in the organization. The lean teams are
also in charge of designing controls, along with the leader of the area that is requiring improvement.
Those controls will help managers to identify the level of progress in the implementation projects of
the selected lean tools. Also, the leanness degree evolution can also be measured through the use
of benchmarking.
In the following we present a detailed description of the experiences gathered through the
development of two case studies in a thermoelectric power station. The organization of such
a thermoelectric plant aimed at optimizing its maintenance processes and, through that, attaining
world class performance. Therefore, the main managers decided to implement the lean thinking
throughout the totality of maintenance operations.
The last row in Figure 6 shows the weight obtained for each lean tool available. As shown
by this row, the 5S tool has a score of 5.8. This score is obtained by the following operation:
(1 × 2.2) + (1 × 2.3) + (1 × 1.3). Clearly in this example, 5S is the first lean tool to be selected.
The technique which obtained the second highest score corresponds to SMED, with a score equal to 5.6.
5. Case Studies
The diagnostic stage consisted in the application of the questionnaire to twelve people, including
the head of maintenance and specialists from each area. All of them fulfilled the prerequisite of
working at the company for more than 1 year. Once the completed questionnaires were collected,
the average values were calculated. These were then compared to a benchmark thermoelectric power
station located in Spain and owned by the same company. The benchmark power station was chosen
because of its world-renowned efficiency, its experience with lean projects and its technical similarity
to Thermoelectric I. Besides, both power stations have approximately the same size and capacity and,
therefore, they are perfectly comparable.
For Thermoelectric I, the lean tool with the highest score is the 5S. This technique can address
the highest number of strategic dimensions lacking in “excellence” but does not affect the worst
evaluated dimensions. The second highest score is obtained by the Single Minute Exchange of Dies
(SMED) and are also linked with three strategic dimensions with low assessments. The table then
successively recommends tools that have less impact on the deficiencies identified in the organization.
From that results, an action plan was established and approved, considering the application of both
aforementioned lean tools, the implementation teams formation was then carried out, and the project
times were defined. The main achievements of this method are discussed below.
As it was commented before, after the diagnostic phase, the work teams elaborated the projects
selecting the proper lean tools which are most adequate to improve the performance standards
in the deficient areas. These projects were established in a simple manner, as a sequence of
implementation steps, with a planned completion time to each one of them and the estimated cost of
their implementation. It was the responsibility of top management to analyze the cost-benefit ratio
that the implementation of the tool will provide. This stage constitutes the final filter that let the
implementation activities start. Once the action plan was established and approved, the department
head assigned each member his/her responsibilities within the plan, in addition to establishing the
completion times. Once the projects were started, each area dedicated to a given project had to publish
its monthly results and the compliance level of each parameter were evaluated.
In order to show how the improvement projects are defined and implemented, two pilot lean tools
implementation will be discussed in the following paragraphs. The selected lean tools correspond to
the 5S technique, which was applied in-between the repair and maintenance shop and the spare parts
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warehouse. The second one corresponds to the SMED technique that was applied to a preventive and
repair interventions in a set of coal pulverizers.
5.1. Project I, 5S
In order to solve some of the shortcomings detected by the organization’s diagnosis, such as
the lack of management of spare parts and supplies, the lack of adherence to the procedures in the
warehouse and the lack of organization and order in some work areas, 5S was implemented in the
facilities mentioned above.
In conjunction with the mechanical engineering area, before beginning the first phase of the 5S
implementation, an assessment was made of the shop’s current situation. Then, the team discussed
and listed the activities required to complete the implementation and defined a Gantt chart where
dates, executors, responsible and percentages of fulfilment were stablished.
Among the most important steps in the implementation of 5S in the shop we can mention:
identification and classification of manual tools discarding the unnecessary or unused ones, creation of
a 5S map where the localization of each manual tool in the shop is indicated, relocation of the existing
equipment according to repair routines, definition of cleaning routines where the main responsible is
the corresponding operator, etc. In addition, the visual management implemented allows to know the
state in which the machines are. With this, both the operator and the maintainer can know if they are
in conditions for their operation or if they require any maintenance action. Through a new distribution
of equipment and workstations in the workshop, it was possible to define routes with complete safety,
well-defined operating locations, emergency exits and therefore, the optimization of available space.
The case of the spare parts warehouse was totally different from the one of the workshop. Lack of
organization, poor distribution of space and lost spare parts have a larger impact on the maintenance
and maintainability of equipment. The effort that was made in the warehouse was much greater than
in the workshop. For this case, new racks were incorporated in order to be able to achieve an optimal
distribution of the used space, classifying materials and spare parts by generating unit, frequency of
use, dimensions, and other characteristics. A lot of material was eliminated, such as already used spare
parts, obsolete parts and unusable structural material. These were sold, generating about USD 20,000
in extra profits that were used to finance other parts of the projects. It was possible to verify important
advances in cleaning, new distribution of physical space, use of visual management for information,
recognition of existing inventory, establishment of new management indicators and standardization of
logistic procedures inside the warehouse.
As an illustration of the positive effects that the implementation of 5S in the spare parts warehouse
caused, let us analyze those used in corrective maintenance interventions at the water treatment plant.
Looking at the warehouse activities related to that plant, a reduction of 50% in spare parts search and
delivery times was obtained. After the application of the 5S technique MTTR was recalculated as a form
to evaluate the effect of the reduction in spare part logistic times maintainability. The mean time in
corrective maintenance activities before 5S implementation, 10.36 h, was reduced to 5.18 h. Considering
that the cost per man-hour of personnel is USD 15/h, the reduction in costs could be USD 8500 per year
(with almost 100 search and delivery operations for spare parts in the year). Table 5 shows the obtained
results (Mean Time to Repair and Mean Time between Failures) from that evaluation.
The columns called “Before 5S” show the values of the MMTR and MTBF for different failure
modes. The columns called “After 5S” show the results obtained for both parameters after application
of the 5S method (assuming a 50% reduction in search times of the correspondent spare parts).
The results were used to calculate the new availability of the water treatment plant. Using a simulator,
new MTTR and MTBF values were obtained for each piece of equipment in the system. From the
simulation study, and as result of the implementation of 5S in the spare part storage system, an increase
of 1.17% in plant availability was predicted. This difference in availability can be associated with
the generation of additional electricity throughout the year and an increased capacity of 6225.18 MW.
The results indicate that by implementing 5S in the spare part storage system, annual profits
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may increase by approximately USD 300,000. The numbers clearly show the potential impact of
implementing this type of tool in the spare parts storage system.
Table 5. Comparisons of operational parameters before and after applying 5S.

Equip. Code
GMB01
GMB02
GMB03
GMB04
F-01
F-02
TK02
GMB05
GMB06
MF01-03
MF02-04
GMB07
GMB08
GMB09
GMBOI-01
GMBOI-02
TK-03
GMB10
GMB11
GMB12
GMB16
TD-05
BD-12
BD-13
GMB17
TD-06
BD-10
BD-11
LM01
LM02
TK-04

Equipment
N◦

Pump
1 Filters service
Pump N◦ 2 Filters service
Pump N◦ 1 Filters retro washing
Pump N◦ 2 Filters retro washing
Tank sand filtering N◦ 1
Tank sand filtering N◦ 2
Tank of filtered water 80 m3
Filtered water Pump N◦ 1
Filtered water Pump N◦ 2
Micro filters stand
Micro filters stand
Pump N◦ 1 of osmosis high pressure
Pump N◦ 2 of osmosis high pressure
Pump N◦ 3 of osmosis high pressure
Inverse osmosis Filters
Inverse osmosis Filters
decarbonisation Tower
Feeder (mixed bed) Pump N◦ 1
Feeder (mixed bed) Pump N◦ 2
Feeder (mixed bed) Pump N◦ 3
Bba Sulfuric Acid transfer UGD
Tk. Sulfuric Acid t Dosing
Sulfuric Acid t Dosing Pump N◦ 1
Sulfuric Acid t Dosing Pump N◦ 2
Caustic soda Transfer Pump UGD
Tk. Caustic soda Dosing
Sulfuric Acid t Dosing Pump N◦ 1
Sulfuric Acid t Dosing Pump N◦ 2
Mixed bed Tank N◦ 1
Mixed bed Tank N◦ 2
Treated water Tank

Before 5’S

After 5’S

MTTR (h)

MTBF (h)

MTTR (h)

MTBF (h)

364
364
364
364
0
0
0
57
64
29
29
19
19
19
620
620
0
19
19
19
66
0
620
620
66
0
181
181
225
225
0

1314
1314
1314
1314
100,000
100,000
100,000
1179
2474
3446
3446
1847
1847
1847
2856
2856
100,000
1847
1847
1847
1847
100,000
1053
1053
1840
100,000
3008
3008
9912
9912
100,000

354
354
354
354
0
0
0
55
62
28
28
18
18
18
603
603
0
18
18
18
64
0
603
603
64
0
173
173
215
215
0

1324
1324
1324
1324
100,000
100,000
100,000
1181
2476
3447
3447
1848
1848
1848
2873
2873
100,000
1848
1848
1848
1842
100,000
1070
1070
1842
100,000
3016
3016
9921
9921
100,000

5.2. Project II, SMED and VSM
The overall objective of this project was to demonstrate that by using the Single Minute Exchange
of Dies and Value Stream Mapping method, maintenance procedures could be improved, reducing the
duration of interventions (corrective and preventive maintenance), positively impacting the availability
of a set of Coal Pulverizers.
The application of the SMED method is very useful for maintenance tasks, since it impacts
on the maintainability and availability of physical assets, increasing their use and production and
improving the efficiency of the entire production system. Figure 7 shows the steps followed to apply
the SMED methodology.
The first step of the SMED method, and the most important, is to distinguish between
internal and external set-ups, activities and times. Internal set-ups correspond to those operations
that are performed only when machines are down, leading to production time losses. External
set-ups correspond to operations that could be performed with the machine in operation,
i.e., without penalizing production times. The second step of the method consists into the
transformation of the internal times into external ones. The third step aims to reduce the total setup
time. Indeed, minimization is achieved not only transforming internal times into external ones, but also
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rationalizing setup activities in terms of reducing the maintenance time, impacting positively in the
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In order to apply this method, all the general operations performed on the pulverizers must be
For theTable
development
of this
project, the
following
were followed: measurement of the times
identified.
6 shows the
operations
performed
onsteps
the sprayers.
of each activity during the interventions, study of the current conditions of the interventions, interview
with mechanical supervisorsTable
and photographic
record of the
activities.
6. Operations performed
on the
sprayers.
In order to apply this method, all the general operations performed on the pulverizers must be
Operation
identified. TableItem
6 shows the operations performed
on the sprayers.
1
Pulverizer cap removal
2
Inspection and maintenance pyrite trap
Table 6. Operations performed on the sprayers.
3
Pulverizer cooling
4
Maintenance of the interior of the mill
Item
Operation
5
Coal feeder maintenance
Pulverizer
captoremoval
6 1 Transfer
of tools
the working area
2
Inspection
andparts
maintenance
pyrite trap
7
Transfer of spare
and components
to the working area
3
Pulverizer cooling
8
Installation of electrical panels to energize the working area
4
Maintenance of the interior of the mill
5
Coal feeder maintenance
Initially, in the current
state, all
performed
6
Transfer
of operations
tools to the working
areaon the pulverizers are considered internal,
7
Transfer
spare parts and
to the working operations
area
since all were performed
while
theofequipment
wascomponents
stopped. Subsequently,
that could be
8
Installation
of
electrical
panels
to
energize
the
working
area
transformed into external operations were identified, these are:

 Transfer of Tools to the Work Sector.
Initially, in the current state, all operations performed on the pulverizers are considered internal,
 Transfer of Parts and Components to the Work Sector.
since all were performed while the equipment was stopped. Subsequently, operations that could be
 Installation of Electrical Plates for Plugs and Lighting to the working area.
transformed into external operations were identified, these are:
results
previously, it is possible to conclude the following: 35.45% of the
• Analyzing
Transfer of the
Tools
to theobtained
Work Sector.
total intervention time is required for pulverizer cooling. It is the one that requires the longer time
•
Transfer of Parts and Components to the Work Sector.
during the inspection process. At the moment, it was not possible to reduce this time. Considerable
•
Installation of Electrical Plates for Plugs and Lighting to the working area.
time is invested both in preparing tools and in finding those that are not in the corresponding
inspection
place,the
and
that time
varies
between each
inspection.
26.21% ofthe
thefollowing:
total time35.45%
is wasted
in
Analyzing
results
obtained
previously,
it is possible
to conclude
of the
cleaning
the
coal
feeder.
Preparation
of
gaskets
requires
in
average
8.69%
of
the
total
time.
total intervention time is required for pulverizer cooling. It is the one that requires
longer time
Considerable
time wasprocess.
wasted At
(and
vary) in
treating
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during the inspection
themay
moment,
it was
not possible
to reduce this time. Considerable
the analysis,
it was recommended
convert
the that
following
tasks into external
ones.
time After
is invested
both in preparing
tools and into
finding
those
are notinternal
in the corresponding
inspection
All tools, materials and spare parts to be used must be transferred to the equipment sector before it
is taken out of service. Make available on the shop floor the appropriate gaskets for the coal feeder
and pyrite traps. The same with a set of bolts for the carbon feeder gate and pyrite trap. For the
reduction of the times of both the internal and external tasks, the following actions were
implemented: Have a set of bolts for the coal feeder available on the shop floor. Make available to the
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place, and that time varies between each inspection. 26.21% of the total time is wasted in cleaning the
coal feeder. Preparation of gaskets requires in average 8.69% of the total time. Considerable time was
wasted (and may vary) in treating pinched pins.
After the analysis, it was recommended to convert the following internal tasks into external ones.
All tools, materials and spare parts to be used must be transferred to the equipment sector before it is
taken out of service. Make available on the shop floor the appropriate gaskets for the coal feeder and
pyrite traps. The same with a set of bolts for the carbon feeder gate and pyrite trap. For the reduction
of the times of both the internal and external tasks, the following actions were implemented: Have a set
Energies 2017, 10, x FOR PEER REVIEW
of 21
of
bolts for the coal feeder available on the shop floor. Make available to the maintainers a set of15bolts
for each gate of the pyrite trap. Search or development of a tool to clean the coal feeder. Training of
maintainers a set of bolts for each gate of the pyrite trap. Search or development of a tool to clean the
mechanical labour in aspects related to the SMED method.
coal feeder. Training of mechanical labour in aspects related to the SMED method.
In order to support the analysis mentioned above, the Value Stream Mapping technique was used
In order to support the analysis mentioned above, the Value Stream Mapping technique was
(Figure 8). These maps specified the current status of interventions in the pulverizers and the state to
used (Figure 8). These maps specified the current status of interventions in the pulverizers and the
be implemented, following the modifications already discussed. Figure 9 shows the value stream map
state to be implemented, following the modifications already discussed. Figure 9 shows the value
of the current state, while Figure 10 specifies the projected situation for the pulverizer interventions.
stream map of the current state, while Figure 10 specifies the projected situation for the pulverizer
Table 7 shows the times involved if the actual state. According to this proposed situation, savings of
interventions. Table 7 shows the times involved if the actual state. According to this proposed
1.44 h of maintenance per intervention are possible, which means that the execution of these activities
situation, savings of 1.44 h of maintenance per intervention are possible, which means that the
could last 5.81 h (25% reduction in time).
execution of these activities could last 5.81 h (25% reduction in time).
Table 7. List of activities performed during the maintenance of pulverizers.
Table 7. List of activities performed during the maintenance of pulverizers.
Item
Activity
Item
Activity
AA Work
Order
sending
Work Order
sending
Materials
BB
Materials
Pulverizer
opening
CC
Pulverizer
opening
Cooling
DD
Cooling
Work
preparation
EE
Work
preparation
F
Open pyrite trap 1
F
Open pyrite trap 1
G
Open pyrite trap 2
G
Open pyrite trap 2
H
Coal feeder
HI
Coal feeder
Gasket
fabrication
IJ
Gasket Measures
fabrication
JK
Measures
Filling
KL
Filling
Closing
Pulverizer
LM
Closing test
TOTAL
M
Pulverizer
test
TOTAL

Time(h)
(h)
Time
0.20
0.20
0.17
0.17
0.07
0.07
2.57
2.57
0.23
0.23
0.77
0.77
0.77
0.77
2.95
2.95
0.63
0.63
0.87
0.87
1.45
1.45
0.23
0.37
0.23
7.25
0.37
7.25

Waste
Waste(1/0)
(1/0)
0
0
00
00
00
0.23
0.23
0
0
0
0
0.58
0.58
0.63
0.63
0
00
00
00
1.44
0
1.44

Figure 8.
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Projecting the results and reductions obtained in the implementation of the SMED method, as we
can see in Table 8, an improvement of 0.078% in the availability. Although this does not appear to
be a significant figure, in the following paragraphs we will show its great relevance, since it directly
affects the costs involved in stopping a sprayer. To begin the evaluation, the following definitions must
be kept in mind.
Table 8. List of activities performed during the maintenance of pulverizers after the SMED application.
Item

Activity

Time (h)

Waste (1/0)

A
B
C
D
E
F
G
H
I
J
K

Work Order sending
Materials
Pulverizer opening
Cooling
Open pyrite trap 1
Open pyrite trap 2
Coal feeder
Measures
Filling
Closing
Pulverizer test
TOTAL

0.20
0.17
0.07
2.57
0.77
0.70
2.37
0.87
1.45
0.23
0.37
9.77

0
0
0
0
0
0
0
0
0
0
0
0

Loss of generation [MW/h]: This is the loss that occurs when a pulverizers stops. In this case,
stopping a sprayer implies a drop of the plant at 40 [MW/h].
Average Marginal Cost [USD/MW]: the cost of producing an additional Mega Watt. This cost is
defined by a state regulatory agency. During the period of analysis, it corresponded to USD 151 dollars
per Mega Watt.
Cost of inefficiency (Cinef) [USD/h]: This is the cost of stopping a pulverizer an hour. This cost is
calculated with the following formula:
Cinef = Average marginal cost × Loss of Generation
Expected annual downtime (Unavailability) [hours]: It is the time that a pulverizer is estimated
to be out of service during one year, i.e., is the unavailability of the equipment, and is calculated as
follows:
Unavailability(h) = 8760(1 − A)
Annual level of value destruction (AVD) [USD]: This is what it is lost annually by having
an out-of-service pulverizer. It is calculated as follows:
AVD = Unavailability × Cinef
Global Cost (CG) ([USD]: The cost of the maintenance process is calculated as follows:
CG = I + [(1 − A) × H × Cinef] × Fa
CG = I + AVD × Fa
where Fa is the actualization factor and corresponds to:
Fa =

(1 + i ) k − 1
(1 + i ) k × i

For the power station considered in these case studies, an interest rate of 12%, a horizon of 1 year,
a marginal cost of 151 [USD/MW], a zero variable cost and an inspection every 1843 h was estimated.
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Table 9 shows a table with the original situation and the modified situation, with all its variables,
and with the overall cost calculation. After application of the SMED methodology, and considering
eight sprayers, it was possible to reduce the overall cost by USD 287,088 in one year.
Table 9. Costs and operational parameters before and after the application of SMED.
Parameters

Base

After SMED

Loss of Generation (MW/h)
Average Marginal Costs (USD/MW)
Inefficiency Costs (USD/h)
Working hours per year
MTBF (h)
MTTR (h)
Availability (%)
Unavailability (h)
Annual Level of Business Destruction (USD)
Investments (USD)
Planning horizon (years)
Interest Rate (%)
Global Costs (USD)
Global Costs (USD) × 8 pulverizers

40
151
6040
8760
1843
7.25
0.9907
34.46
208,138
0
1
0.12
0.8929
1,486,696

40
151
6040
8760
1843
5.81
0.9968
27.62
66,825
1000
1
0.12
0.8929
1,199,608

6. Conclusions
This study presented the application of a framework for increasing the degree of leanness in
maintenance organizations. The framework is based on SAE J4000, and it focuses on assessment,
diagnostic and prescription of lean tools to achieve higher levels of efficiency in maintenance.
The method is described and its main procedures and fundamental elements are discussed.
To validate the application of the proposed method, two case studies were presented. Once the
faults in the organization were detected, the method presented above was used to create a proposal
for lean operation in the maintenance sector of a thermoelectric power station. In the first case we
applied the 5S technique in two sectors: the repair shop and the spare parts warehouse. The results of
the case study indicate that by applying 5S to the spare part storage system, the power station could
decrease costs and increase profit by approximately USD 300,000.00 per year. The second case study
was based on the application of the SMED technique in inspection activities performed on a set of coal
pulverizers and the utilization of the Value Stream Mapping to support the analysis and improvement
of such activities. Identifying the waste and making the necessary modifications, we were able to save
1.44 h in the maintenance of the sprayer, increasing the availability by 0.078%. The annual global cost
could be reduced by USD 287,088 for the eight sprayers that make up the plant.
The aforementioned results were encouraging, but to properly validate the quality of the proposed
method other applications are in progress. Certainly, the proposal can be improved, but because of its
simplicity and structured characteristics, we believe that its application can be made with ease in any
industrial context. Through that simple project an important increment in availability at plant level is
possible, with the corresponding economic added value to the organization.
The focus of the lean philosophy, as shown in this study, is the elimination of all types of waste.
It is therefore important to develop a strategic thinking for doing “more with less” and to provide
a way to create a more agreeable and satisfactory environment through timely feedback regarding
efforts to convert waste into value.
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