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Abstract: The rising concerns about global warming and environmental pollution are increasingly
pushing towards the replacement of road vehicles powered by Internal Combustion Engines (ICEs).
Electric Vehicles (EVs) are generally considered the best candidates for this transition, however,
existing power grids and EV management systems are not yet ready for a large penetration of EVs,
and the current opinion of the scientific community is that further research must be done in this field.
The so-called Vehicle-to-Grid (V2G) concept plays a relevant role in this scenario by providing the
communication capabilities required by advanced control and Demand-Side Management (DSM)
strategies. Following this research trend, in this paper the communication requirements for the
DSM of EVs in urban environments are discussed, by focusing on the mobile communication among
EVs and smart grids. A specific system architecture for the DSM of EVs moving inside urban
areas is proposed and discussed in terms of the required data throughput. In addition, the use
of a Low-Power Wide-Area Network (LPWAN) solution—the Long-Range Wide Area Network
(LoRaWAN) technology—is proposed as a possible alternative to cellular-like solutions, by testing an
experimental communication infrastructure in a real environment. The results show that the proposed
LPWAN technology is capable to handle an adequate amount of information for the considered
application, and that one LoRa base station is able to serve up to 438 EVs per cell, and 1408 EV
charging points.
Keywords: electric vehicle (EV); vehicle-to-grid (V2G); demand-side management (DSM); smart
charging; EV mobile communication; Low-Power Wide-Area Network (LPWAN); Long-Range Wide
Area Network (LoRaWAN)

1. Introduction
The increasing concerns about fossil fuels depletion, global warming, and environmental pollution
are strongly affecting modern transportation systems, which are progressively called for a radical
shift from traditional Internal Combustion Engines (ICEs) towards greener solutions (i.e., sustainable,
decarbonized, and safe). Whilst the estimates of world fossil fuel reserves seem to be able to ensure
non-renewable resources for at least another dozens or even hundreds of years [1], it is apparent that
their availability is limited and, therefore, inevitably destined to eventual exhaustion. On the other
hand, the contribution of transportation systems to global warming is indisputable, and, especially in
urban areas, not negligible. The latest assessment report of the Intergovernmental Panel on Climate
Change [2] revealed that the total direct Greenhouse Gas (GHG) emissions of the transport sector
represent the 14% of the global anthropogenic GHG emissions, and that road vehicles are responsible
for the 72% of this share. Moreover, the emission trend of the transport sector has more than doubled
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in the last 40 years, rising from 2.8 GtCO2 eq of 1970 to 7 GtCO2 eq in 2010. It is worth noting that the
main contribution of this increase is due to road vehicles, whose GHG emissions rose in the same
period by almost 200% [2]. A further issue of concern is the contribution of road vehicles to the air
pollution in urban centers. Recent studies demonstrated that conventional ICEs are responsible for
the emission of the 73% of total urban air pollutants, and also revealed that the growth in chronic
health problems in urban areas can be directly related to transportation systems [3]. As a consequence,
several restrictions on ICE vehicles have been proposed in European cities, such as the progressive
diesel ban in Paris (entered into force since 2015), and the Ultra-Low Emission Zone (ULEZ) that will
come into force in London starting from April 2019 [4].
Electric Vehicles (EVs), in particular Battery EVs (BEVs), are generally considered the best
candidates for the replacement of conventional ICE vehicles, thanks to their independence from
the primary energy source, and to the total absence of direct GHG and pollutant emissions. Recent
studies demonstrated that BEVs are the less carbon-intensive option if compared to other solutions,
such as Plug-in Hybrid EVs (PHEVs) and Hybrid EVs (HEVs) [5], and that the large penetration of
EVs could help to significantly reduce indirect GHG emissions and air pollution in urban areas [6,7].
Whilst high investment costs and low energy density of batteries are still considered as a relevant
limitation to the large penetration of EVs in urban landscapes [8], continuous technology improvements
and mass production prospects are leading to rapid cost declines and increases in energy density [9].
Recent studies estimated that a large part—up to 70%—of the transport energy demand in the European
Union could be directly electrified by the existing technology [10], and current scenarios on electric cars
deployment indicate that the worldwide diffusion of EVs will range between 40 million and 70 million
by 2025 [9]. Nevertheless, several obstacles are still present, mainly concerning the spatial and temporal
stochasticity of the power demand of EVs. The current opinion in the scientific literature is that existing
power networks and EV management systems are not yet ready for a large penetration of EVs [8,11–13].
Several research streams have recently addressed this concern, by proposing advanced optimization
strategies for the integration of EVs in smart grids [14–18], and observing that the adoption of proper
Demand-Side Management (DSM) schemes will be crucial for the successful integration of EVs in
future urban energy systems [19].
In this context, Information and Communication Technology (ICT) has a central role, by providing
the communication infrastructures and services required for the management and control of
heterogeneous distributed resources [20,21]. Different ICT solutions have been proposed in the
literature for the communication among EVs and the power grid [12,16,22,23], by forming the
so-called Vehicle-to-Grid (V2G) concept. However, it must be noted that most of these studies have
focused on the communication among EVs and electric utilities, when the former are connected to EV
charging stations.
On the other hand, despite the development of Vehicle-to-Everything (V2X) solutions is gaining
momentum as a 5G-based umbrella for covering all the needs of vehicular communications [24],
it seems that the proposed technologies are somehow excessive for most of V2G applications, which can
be implemented using already available standard solutions. However, according to the best of the
authors’ knowledge, there are no studies that offer a comprehensive investigation of V2G application
requirements when EVs are moving (especially inside urban areas) that could help in discussing pros
and cons of different communication solutions in order to select possible candidates. Indeed, V2G
solutions are generally short range and intended for connecting the vehicle when it reaches or it is in
proximity of a charging station [25]. On the contrary, mobility is addressed by Vehicle-to-Infrastructure
(V2I) communications, which takes care of information and safety–related services or group motion
control, but does not consider DSM activities [24].
For this reason, we argue that further research should be done in this direction, by exploiting the
potential benefits offered by mobile communication solutions for the management of EVs in smart
grids. The authors try to fill this gap in this paper, paying great attention to intraday V2G DSM
schemes involving mobile communication among EVs and service providers.
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The main original contributions of the paper include:

•
•
•

the proposal of a specific system architecture, including a proper data exchange procedure for the
DSM of EVs moving inside urban areas;
the analysis of such an architecture in terms of communication requirements (e.g., the latency and
data throughput);
the evaluation of the feasibility of such an architecture for a real use case of EV management,
by means of the experimental evaluation of a real-world test bed.

Starting from the lesson learnt in [26], the use of a low-cost communication infrastructure—the
Low-Power Wide-Area Network (LPWAN)—for the mobile communication among EVs and service
providers is suggested as a possible alternative to cellular-like solutions. In particular, an example of
a LPWAN communication infrastructure based on the Long-Range Wide Area Network (LoRaWAN)
technology is proposed and tested in a real environment, by evaluating its feasibility for intraday
DSM applications.
The structure of the paper is organized as follows: in Section 2 the theoretical background of
the study is outlined, by describing the interaction among EVs and power grids, and introducing the
“smart charging” concept. Based on the definition of the main objectives and of the operational time
scales of smart charging strategies, in Section 3 the DSM schemes proposed by the literature in V2G
applications are described, and the related communication requirements are discussed. In Section 4,
a specific system architecture, including the related data exchange procedure for the DSM of EVs
moving inside urban areas is proposed, and the related communication requirements are discussed.
In Section 5, the architecture of a LPWAN communication infrastructure based on the LoRaWAN
technology is defined, while in Section 6 the experimental set-up for the validation of the proposed
LPWAN solution is described, and the experimental results are then presented. Finally, in Section 7 the
main contributions and results of the study are summarized, and the final remarks are discussed.
2. Interaction among Electric Vehicles (EVs) and Power Grids
2.1. Electric Vehicle (EV) Batteries Power Supply Systems
Electric vehicles need an electric power source for the charging of on-board batteries. The power
supply of EV charging systems is usually provided by power grids through the so-called EV Supply
Equipment (EVSE). Different types of EVSE exist, depending on the power distribution standard
implemented by each country, and on the type of use (e.g., for domestic or public charging). The Electric
Power Research Institute (EPRI, Palo Alto, CA, USA) and the Society of Automotive Engineers (SAE,
Warrendale, PA, USA) categorize EVSE in four different levels, which are in turn divided into two
categories: Alternating Current (AC) charging systems (comprising AC Level 1 and AC Level 2),
and Direct Current (DC) charging systems (including DC Level 1 and DC Level 2) [8]. In AC charging
systems, EVs must be equipped with an on-board AC/DC power converter, and the maximum
AC power supplied to EVSE ranges within 1.92 kW and 25.6 kW (in case of AC Level 1 and AC
Level 2 charging systems, respectively). Conversely, in DC charging systems, the electric power is
supplied to EVs directly in DC, therefore on-board AC/DC power converters on EVs are not required.
The maximum AC power supplied to DC EVSE ranges within 38.4 kW and 96 kW (in case of DC Level
1 and DC Level 2 charging systems, respectively). A summary of the main technical features of EV
charging systems defined by the SAE standard is reported in Table 1.

Energies 2018, 11, 1220

4 of 27

Table 1. Classification of electric vehicles charging systems according to the SAE standard J1772 [8].
SAE Level

AC/DC Power
Converter

Maximum AC Power
Supplied to EVSE (kW)

Charging
Speed Level

Typical Use

AC Level 1

On-board

1.44 ÷ 1.92/single-phase

slow

Home or office

AC Level 2

On-board

7.7/single-phase
25.6/three-phase

slow
fast

Private or public

DC Level 1

Off-board

13.3 ÷ 38.4/three-phase

fast

Public or commercial

DC Level 2

Off-board

33.3 ÷ 96/three-phase

fast

Public or commercial

Based on the maximum power supplied to EVSE, charging systems can be further classified as
slow and fast charging systems. AC Level 1 and single-phase AC Level 2 are usually considered slow
charging systems, while three-phase AC Level 1 and DC Level systems (also formerly known as Level
3 charging systems) are commonly referred to as fast charging systems. A schematic representation
of the type of charging systems, and of their typical use and interaction within electric distribution
networks is depicted in Figure 1.
Transmission level
1…n

Heterogeneous group of end-users

1…l

1…m
1…k

Homogeneous group of end-users

Distribution level

EV Supply Equipment
Slow charging point

1…j

Fast charging point
Distribution level
1…i
1…q

xs
xs
Home application

1…p
1 …r

xt
xt
Office application

xv

xv

Private or public outlets

xw
xw
Commercial stations

Figure 1. Schematic representation of the type of charging systems, and of their typical use and
interaction within electric distribution networks. EV: Electric Vehicle.

AC Level 1 systems are conceived for home or office use, where a limited number of homogeneous
users (e.g., family members or office workers) charge their EVs during long rest periods (i.e., during
nights, when at home, or during the day when at office). In this case, fast charging speeds are usually
not required, and the impact on the power grid (in terms of power demand) is limited.
AC Level 2 systems are typically considered as the primary method for private and public
applications, such as shopping mall areas, governmental facilities, restaurants, and airports. These systems
allow both slow charging and fast charging modes (up to 7.7 kW in single-phase AC, and up to 25.6 kW in
three-phase AC, respectively) and are intended to serve heterogeneous groups of users. Particularly in the
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case of fast charging stations (i.e., three-phase AC Level 2), their impact on the operation and management
of distribution grids may be relevant.
DC Level 1 and DC Level 2 systems are dedicated to large commercial and public applications,
such as highway rest areas and city charging points. Their use is intended to provide heterogeneous
groups of consumers an experience similar to a conventional filling station, by allowing short charging
times with high power supply capabilities (up to 96 kW). As a consequence, in case of large scale
applications, their impact on distribution grids is expected to be critical.
Considering the scenario described above, it is apparent that public outlets and commercial
stations will be probably the most critical application in terms of the expected impact on power grids,
due to the large number of heterogeneous users (and thus the high stochasticity of power demand
profiles) and to the high level of power supply. Several studies recently addressed this concern,
by concurring that the large and uncontrolled penetration of EVs would cause relevant issues to the
management and operation of distribution networks [4,8,11,12,15]. The main expected adverse impacts
include: voltage instability, increase of peak demand, power quality issues (e.g., harmonics and voltage
variations), increase of power losses, and degradation of grid equipment (e.g., increase of thermal
aging effects in transformers, due to overloading) [8]. To overcome these drawbacks, the adoption
of proper EV charging management strategies have been proposed, by forming the so-called “smart
charging” concept, as discussed in the next subsection.
2.2. The Smart Charging Concept
Three main types of strategies are currently considered when evaluating the electrical interaction
among EVs and distribution networks: uncoordinated charging, unidirectional smart charging,
and bidirectional smart charging [19]. In the uncoordinated charging mode, when the EV is connected
to the EVSE, the charging process starts immediately, and the power supply is provided by the grid
at the maximum allowed power (depending on the requests of the EV battery charger), until EV
batteries reach their maximum capacity. Conversely, in the unidirectional smart charging mode,
a supervisor (who may be the distribution system operator or an independent operator) controls
the time of activation of the charging process, as well as the maximum power supply and, thus,
the overall duration of the charging process. Similarly to the unidirectional smart charging mode,
in the bidirectional smart charging mode the process is controlled by a supervisor, who is also allowed
to decide whenever the EV batteries must be charged (i.e., by taking energy from the grid) or discharged
(i.e., by feeding energy to the grid).
The objective of unidirectional smart charging and bidirectional smart charging is to determine
and implement the temporal and spatial operational schedules (viz., the specific power profile of each
EVSE in the supervised network, over a given time horizon) for, respectively, the power supply of
EVs, and the management of power flows among EVs and the power grid. Whilst the objectives and
optimization techniques of unidirectional smart charging and bidirectional smart charging are quite
different, it is worth noting that the technical requirements for the exchange of information among the
actors involved in these processes are almost the same. For this reason, in this study we will refer to
smart charging for both unidirectional and bidirectional modes.
As depicted in Figure 2, the objectives and strategies of smart charging techniques can be classified
on the basis of the time horizon of the decisional process. Four main groups can be identified, namely:
medium-term operational planning, day-ahead optimal scheduling, intraday optimal scheduling,
and emergency real-time grid control. In Figure 2, the aforementioned groups are represented, from
left to right, according to the increasing operational frequency.
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In medium-term operational planning, operational plans are determined over medium-term
In medium-term operational planning, operational plans are determined over medium-term time
time horizons (e.g., weeks or even months) depending on the forecasted availability or programmable
horizons (e.g., weeks or even months) depending on the forecasted availability or programmable
schedules of distributed and centralized power generators, and on the expected power demand
schedules of distributed and centralized power generators, and on the expected power demand
profiles of EVs. With respect to the latter, stochastic methods [27] and sensitivity analyses over
profiles of EVs. With respect to the latter, stochastic methods [27] and sensitivity analyses over
predefined scenarios [28] are usually applied to cope with the spatial and temporal uncertainty of the
predefined scenarios [28] are usually applied to cope with the spatial and temporal uncertainty of
power demand of EVs. Statistical information on the mobility patterns and charging behaviors of EVs
the power demand of EVs. Statistical information on the mobility patterns and charging behaviors
is usually derived from census data, based on either conventional ICE vehicles or EVs [29,30]. In dayof EVs is usually derived from census data, based on either conventional ICE vehicles or EVs [29,30].
ahead optimal scheduling, optimal schedules of the power flows among EVs and the power grid are
In day-ahead optimal scheduling, optimal schedules of the power flows among EVs and the power grid
are determined over a short-term time horizon, of usually 24 h. The expected power demand profiles
of EVs are usually computed by applying statistical methods, which take into account probability
distributions of the time of arrival and departure of EVs, and the related State Of Charge (SOC)
of on-board batteries [31–33]. The aim of intraday optimal scheduling is to determine optimal
operation plans over short-time periods, of usually few hours. In this case, both stochastic and
model predictive control techniques can be applied to forecast the power demand profiles of EVs,
based on the information gathered when EVs are connected to EVSE [32,34,35]. Finally, the emergency
real-time grid control is applied if emergency signals are provided by the Distribution System Operator
(DSO). In this case, the supervisor of the system is allowed to take the full control of the EVSE,
by implementing ancillary services, such as the real-time control of active and reactive power [36,37].
2.3. Discussion
The interaction among EVs and power grids have been extensively discussed in the scientific
literature. However, according to the presented literature review, all the examined studies mainly
discussed the integration of EVs in urban energy systems and smart grid environments by solely
focusing on the management of EVs when the latter are connected to charging infrastructures. In most
cases, in fact, the optimization techniques proposed by the literature are based on data available when
EVs are connected to EVSE, and statistical approaches (including the use of historical data, simulated
scenarios, and statistical models) are exploited to compute the expected power demand profiles and
the time of arrival of EVs over the considered time horizons [15,35,38,39].
If this approach can be considered reasonable for applications where the operational time scale
ranges from several hours, as for day-ahead scheduling, to months, or even years, as for medium-term
operational scheduling or system planning, its application for the intra-day optimal management
of EV charging requirements is at least doubtful. It is apparent that, in this case, the continuous
monitoring of EVs moving inside urban areas would help system operators to implement more reliable
operational decisions, thanks to the improved estimation of the location and state of charge of EVs.
The information dynamic update in fact helps to better estimate the power profile requests and the
time of arrival of EVs at specific charging stations. On the other hand, the so-called “range anxiety”
and the risk of queueing at EVSE are emerging as one of the main concerns of EV customers and
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fleet operators [4], who are calling for improved systems able to provide reliable information about
available sockets, before their arrival to charging stations.
For this reason, in this study we examined the potential benefits offered by mobile communication
solutions for the management of EVs in smart grids, by focusing on intraday V2G DSM schemes involving
mobile communication among EVs and service providers, as discussed in the following sections.
3. Demand-Side Management (DSM) Schemes for EV Smart Charging
3.1. Demand-Side Management (DSM) Schemes in Vehicle-to-Grid (V2G) Applications
The concept of demand-side management embraces all the activities which are designed
to influence or directly modify the power profiles of electricity customers, in order to ensure
a more reliable and efficient operation of electrical grids. The application of DSM models has
been proposed since the early 1980s by energy utilities to influence the load profiles of electricity
customers [40]. The DSM concept has evolved rapidly during the last decade, mainly due to the
improved communication and control capabilities offered by modern ICT solutions. In particular,
the load management concept evolved into the so-called Demand Response (DR) [41,42].
An interesting metric for the classification of current DR schemes, based on the entity that initiates
the DR request, is provided in [43]. As depicted in Figure 3, DR schemes can be categorized as:
price-based DRs, incentive or event-based DRs, and reduction bids. In price-based DRs the market
initiates the DR event by offering customers static or dynamic pricing schemes to influence the
load profiles
Energies
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The application of both price-based and incentive-based DR schemes has been recently proposed
The application of both price-based and incentive-based DR schemes has been recently proposed
also for V2G applications [16,19,22,36,45]. In this case, differently from the classical DR schemes used
also for V2G applications [16,19,22,36,45]. In this case, differently from the classical DR schemes used
for the management of distributed energy resources in smart grids, a new business entity, usually
for the management of distributed energy resources in smart grids, a new business entity, usually
referred to as EV aggregator, has been proposed as service provider among EV users and system
referred to as EV aggregator, has been proposed as service provider among EV users and system
operators. In this perspective, the EV aggregator—who may be independent or integrated in existing
operators. In this perspective, the EV aggregator—who may be independent or integrated in existing
business function of system operators—is responsible for the integration and coordination of all the
required information and operational activities involved in the application of V2G DSM schemes.
In the application of V2G DSM schemes, two main control strategies are currently considered,
namely the price-based control and the transactive control [19]. Similarly to price-based DR actions,
in price-based control strategies the aggregator collects information from the electricity market and
sends price signals (which may be referred to short-term or long-term time plans) to EV owners or
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business function of system operators—is responsible for the integration and coordination of all the
required information and operational activities involved in the application of V2G DSM schemes.
In the application of V2G DSM schemes, two main control strategies are currently considered,
namely the price-based control and the transactive control [19]. Similarly to price-based DR actions,
in price-based control strategies the aggregator collects information from the electricity market and
sends price signals (which may be referred to short-term or long-term time plans) to EV owners or EV
fleet operators. In this case, EV players are expected to respond to the DR signals by independently
modifying their power demand profiles on the base of the proposed electricity prices, without
providing any kind of information to the EV aggregator about the acceptance or denial of the
proposed DR. Conversely, in transactive control strategies, the operational planning is achieved
through coordinated decisions among the aggregator and EV players. Similarly to incentive-base DR
actions, the aggregator collects information from the electricity market and from the DSO, and sends DR
requests to EV players. The latter are then required to explicitly respond to the aggregator by providing
information about the acceptance or denial of the proposed DR, possibly including additional data,
such as the desired time of departure or the expected energy consumption (i.e., the desired value of
SOC at the end of the charging process).
The schematic representation of price-based and transactive control schemes in V2G DSM are
depicted in Figures 4 and 5, respectively.

Price signals

Electricity prices
EVSE data

Aggregator

Electricity
Market

EV data

EV Players

Figure 4. Schematic representation of the price-based control scheme in V2G Demand-Side Management
(DSM) applications. EV: Electric Vehicle, EVSE: EV Supply Equipment.
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Figure 5. Schematic representation of the transactive control scheme in Vehicle-to-Grid (V2G) DSM
applications. DR: Demand Response, EV: Electric Vehicle, EVSE: EV Supply Equipment.

3.2. Communication Requirements
For the sake of the comparison of the communication capabilities required by the different V2G
DSM schemes applied in smart charging strategies, in Figure 6 the key elements discussed in the
previous sections (viz., smart charging objectives and DSM strategies) have been summarized and
related to the EV and EVSE information required by each specific application.
In detail, in medium-term, day-ahead, and intraday applications, the amount of data is reported
as the sum of the information exchanged between aggregators and EVSE, and of the information
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exchanged between EVs and aggregators, per each charging station (which may comprise several
EVSE), and per each monitored EV, respectively. In real-time applications, the amount of data is
referred to the information exchanged between aggregators and EVSE, per each monitored EVSE.
In medium-term operational planning, time-based control strategies are usually implemented to
influence the power demand profiles of EV customers. Typical price programs include flat pricing,
Time-Of-Use (TOU) pricing, and Peak Time Rebates (PTR). In most cases, users are required to
participate to specific DSM schemes by means of subscriptions with time durations from one to several
weeks. Price signals, usually in the form of daily price profiles, with time steps not less than 1 h,
are communicated by the aggregator to EV customers well in advance. In this case, the required
transmission capability is limited to unidirectional communication (i.e., from the aggregator to EV
customers), and the amount of exchanged data is on the order of few kb per each charging station
(which may comprise more than one EVSE). On the other hand, the refresh time interval (i.e., the time
interval among two consecutive signals) is on the order of days, considering that DR pricing schemes
are usually updated no more than once a week. From the EV side, several types of EV data are
required by the aggregator to forecast the power demand profiles of EVs. Extensive EV data surveys
on users’ driving habits, such as daily paths and energy consumption, are usually carried out by means
of on-board EV data loggers. Similarly, EVSE information is used to record typical power demand
profiles of EVs, when the latter are connected to EVSE. In both the cases, the amount of data (especially
for long periods surveys) may be relevant, on terms of several Mb per each EV and per each EVSE,
while the refresh rate is typically very low (i.e., new data can be transferred only once a week). For
Energies 2018, 11, x
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In day-ahead optimal scheduling, both price-based control and transactive control strategies can
be applied. Transactive control schemes are usually implemented through market-driven DR actions,
such as Peak Load Pricing (PLP), Day-Ahead Real Time Pricing (DA-RTP), and Critical Peak Pricing
(CPP). In this case, price signals are sent to EV users at least 24 h before the application of the DSM
program. As for medium-term operational planning, price signals are sent as daily price profiles with
time steps not less than 1 h. However, differently from price-based control strategies, in transactive
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In day-ahead optimal scheduling, both price-based control and transactive control strategies can
be applied. Transactive control schemes are usually implemented through market-driven DR actions,
such as Peak Load Pricing (PLP), Day-Ahead Real Time Pricing (DA-RTP), and Critical Peak Pricing
(CPP). In this case, price signals are sent to EV users at least 24 h before the application of the DSM
program. As for medium-term operational planning, price signals are sent as daily price profiles with
time steps not less than 1 h. However, differently from price-based control strategies, in transactive
control schemes EV users are required to respond to DR requests by providing information about
the acceptance or denial of the specific DR program, thus calling for bidirectional communication
capabilities. The amount of exchanged data is on the order of few kb per each charging station,
while the refresh time interval is less than 24 h. From the EV side, additional information may be
required, such as mobility patterns planned by customers, arrival and departure times, or charging
reservation requests. In this case, the communication among aggregators and EV users is usually
achieved by means of cloud-based applications, and specific communication capabilities when EVs are
in motion are not usually required. The amount of exchanged data is expected to be on the order of
hundreds of kb per each EV user, and the related refresh time interval is less than 24 h.
In intraday optimal scheduling, both price-based control and transactive control strategies can
be applied. In particular, transactive control schemes may include both Real-Time Pricing (RTP)
schemes and incentive-based DRs, such as Interruptible/Curtailable Load (ICL) requests, and Capacity
Market Programs (CMPs). In this case, short-term notifications (in the form of price and/or power
capacity profiles) are sent to the EV customers, who are required to respond to the DR requests within
short time intervals. The amount of exchanged data is on the order of hundreds of bits per each
charging station and per each EV, and the refresh time interval is on the order of 15 min (i.e., equal
to the typical scheduling interval of distribution grids in normal operating mode [46]). Compared to
medium-term operational planning and day-ahead optimal scheduling, where local wireless networks
or cloud-based (i.e., network agnostic) applications are usually sufficient for the exchange of data
between EVs and aggregators, in intraday optimal scheduling—as already discussed in Section 2.3—the
use of mobile communication infrastructures could represent a key enabling factor. In the latter, in fact,
the application of short-term DR notifications could require the communication between aggregators
and EVs, when the latter are in motion, i.e., not yet connected to local EVSE communication networks.
In addition, the monitoring of EVs moving inside urban areas could represent a relevant instrument
for the implementation of smart charging strategies. The amount of data required for the monitoring
of EV data (i.e., from EV users to aggregators) and for the provisioning of EVSE information to EV
users is on the order of hundreds of bits per each vehicle and per each charging station. In both EV
and EVSE monitoring systems, the refresh time interval is expected to be on the order of few minutes.
Finally, in real-time emergency grid control, event-based DR actions are usually considered,
including Direct Load Control (DLC) and Emergency DR Programs (EDRPs). In this case, when specific
control or emergency signals are sent by the DSO, aggregators implement real-time control strategies
(including active and reactive power control, as well as frequency and voltage regulations) over EVs
connected to EVSE. The amount of data involved in these processes is relatively low, on the order of
hundreds of bits per each monitored EVSE (including the connected EV), while the refresh rate is high,
with time intervals usually below 1 min [46]. In this kind of applications, the communication among
aggregators and EVs is expected only when EVs are connected to EVSE, thus mobile communication
capabilities are not required.
4. The Proposed System Architecture for the Intraday DSM of EVs
In this section, a system architecture, and the related data exchange procedure for the
communication among aggregators and EV users in intraday V2G DSM applications is proposed,
and its implementation is then discussed, by analyzing the related communication requirements.
In Section 4.1, the system architecture is presented, by introducing the role of the EV Mobile Service
Provider, and describing the relationship between the latter and all the players involved in V2G DSM
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schemes. In Section 4.2, a specific data exchange procedure for intraday V2G DSM applications is
proposed (including EV and EVSE monitoring capabilities, as well as both price-based and transactive
DRs), and the required data throughput is computed.
4.1. System Architecture
In this study, a new entity, namely the EV Mobile Service Provider (EV-MSP), is proposed, who
is in charge for the installation, operation, and management of the V2G mobile communication
infrastructure. The EV-MSP is responsible for the bidirectional communication with EVs, and provides
communication services to aggregators, such as the monitoring of EV data, the provisioning of EVSE
information and DR requests to EV users, and the related DR replies. Aggregators are then in charge
for the provisioning of DSM requests and decisions to all the players involved in V2G DSM schemes,
including EV users, market aggregators and utilities.
In particular, different schemes may be applied considering the specific location of EVs
(e.g., differentiated price signals, that may be used to overcome the risk of rebound effects in power
peak demands), or sent to specific users or groups of users, if participating to special DR programs
or belonging to specific EV fleets. A schematic representation of the proposed system architecture is
provided in Figure 7.
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Figure 7. Schematic representation of the proposed system architecture for the provisioning of V2G
mobile communication services among aggregators and EV users. EV: Electric Vehicle.

4.2. Data Exchange Procedure
From the point of view of the communication process, three main functions can be identified in
intraday V2G DSM applications, namely: the EV monitoring, the provisioning of EVSE information to
EV users, and the management of V2G DR requests (including the provisioning of DR requests to EV
users, and the management of transactive DSM actions). In the following, a specific data exchange
procedure is defined for each function, by defining all the information involved in the communication
process, and the required data throughput.
4.2.1. EV Monitoring
The aim of the EV monitoring function is to provide aggregators an improved state of estimation
of EVs moving inside urban areas. The set of required information includes, for each monitored EV:
the acquisition time of the set of information, the user Identification (ID) code, the EV ID code, the EV
model ID code, the current GPS location, and the current SOC of the EV. If a specific destination has
been set by the user on the on-board satellite navigation system of the EV, the following additional data
may be included: the GPS position of the final destination, and the Estimated Time of Arrival (ETA).
If the EV and the user (i.e., the person who is actually using the vehicle) are subscribed to existing
V2G services, the related identification codes can be used to retrieve additional information for the
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application of DSM strategies. The EV ID can be used, for instance, to retrieve data on the EV model
(e.g., the nominal capacity of on-board batteries, the list of supported charging systems, the nominal
consumption of the EV, etc.), as well as detailed information on the specific vehicle (such as typical
power demand profiles or actual consumption data), which can be retrieved from historical data.
The EV ID could be also used to provide additional information on the specific use of the vehicle,
e.g., if it is intended for commercial or private use, if it is a private vehicle or it belongs to a specific fleet
operator, or if it is subscribed to specific car sharing programs. On the other hand, the user ID code
can be used to retrieve information on the user’s driving habits (e.g., typical routes, preferred charging
stations, etc.), and on his subscription to specific DSM programs. Moreover, it must be noted that the
different driving habits of EV users may be also used to compute the expected energy consumption of
the EV, which may be sensibly affected by the typical driving behavior of the user. Conversely, if the EV
and the user are not subscribed to existing V2G services (or if they are outside the area of application
of the subscribed V2G services), the EV model ID code is used to retrieve the nominal specifications of
the EV (e.g., the nominal capacity of on-board batteries, the list of supported charging systems, etc.),
as well as typical power demand profiles or actual consumption data, which can be retrieved from
the information provided by similar EV models participating in existing V2G programs. The current
GPS location of the EV could be provided by on-board navigation systems, or by a dedicated GPS
device which may be installed as part of the EV mobile V2G communication system. In this case,
a resolution of about 10 m is assumed to be sufficient for the specific application. The current SOC of
the EV can be provided by on-board trip computers, or by additional data loggers connected to existing
on-board diagnostic systems. In this case, a resolution of 1% for SOC measurements is assumed to be
adequate for the considered application. If the EV is equipped with an on-board navigation system,
and a specific destination has been set by the user, the GPS position of the final destination, and the
related ETA, can be used (along with EV consumption data, users’ habits, and current SOC) to compute
the expected next charging request of the EV (i.e., the expected charging station and the related time
of arrival). Finally, the acquisition time of the set of information must be provided, to ensure proper
temporal monitoring functions. In this study, a time resolution of 1 s is assumed adequate for EV
monitoring applications.
As detailed in Table 2, the maximum size of each sample transferred by EVs to the EV-MSP is
equal to 31 B, per each monitored EV. If the information on the planned destination of the EV is not
provided to the EV-MSP, the size of each sample is reduced to 22 B.
Table 2. List of information packed into each data sample transferred by the EV to the EV-MSP for EV
monitoring applications. EV: Electric Vehicle, EV-MSP: EV Mobile Service Provider.
Information
Timestamp of the set of information
Identification code of the EV
Identification code of the EV model
Identification code of the EV user
Current GPS position of the EV
Current state of charge of EV on-board batteries
GPS position of the planned destination (if available)
Estimated time of arrival at the destination (if available)

Resolution
1s
11 m
1%
11 m
1 min

Size (bit)
38
32
20
32
43
7
43
32

The evaluation of the proper sampling interval of EV monitoring applications must take into
account the perspective of aggregators, who are in charge for the computation of the expected
spatial and temporal distribution of charging requests of EVs moving inside urban areas. From
this perspective, two main time-dependent variables must be considered, namely: the current SOC
of on-board batteries, and its variation between two consecutive samples. It can be assumed, in fact,
that, without any additional information about the destination of the EV or about the acceptance of
a specific DR request, the expected charging request of an EV can be computed by considering the
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current value of the SOC of the EV and its average energy consumption (based on historical data or
computed by using the last measured samples). It is apparent that, in this case, the lower is the SOC,
the higher is the probability that the monitored EV will stop to charge at the nearest available charging
station. Additionally, the higher is the SOC variation (i.e., the speed of the decrease of the remaining
driving distance), the higher is expected to be the user’s “range anxiety”, and thus the probability that
the user will stop soon to charge the EV batteries. Based on these assumptions, the minimum value of
the sampling interval, ∆tmin , can be computed as follows:
∆tmin =

SOCres Cnom
,
Smax Eavg

(1)

where SOCres is the resolution of SOC measurements, Cnom is the average nominal capacity of the EV
(expressed in kWh), Smax is the maximum expected average speed of the EV (expressed in km/h),
and Eavg is the average energy consumption of the EV (expressed in kWh/km). The value computed
by Equation (1) is equal to the minimum time interval for which the variation of the SOC of the EV is
expected to be greater (or equal) to the resolution displayed by on-board trip computers. From this
perspective, sampling intervals lower than ∆tmin are not considered useful for the evaluation of the
expected charging requests of monitored EVs, since, in this case, the variation of the SOC of the EV is
expected to be lower than the minimum difference that can be detected by EV users. Considering that
the average speed of road vehicles in urban areas is usually limited to 50 km/h and that the resolution
of SOC measurements is typically of 1%, and assuming that the average nominal capacity and energy
consumption of commercially available EVs are on the order of 25 kWh and 0.15 kWh/km [12,47],
respectively, the minimum sampling interval is expected to be not less than 2 min.
In this study, a sampling interval of 5 min (corresponding to a maximum expected SOC variation
of 2.5%) is assumed to be adequate for the monitoring of EVs moving inside urban areas, and the
related data throughput is thus expected to range within 0.073 and 0.103 B/s, per each monitored EV.
4.2.2. Provisioning of EV Supply Equipment (EVSE) Information to EV Users
The aim of the EVSE monitoring function is to provide EV users reliable information about
available sockets close to their location or to their final destination, over a time horizon of three hours,
with a granularity of 15 min. The set of required information includes, for each monitored charging
station: the acquisition time of the set of information, the ID code of the charging station and its
GPS location, and the number of available (expected or not booked) EVSE over the next three hours,
with a time step of 15 min. In this study, we assumed that the set of information about the availability
of EVSE can be limited to AC Level 2 and DC Level EVSE, since AC Level 1 EVSE are usually intended
only for home or private use. As detailed in Table 3, the maximum size of each sample transferred by
the EV-MSP to EVs is equal to 47 B, per each monitored charging station.
Table 3. List of information packed into each data sample transferred by the EV-MSP to EVs for EVSE
monitoring applications, per each monitored charging station. EV: Electric Vehicle, EV-MSP: EV Mobile
Service Provider, EVSE: EV Supply Equipment, AC: Alternating Current, DC: Direct Current.
Information
Timestamp of the set of information
Identification code of the charging station
GPS position of the charging station
Number of available slow AC Level 2 EVSE within the next 3 h *
Number of available fast AC Level 2 EVSE within the next 3 h *
Number of available DC Level 1 EVSE within the next 3 h *
Number of available DC Level 2 EVSE within the next 3 h *

Resolution
1s
11 m
-

Size (bit)
38
32
43
60
60
60
60

* With a granularity of 15 min, assuming a maximum of 32 monitored EVSE per each level.
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The evaluation of the proper sampling interval of EVSE monitoring applications must take
into account the perspective of EV users, who are mainly concerned about the availability of EVSE,
particularly if the remaining driving distance of their vehicle is very low. In this case, considering the
same observations discussed in the previous subsection, a sampling interval of 5 min is assumed to be
adequate, and the related data throughput is thus expected to be equal to 0.15 B/s, per each monitored
charging station.
4.2.3. Management of Vehicle-to-Grid (V2G) Demand Response (DR) Requests
The aim of the DR management function is to provide aggregators the ability to implement and
manage V2G DR requests, including the provisioning of DR requests to EV users, and the management
of transactive DSM actions. The set of required information can be subdivided into two groups: the
delivery of DR requests to EV users, and the response of EV users to specific DR requests.
The set of required information for the provisioning of DR requests to EV users includes, for each
charging station participating in V2G DSM schemes: the acquisition time of the set of information,
the ID code of the charging station and its GPS location, the ID code of the DR signal sent to EV
customers, the price profile of energy (i.e., the price-based control signal) over a time horizon of three
hours, with a granularity of 15 min, the power limitation profile (i.e., the transactive control signal)
over a time horizon of three hours, with a granularity of 15 min, and the offered incentive related to
the power limitation DR request. In order to reduce the amount of data throughput, the required set of
information can be appended to EVSE monitoring messages, thus reducing the number of transmitted
data to the set of information detailed in Table 4. In this case, the required refresh time interval is
assumed to be equal to 15 min, and the related data throughput is equal to 0.028 B/s.
Table 4. List of information packed into each data sample transferred by the EV-MSP to EVs for the
application of Vehicle-to-Grid (V2G) DR requests, per each monitored charging station. EV: Electric
Vehicle, EV-MSP: EV Mobile Service Provider, V2G: Vehicle-to-Grid, DR: Demand Response.
Information
Identification code of the DR signal
Price profile over the next 3 h *
Power limitation profile over the next 3 h *
Value of the incentive related to the power limitation DR request

Resolution

Size (bit)

1 € cent/kWh
1 kW
1 € cent

32
72
84
12

* With a granularity of 15 min.

The set of required information for the management of transactive DSM actions (i.e., the response
of EV users to specific DR requests) includes, for each monitored EV: the acquisition time of the set of
information, the user ID code, the EV ID code, the EV model ID code, the current GPS location of the
EV and its current SOC, the ID code of the DR signal, and the response to the DR signal (i.e., accept or
deny). If the specific DR request has been accepted by the EV user, the following information related to
the booking request of the EVSE is also considered: the Estimated Time of Arrival (ETA), the Estimated
Time of Departure (ETD), and the total amount of required energy. The required set of information can
be appended to EV monitoring messages, thus reducing the number of transmitted data to the set of
information detailed in Table 5. The required refresh time interval is assumed to be equal to 15 min,
and the related data throughput is equal to 0.016 B/s.

Energies 2018, 11, 1220

15 of 27

Table 5. List of information packed into each data sample transferred by the EV to the EV-MSP as reply
to V2G DR requests. EV: Electric Vehicle, EV-MSP: EV Mobile Service Provider, V2G: Vehicle-to-Grid,
DR: Demand Response, ETA: Estimated Time of Arrival, ETD: Estimated Time of Departure.
Information

Resolution

Identification code of the DR signal
EVSE booking request: ETA *
EVSE booking request: ETD *
EVSE booking request: total amount of required energy *
Acceptance of the power limitation defined by the DR request

1 min
1 min
0.1 kWh
-

Size (bit)
32
32
32
10
1

* If available.

If provided, the ETA can be computed by on-board navigation systems, based on the location
of the selected charging station, or directly proposed by the EV user. Analogously, the ETD can be
proposed by the EV user, or computed by on-board automated devices, by taking into account the
available EVSE power profile and the required SOC at the end of charging process. Finally, the latter
can be also used to compute the total amount of required energy.
Differently from price-based control schemes, in transactive control applications the use of
on-board EV intelligent devices is required to provide optimal charging strategies and economic
evaluations of the proposed DR requests. However, whilst optimal solutions can be automatically
computed and proposed by on-board automated devices, in the case of DR acceptance signals or
booking requests, proper Human-Machine Interfaces (HMIs) must be taken into account.
5. The Communication Infrastructure
4G and 5G technologies represent the best candidates for the implementation of the mobile
communication framework required by the herein proposed system architecture. Indeed, the very
different technologies under the 5G mobile communication umbrella have been already proposed
as a possible solution in V2G applications [12,22]. However, these technologies may present
some drawbacks, particularly concerning their implementation and management in large scale
and low-cost applications. The development of 5G standards, for instance, is not yet finalized,
and only research-grade devices have been announced to date. On the other hand, older—and widely
diffused—technologies, such as 4G, require the subscription to dedicated services, that may hinder
the diffusion of low-cost applications. These technologies, in fact, operate in licensed bands and
are based on privately owned infrastructures, thus requiring the payment of a fee to the operator.
Additionally, the lack of virtual Subscriber Identity Modules (SIMs), announced in the recent past but
poorly diffused, makes the SIM management tricky for large scale applications.
In this context, the adoption of LPWAN solutions exploiting a cellular-like architecture could
represent a possible low-cost alternative to 4G and 5G solutions. LPWANs, in fact, are able to
serve a large number of nodes by making use of a limited number of base stations (up to hundreds
of nodes can be served by a single base station), thus reducing the overall costs of installation of
the communication infrastructure. It must be noted that, in this case, LPWANs are not intended
to substitute 4G and 5G networks, where available. Indeed, some studies exploiting the possible
integration of LPWAN solutions with 5G system have been already presented in the literature [48,49].
In particular, it has been demonstrated that LPWANs can be used as viable complement to existing
solutions when the refresh time interval is relatively long (on the order of 1 min), and when low
throughput values (on the order of 1 kb/s) are tolerated.
A large number of diversified LPWAN solutions have been recently proposed at both the research
and commercial stage. Despite the diversity of the adopted technical solutions, some common features
can be identified, as briefly summarized in the following:

•

the long-range capability, allowed by the use of unlicensed sub-GHz bands, and by the adoption
of simple modulation techniques, offering very high receiver sensitivity;

Energies 2018, 11, 1220

•
•
•

16 of 27

the low power consumption of nodes, allowed by the star topology configuration, and by the low
duty-cycle of each node;
the high scalability, allowed by the exploitation of several diversity techniques and complemented
by adaptive channels and data rate selection;
the low cost of nodes, allowed by the use of simple radio technologies, and by the lightweight
protocol stack on the node side, which offloads most of the complexity to a network manager.

LoRaWAN is currently one of the most diffused LPWAN technology worldwide, boasting a large
number of adopters from both the industrial and the academic sector, also thanks to the commercial
availability of modules and development kits. For this reason, in this study the use of LoRaWAN has
been proposed as a possible solution for the mobile communication among aggregators and EV users
for the intraday V2G DSM inside urban areas, due to the relatively low data rates and duty-cycles of
this kind of applications.
The aim of this section is to provide an overview of the LoRaWAN technology, by focusing on the
architecture arrangement and on the communication protocol stack. The physical (PHY, i.e., LoRa) and
the data link (DL, i.e., LoRaWAN) layers are firstly introduced, while some considerations about the
scalability of the proposed integration are finally discussed.
5.1. The Long-Range Wide Area Network (LoRaWAN) Architecture
LoRaWAN networks implement a star topology, where the star center, i.e., the base
station—usually referred as Gateway (GW)—is a relatively simple device which tunnels each incoming
wireless message into the backhaul network, and vice versa (as shown in Figure 8). More than one
GW can be connected on the IP-based backhaul towards a Network Server (NS), which is in charge
for the management of the network infrastructure, e.g., by admitting individual motes and assigning
communication parameters. GWs do not manipulate user data (i.e., data are opaque), but they only
convey messages from the wireless side to the wired backhaul, and vice versa. The user payload data
integrity is verified by the NS by means of a Message Integrity Code (MIC), appended to the message by
the mote (in case of uplink messages, and the opposite in case of downlink messages). The user payload
is then propagated to the Application Server (AS), which deciphers the content of the message on an
end-to-end basis, by thus decoupling user data from the communication infrastructure. Noteworthily,
starting from the latest release of the LoRaWAN specs (v. 1.1), some substantial amendments have
been introduced. In particular, both passive and active roaming is permitted, and messages can be
propagated over multiple NSs.
Security is of main concern in all LPWANs applications. In the latest specs, a Join Server (JS) has
been introduced, which manages the Join-requests of motes, and provides the Join Accept messages
if the end-device is permitted to join the network. LoRaWAN typically relies on an Over The Air
Activation (OTAA) procedure, which requires that the end-device is personalized with a Device
Extended Unique Identifier (DevEUI) (i.e., a univocal mote identifier, according to IEEE EUI64),
a JoinEUI (another IEEE EUI64 identifier, which univocally addresses the intended JS), and two root
ciphering keys. The NwkKey and the AppKey are used to compute session keys, each time the mote
joins a network. The actual application session key (which protects the end-to-end data exchange) is
then derived from the AppKey, while the NwkKey is provided to the network operator to manage the
join procedure, thus avoiding the operator to eavesdrop on the application payload data.
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Figure 8. The LoRaWAN network architecture. NS: Network Server, AS: Application Server.

LoRaWAN node capabilities are classified into three different classes, namely: Class A
(compulsory), Class B, and Class C. In Class A, transmissions are started by the node (i.e., in uplink
direction) on a certain channel, by using a determined data rate. Two reception windows—from the
GW to nodes, i.e., in downlink direction—are opened after the transmission, typically after one and
two seconds, respectively: the first uses the same communication parameters of the uplink message,
whereas the second uses a fixed (but configurable) set of parameters, for the possible acknowledge
or downlink messages. In Class B, the nodes behave as in Class A, but also open additional receive
windows at scheduled times (time dissemination is performed by the Gateway sending Beacon
messages every 128 s). Finally, in Class C, devices transmit as in Class A, but nearly continuously
extend the second receive window, thus increasing the power consumption, but also reducing the
end-to-end latency.
The application of intraday V2G DSM schemes can be implemented by using a Class A
LoRaWAN network, where uplinks (i.e., transmissions from EVs to GWs) always follow downlinks
(i.e., transmissions from GWs to EVs). Whilst power consumption is not a real limit for the considered
application, the use of Class B or Class C devices have not been considered, since they do not offer any
real advantage in terms of communication performance.
5.2. The LoRaWAN Communication Protocol Stack
The PHY is based on the LoRa proprietary solution originally developed from Semtech. Differently
from typical spread spectrum approaches, the Chirp Spread Spectrum (CSS) modulation is exploited.
LoRa symbols are coded by chirps having a fixed bandwidth B, depending on regional regulations
(in Europe B  [125, 250] kHz), and different duration TC , depending on the tunable Spreading Factor,
SF (with SF  [7÷12], and TC = 2SF /B). According to well-known CSS properties, noise/interference
immunity can be improved by increasing the time-frequency occupation (i.e., the SF in LoRa).
In particular, a SF-bit symbol can be coded into a single chirp, by assigning a unique frequency
trajectory across the available bandwidth (each one is represented by the cyclic rotation of a reference
chirp signal). Forward error correction (FEC) is applied as well, since each user data nibble is coded
with a coding rate CR = N/M, where M  [5,8] is the codeword length, and N = 4 is the data block
length. Consequently, the raw bit rate Rb (B/s) over-the-air can be computed by Equation (2):
Rb = SF

B
CR.
2SF

(2)

frequency trajectory across the available bandwidth (each one is represented by the cyclic rotation of
a reference chirp signal). Forward error correction (FEC) is applied as well, since each user data nibble
is coded with a coding rate CR = N/M, where M ϵ [5,8] is the codeword length, and N = 4 is the data
block length. Consequently, the raw bit rate Rb (B/s) over-the-air can be computed by Equation (2):
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The PHY payload resembles the same structure and is further segmented into the MAC Header,
The PHY payload resembles the same structure and is further segmented into the MAC Header,
the MAC payload, and the MAC trailer, which consists of a Message Integrity Code (MIC). According
the MAC payload, and the MAC trailer, which consists of a Message Integrity Code (MIC). According
to the LoRaWAN specs, the maximum MAC payload length ranges from 242 B at SF = 7, down to 51
to the LoRaWAN specs, the maximum MAC payload length ranges from 242 B at SF = 7, down to 51 B
B at SF = 12 (in order to limit the effect of clock drift between the transmitter and the receiver).
at SF = 12 (in order to limit the effect of clock drift between the transmitter and the receiver).
The medium access policy is based on the plain ALOHA technique [50–53]. Optionally, clear
The medium access policy is based on the plain ALOHA technique [50–53]. Optionally, clear
channel assessment is permitted to improve the goodput. If the isolation provided by different SF
channel assessment is permitted to improve the goodput. If the isolation provided by different SF
values is able to ensure the reception of incoming messages, the overall network capacity per channel
values is able to ensure the reception of incoming messages, the overall network capacity per channel is
is the superposition of up to six independent ALOHA-based networks, depending on the actual
the superposition of up to six independent ALOHA-based networks, depending on the actual number
number of SF adopted. However, depending on the region of operation, additional duty-cycle related
of SF adopted. However, depending on the region of operation, additional duty-cycle related limits
limits may exist.
may exist.

5.3. Scalability of the Proposed Low-Power Wide-Area Network (LPWAN) Infrastructure
Some simple analyses can be carried out to estimate the scalability of the proposed LPWAN
infrastructure, by computing the maximum value of EVs that can be managed by a single LoRa base
station. Referring to the data exchange procedure described in Section 4.2, it can be assumed that
during uplink transmissions, 31 B messages are exchanged every 5 min, and additional 14 B are
added every 15 min (i.e., every three transactions). Similarly, during downlink transmissions, 45 B
messages are exchanged every 5 min, and additional 25 B are added every 15 min (i.e., every three
transactions). If the additional 13 B required by the LoRaWAN headers and trailers are taken into
account, the average uplink message is 49 B long, whereas the average downlink message is 67 B long.
If we consider the sum of the maximum uplink and downlink messages (per each charging station and
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per each EV), including the LoRaWAN headers and trailers, about 116 B are exchanged every 5 min,
which means that the duty-cycle limitation of LoRaWAN is always satisfied.
In the following, the theoretical capacity of a single LoRa base station is computed by assuming
a charging station density equal to one station per each cell of 3 km side, i.e., corresponding to an
average distance between two adjacent stations of about 4 km, and to an expected average EV battery
consumption of about 2.5%. According to the proposed data exchange procedure, which accounts for
up to 128 EVSE per charging station (i.e., up to 32 EVSE per each of the considered charging levels),
one charging station per each cell of 3 km side corresponds to about 14 EVSE/km2 , which is more than
three times the maximum density of EVSE currently installed in urban areas [54].
In this study, a typical urban size of about 100 km2 is taken into consideration. It is in fact assumed
that urban areas greater than 100 km2 can be subdivided into multiple monitored clusters of 100 km2
each, i.e., corresponding to an expected travelled distance comparable to the average driving range of
commercial EVs [8,12]. Based on these assumptions, the number of expected charging stations per
each monitored cluster is on the order eleven. The theoretical capacity of a single base station (reported
in Table 6) can thus be computed by assuming than each cell must be able to manage up to eleven
downlink messages with a length of 67 B each, and one uplink message with a length of 49 B, per
each served node, including the LoRaWAN headers and trailers. In this study, three different channels
have been taken into account, by considering a Spreading Factor SF from 7 to 9, in order to avoid
message fragmentation.
Table 6. Capacity of a single LoRa base station (reported as number of allowed motes per channel)
corresponding to one uplink message of 49 B, and eleven consecutive downlink messages of 67 B each,
with a Coding Rate value CR of 4/5. EU regional specifications have been considered.
Communication
Parameters

Average Message
Duration (T OA )

Cell Capacity
Per Channel *

Cell Capacity Per Channel
(Pure ALOHA Access)

SF = 7, B = 250 kHz
SF = 7, B = 125 kHz
SF = 8, B = 125 kHz
SF = 9, B = 125 kHz

726 ms
1452 ms
2546 ms
3720 ms

413
206
117
80

74
37
21
14

* Under perfect synchronization.

Under perfect synchronization, the number of motes is given by N = T/TOA , where T is the
aforementioned refresh period, and TOA is the message over-the-air time duration. If we consider that
the actual throughput of ALOHA access is about 18% of the synchronized scenario [53], the maximum
number of EVs that can be managed by a single LoRa base station is on the order of 146 EVs per
channel, which corresponds to about 438 EVs per cell, when the three compulsory channels are adopted.
In conclusion, if a maximum traffic density of about 400 EV/km2 is considered [55], the minimum
number of LoRa base stations required to serve all the EVs moving inside the urban area is then on the
order of about one cell per square km (i.e., equal to 0.91 cell/km2 ).
6. Experimental Validation
The feasibility of the proposed V2G LPWAN infrastructure has been demonstrated by testing the
mobile communication between an EV and the LoRaWAN infrastructure of A2A Smart City installed
in the city of Brescia, Italy. In the following subsections the real-world testbed and the obtained results
are presented.
6.1. Experimental Set-up
A full-electric vehicle, the Renault Zoe R240, powered by a 68 kWp engine and equipped with
a lithium-ion battery energy storage with a net (i.e., usable) capacity of about 22 kWh, has been used
as test vehicle. The experimental test has been carried out by using the EV in the urban area of the city
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The data transmitted by the LoRa modem have been represented by means of a Geographic
Information System (GIS). In this study, QGIS [57] has been used to represent and interpret the
information gathered by the LoRaWAN infrastructure. Each of the points depicted in the GIS maps
represents a set of information transmitted by the EV at the specified geographical coordinates. As
already mentioned in the previous section, the LoRa modem was configured to transmit the
information recovered by the EV-DL every 5 min, while single samples were logged by the EV-DL
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The data transmitted by the LoRa modem have been represented by means of a Geographic
Information System (GIS). In this study, QGIS [57] has been used to represent and interpret the
information gathered by the LoRaWAN infrastructure. Each of the points depicted in the GIS maps
represents a set of information transmitted by the EV at the specified geographical coordinates.
As already mentioned in the previous section, the LoRa modem was configured to transmit the
information recovered by the EV-DL every 5 min, while single samples were logged by the EV-DL with
a higher granularity, i.e., every 1 s. Such information was downloaded at the end of the experiment,
and then displayed on the maps for sake of clarity.
7. Conclusions
In this paper, the communication requirements for the demand-side management (DSM) of electric
vehicles (EVs) in urban environments have been discussed, by focusing on the mobile communication
among EVs and smart grids. Based on the analysis of the information provided by the literature on the
matter, the interaction among EVs and power grids has been discussed, by mainly focusing on the
DSM schemes proposed for the smart charging of EVs, and on the vehicle-to-grid (V2G) concept.
Four main operation and management objectives have been identified and discussed, namely:
the medium-term operational planning, the day-ahead optimal scheduling, the intraday optimal
scheduling, and the real-time emergency grid control. For each of the aforementioned scenarios,
the communication requirements for the application of V2G DSM schemes have been analyzed in
detail, by defining the required volume of data, the related refresh time intervals, and the type of
communication, i.e., if the data exchange is required when EV is in motion, or if it can be performed
when the EV is connected or close to EV Supply Equipment (EVSE). Starting from this analysis,
a specific system architecture for the intraday DSM of EVs moving inside urban areas has been
introduced and discussed in terms of the required data throughput.
A new entity, namely the EV Mobile Service Provider (EV-MSP), has been proposed, who is
responsible for the bidirectional communication with EVs, and provides communication services to
EV aggregators, such as the monitoring of EV data, the provisioning of EVSE information and demand
response (DR) requests to EV users, and of the related DR replies. Based on the aforementioned
system architecture, a detailed data exchange procedure has been proposed, by defining the content
and size of the transmitted information, as well as the required refresh time intervals. Three main
functions have been identified and described, namely: the EV monitoring, the provisioning of EVSE
information to EV users, and the management of V2G DR requests. The data throughput of each
function has been also estimated, concluding that up to 0.103 B/s is required for the EV monitoring,
for each monitored EV, while up to 0.15 B/s is required for the provisioning of EVSE information to
EV users, for each monitored EV charging station (EVCS). In addition, it has been estimated that the
required data throughput for the management of V2G DR requests is on the order of 0.016 B/s per
each monitored EV, and of 0.028 B/s per each monitored EVCS.
Subsequently, the use of a Low-Power Wide-Area Network (LPWAN) for the mobile
communication among EVs and aggregators in intraday V2G DSM applications has been proposed
as possible alternative or viable complement to existing cellular-like solutions, by suggesting the
application of a commercially available technology, i.e., LoRaWAN. A specific communication
architecture based on the LoRaWAN technology has been proposed, and its scalability has been
discussed, based on the communication requirements defined in the aforementioned V2G DSM data
exchange procedure. The results showed that, in the proposed solution, each LoRa base station is able
to serve up to 438 EVs and 1408 EVSE. In addition, if a maximum traffic density of 400 EV/km2 is
considered, the minimum number of LoRa base stations required to serve all the EVs moving inside
the urban area resulted to be on the order of one cell per square km, i.e., equal to 0.91 cell/km2 .
Finally, the feasibility of the proposed V2G LPWAN solution has been demonstrated within an
existing LoRaWAN infrastructure, by driving a commercial EV, equipped with an experimental data
logger and a Mbed SX 1272 LoRa modem, in an urban area of about 20 km2 , and by transmitting
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the data about the State Of Charge (SOC) of the EV batteries, the Identification (ID) code of the
vehicle, the ID code of the user, the geographic coordinates of the EV, and the acquisition timestamp
of measurements.
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