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Abstract: This paper presents a detailed life-cycle assessment of the greenhouse gas emissions,
cumulative demand for total and non-renewable primary energy, and energy return on investment
(EROI) for the domestic electricity grid mix in the U.S. state of California, using hourly historical
data for 2018, and future projections of increased solar photovoltaic (PV) installed capacity with
lithium-ion battery energy storage, so as to achieve 80% net renewable electricity generation in 2030,
while ensuring the hourly matching of the supply and demand profiles at all times. Specifically—in line
with California’s plans that aim to increase the renewable energy share into the electric grid—in this
study, PV installed capacity is assumed to reach 43.7 GW in 2030, resulting of 52% of the 2030
domestic electricity generation. In the modelled 2030 scenario, single-cycle gas turbines and nuclear
plants are completely phased out, while combined-cycle gas turbine output is reduced by 30%
compared to 2018. Results indicate that 25% of renewable electricity ends up being routed into
storage, while 2.8% is curtailed. Results also show that such energy transition strategy would be
effective at curbing California’s domestic electricity grid mix carbon emissions by 50%, and reducing
demand for non-renewable primary energy by 66%, while also achieving a 10% increase in overall
EROI (in terms of electricity output per unit of investment).
Keywords: grid mix; California; energy transition; life cycle assessment; net energy analysis; EROI;
photovoltaic; energy storage; lithium-ion battery; hourly data

1. Introduction
Today, ensuring the energy delivery that societies need for productivity, economic growth and
well-being is crucial. Since industrialization, the world is experiencing an increase in human population
and energy demand per capita, and this has led to a rapid increase in carbon dioxide (CO2 ) concentration
in the atmosphere from 280 ppm (parts per million) to over 400 ppm. [1]. Curbing a further increase
in carbon emissions is one of the major challenges of this century as discussed in the negotiations
culminating in The Paris Agreement in 2015 [2]. This agreement to address climate change was the
first that was signed by 195 countries, and its overall aim is to keep the global temperature below
2 ◦ C above the pre-industrialization level, encouraging additional efforts to limit global warming to
below 1.5 ◦ C. As a consequence, all parties of the United Nation Framework Convention for Climate
Change (UNFCCC) act to reduce greenhouse gas (GHG) emissions to the atmosphere though a range
of measures, among which decarbonizing electric grid systems plays a prominent role.
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Worldwide, increasing and joint efforts have been put to analyse the possible energy transition
pathways towards renewable energy sources, assessing their technical feasibility, environmental impacts,
and energy implications, dating back to the mid-1970s [3–9].
Assessing the full environmental impacts and the energy burdens of key electricity generation
technologies such as solar photovoltaics, wind and nuclear is crucial because although they are almost
“zero carbon” at their use-phase, there are still impacts associated to their manufacturing, which should
also be taken into the account. A fundamental framework that addresses the cradle-to-grave
impacts of human-dominated systems and services is the Life Cycle Assessment (LCA) methodology,
which characterises and quantifies all the life-cycle stages from raw material extraction to processing,
distribution, manufacturing, operation and decommissioning.
It is also worth noting that it is important to assess each electricity grid as a whole, including all
the electricity generation, transmission and storage technologies, and estimate the associated overall
environmental impacts and energy implications, as discussed in some recent studies [10–17].
That is because the respective impact of each electricity grid depends on specific conditions such
its composition, location, as well as on the local demand profile, and on the required amount (and type)
of energy storage.
The state of California in the U.S.A. has established one of the most ambitious plans to bring about
an energy transition from fossil fuel generation technologies towards renewable energies, with an
intent to generate 60% of its electricity demand using renewable energies by 2030, and 100% thereof
using a mix of “zero carbon” sources–including renewables and nuclear—by 2045 [18]. This plan also
aims to reach a 40% reduction in GHG emissions below 1990 levels by 2030, and an 80% reduction
by 2045.
Such rapid increase of renewable energy penetration in the California electricity grid is expected
to require energy storage systems because of the intrinsic intermittency of renewable generation
profiles. Specifically, at high penetration, increased photovoltaic (PV) installation is synergistic with
storage technologies, which play a critical role in deep decarbonization scenarios, as discussed in
recent publications [19–22].
According to a study prepared by the National Renewable Energy Laboratory [23], even with
optimal grid improvements, California would still need an estimated 15 GW of additional storage just
to reach 50% solar generation by 2030, which is more than 11 times the amount of storage currently
mandated in California, and 66 times the total storage power deployed in the U.S. in 2016. This implies
that energy storage will continue to be a main ingredient in the mix of strategies to balance supply and
demand, support the California Independent System Operator (CAISO) in maintaining grid stability,
avoid voltage and frequency imbalances, and support the state’s transition to a renewables-centric
energy infrastructure [24,25].
For instance, the technical feasibility of utility PV systems plus battery energy storage as an
alternative to gas peakers in California is assessed in Roy et al. [26]. Their findings show that a 50 MWAC
PV system with 60 MW/240 MWh battery storage can provide more than 98% capacity factor over
the target 7:00–10:00 p.m. period, with lower lifetime cost of operation (LCOO) than a conventional
combustion turbine natural gas power plant. LCOO includes installed costs, fixed and variable
operation & maintenance (O&M), fuel costs as well as other policy factors such as tax credits/incentives.
As highlighted in the recent literature, there is also a need to assess the environmental impacts
associated with the increasing energy storage technologies in combination with renewables in the
electricity grids in order to better understand and mitigate them [27].
In a recent publication, Raugei et al. [28] estimate the incremental energy and environmental
impacts of adding lithium-ion battery (LIB) storage capacity to photovoltaics. Such analysis shows
that the energy payback time (EPBT) and life-cycle global warming potential (GWP) increase by 7–30%
(depending on storage duration scenarios), with respect to those of PV without storage, and thus
the benefits of PV when displacing conventional thermal electricity (in terms of carbon emissions
and energy renewability) appear to be only marginally affected by the addition of energy storage.
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However, a generalized grid mix was considered in that study, and curtailment and storage figures
were assumed without the support of specific historical data. The actual energy and environmental
impacts of energy storage in real-world application scenarios will also depend on the specific storage
quantities, types and use strategies [29].
In large renewable energy penetration scenarios, there is also a need for analyses at the whole
grid level—taking into the account the specific electricity grid mix composition—with an accurate
quantification of storage demand and curtailment, which should be informed by detailed hourly
generation profiles. It is crucial to identify each hourly mismatch between the demand profile and
actual generation provided, especially during peak hours. The importance of such mismatch was
also highlighted in 2013 by CAISO in their published chart [30], famously nicknamed “the duck
curve”, which has since become part of common terminology for describing the effects of large-scale
deployment of solar photovoltaic power into the electric grids. The curve shows the difference in
electricity demand and the amount of available solar energy throughout, considering a 24-h period in
California during springtime.
In light of all of the above, the decision was made here to collect full hourly electricity generation
and demand data for California [31], and then use such data as the basis for modelling the amount of
energy storage that will be required to minimize the reliance on natural gas and imports when larger
quantities of renewables are deployed into the grid. Specifically, the aim of this study is to quantify the
life-cycle environmental and energy burdens associated with the current (2018) composition of the
electricity grid in California (in terms of greenhouse gas emissions, total and non-renewable cumulative
energy demand, and energy return on investment), and compare them to those for a prospective grid
mix in 2030, defined so as to achieve 80% of domestic renewable electricity generation, with a suitable
amount of storage informed by the detailed hourly generation and demand model.
2. Materials
2.1. Power Dispatch Data for California
2.1.1. Electricity Generation Data per Technology (Hourly Resolution)
The Congress of the United States of America conceived an Open Access Same-time Information
System (OASIS) with the Energy Policy Act of 1992, aimed at improving energy efficiency [32], and the
Federal Energy Regulatory Commission (FERC) formalised the OASIS with two orders in 1996 [33,34].
Accordingly, CAISO developed an OASIS to provide market observers with easy access to electricity
generation historical data [35]. This article is based on historical data for net electricity generation from
the OASIS archive, collected separately for each technology and in hourly resolution for the entire
baseline year of 2018.
2.1.2. Electricity Imports Data (Hourly Resolution)
The OASIS archive also provides data for electricity power transferred to the California state’s
grid from other states to satisfy the in-state demand (electricity imports). Imports accounted for 27%
of 2018 demand. Such imports are taken into account here for balancing the supply and demand
profiles but are excluded from the scope of the environmental and energy assessment, since the latter
are focused on the domestic grid mix of the California state.
2.1.3. Electricity Demand Data (Hourly Resolution)
The OASIS-sourced hourly electricity demand data were checked against the corresponding
values calculated as the sum of the in-state electricity generation by fuel type plus the electricity
imports (all data in matching hourly resolution), to ensure consistency across all datasets used.
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2.1.4. Power Curtailment Data for Wind and Solar Generation (Hourly Resolution)
CAISO curtails power flows across the grid system during system emergencies that can affect
reliability and safety of the power grid. The operator provides daily reports for the wind and solar
electricity generation curtailed specifying the reasons for the curtailment. Reasons of curtailment can
be technical or economic, and at either local or system-wide levels, to mitigate congestion, or to mitigate
oversupply (defined as when wind or PV facilities deliver more power than is required). An overview
of the power curtailment data from the OASIS historical data archive showed that, in 2018, in no case
did curtailment occur to mitigate oversupply.
2.2. Current and Future Electricity Generation and Storage Technologies in California
2.2.1. Nuclear
There is only one nuclear power plant currently operating in California, managed by Pacific
Gas and Electric Company (PG&E). The plant totals 2393 MW of installed capacity [36] and uses two
pressurized-water reactors (PWRs) to generate electricity [37]. This power plant was modelled here
using the Ecoinvent process for PWRs in the Western Electricity Coordinating Council (WECC) region,
which includes California [38]. It is expected that both reactors will be decommissioned within the time
frame of interest for this study, and specifically in November 2024 and August 2025, respectively [39].
2.2.2. Gas-Fired Electricity
In California, natural gas utilities are regulated by the California Public Utilities Commission
(CPUC) and those utilities are managed by several service providers such as Pacific Gas and Electric
Company (PG&E), Southern California Gas Company (SoCalGas), San Diego Gas & Electric Company
(SDG&E), Southwest Gas. At present, Natural Gas Combined-Cycle (NGCC) plants represent the 41%
of the total 42,695 MW installed capacity, and 69% of the total electricity generated by natural gas-fired
plants [40]. According to the 2018 California Gas Report [41], gas demand for electricity generation is
expected to decline due to California’s programs to minimise greenhouse gas (GHG) emissions, with a
concomitant increase in renewable energy (RE) technologies. In this study, the life-cycle inventories for
NGCC and single-cycle gas turbines (SCGT) operated in California were based on the corresponding
Ecoinvent processes for the WECC region [38].
2.2.3. Geothermal
California is located within the “Pacific ring of fire” geographic area, where the frequency
of earthquakes and volcanic eruptions are highest as a result of the movement of tectonic plates.
California is also characterised by a large number of natural geysers which provide a natural resource
of geothermal power. There are 43 geothermal power plants in California, totalling 2730 MW of
installed capacity [36], which use natural steam to drive turbines which in turn are used as generators
to produce electricity for the grid. The life-cycle inventory for geothermal electricity was based on the
corresponding Ecoinvent processes for the WECC region [38].
2.2.4. Biomass
Biomass power plants in California use a combination of raw biomass residues (including forest
and agricultural residues from trees, foliage, roots and chips from wood processing residues) and,
secondarily, municipal solid waste residues (mostly cellulose) [42]. A total installed capacity of
1325 MW is reported [36], which includes biogas (cf. Section 2.2.5). The WECC heat and power
co-generation model from the Ecoinvent database [38] was selected to represent biomass electricity
generation, and all energy and environmental impacts of this multi-output process were allocated on an
energy content basis. This model is limited to the use of woodchips as feedstock; however, given that
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biomass-fired plants contribute just 2% to the total electricity generated in-state (see Section 2.3),
such simplification was deemed acceptable.
2.2.5. Biogas
Biogas is a mixture of gases produced from the anaerobic decomposition of municipal solid
waste (kitchen waste, garden waste), livestock manure, food processing waste, agricultural wastes and
industrial wastewater. The process occurs in a controlled environment such as in airtight containers,
in floating covers on lagoons or directly in landfills [43].
The resulting biogas is mostly composed of methane (CH4 ) and carbon dioxide (CO2 ), but also
contains other hydrocarbons and significant traces of ammonia (NH3 ) and hydrogen sulfide (H2 S).
The Ecoinvent WECC biogas-fired heat and power co-generation model [38] was selected to assess
biogas electricity generation, and all energy and environmental impacts of this multi-output process
were allocated on an energy content basis.
2.2.6. Hydro
Hydroelectric power in California can be divided into two different categories. There are facilities
which use a dam to create a reservoir to generate electricity, with an installed capacity that is typically
larger than 30 MW, and there are other facilities which divert water from a river or stream to generate
electricity, with typically much smaller unit power capacities. In 2018, the former totalled 12,281 MW
and generated 13% of the total in-state electricity output, while the latter clocked in at just 1758 MW
and 2% of generated electricity [36]. The corresponding Ecoinvent processes for dammed reservoir
and run-of-river hydroelectricity in the WECC region [38] were adopted here.
2.2.7. Wind
Wind power generation in California has a long history dating back to 1980, and current total
installed capacity is 5964 MW [36]. All wind farms in California are on-shore, with different types
of generators, ranging from the older ones with a typical installed capacity of less than 1 MW,
to some recent ones with capacities of over 3 MW. Currently, the U.S. Wind Turbine Database of
the U.S. Geological Survey [44] estimates the number of generators installed in California to be
approximately 6000 units, of which slightly less than 3000 units are characterized by an installed
capacity between 1 MW and 3 MW. However, the database includes decommissioned and duplicate
turbines; combined with the uncertainty on specific technical data for the turbines, it was thus deemed
acceptable to adopt the Ecoinvent process for 1–3 MW onshore wind turbines in the WECC region as
the most representative proxy for the totality of the wind farms in California. The model assumes a
20-year lifetime for all moving components and a 40-year lifetime for all the stationary components of
the wind installation [38].
2.2.8. Concentrating Solar Power (CSP)
Concentrating solar power (CSP) generation in California has a long history dating back to 1984.
All CSP technologies entail a transfer fluid which absorbs the sun’s energy and is used to heat water
and produce steam, which then drives a steam turbine generator. There are four CSP technologies,
which differ in terms of the receiver system: solar towers, parabolic troughs, compact linear Fresnel
reflectors, and dish engines. In California, the total installed CSP is 1249 MW [36], and 69% of
the CSP electricity is generated by parabolic troughs, and the remaining 31% by solar towers [45].
Parabolic trough systems focus solar radiation onto a receiver tube that runs down the center of a
trough by using curved mirrors; while solar tower systems focus solar radiation on a receiver at the top
of a high tower by using computer-controlled mirrors, called heliostats, which track the sun along two
axes. The corresponding Ecoinvent processes for parabolic trough and solar tower installations [38]
were checked, but the data are specific to South Africa, and they do not consider the production of
solar salts (the latter are expected to be added in the next release of the database) [46]. Therefore,
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data from the open literature were used for CSP because of their representativeness and completeness,
specifically: a wet-cooled 103 MW parabolic trough concentrating solar power (CSP) located in Daggett,
CA [47] and a dry-cooled, 106 MW power tower CSP located near Tucson, AZ. Both systems use a
mixture of mined nitrate salts for energy storage [48].
2.2.9. Photovoltaic (PV) Solar
In California, solar PV systems have been growing rapidly over the years due to a favourable
combination of high insolation, community support, and declining PV panel costs. Currently,
the California electricity grid features both utility-scale and distributed rooftop solar PV systems,
totalling 10,661 MW [36]. Considering the specific topography, the land availability, and California’s
plan to increase the PV penetration in its electric grid, it is reasonable to assume that utility-scale PV
installations in particular will continue to expand the most in future years.
For the purposes of this analysis, then, utility-scale PV installations were assumed throughout,
with panel shares corresponding to 33% single-crystalline silicon (sc-Si), 62% multi-crystalline silicon
(mc-Si), and 5% cadmium telluride (CdTe), which reflect the current global production data collected in
the latest Fraunhofer Institute for Solar Energy report [49]. The assumed energy capture efficiency of
each PV panel type is also based on the same Fraunhofer report which provides the current commercial
average efficiencies in 2018 [49], namely: 18% for sc-Si, 17% for mc-Si, and 18% for CdTe.
In order to model the PV systems, the latest available foreground inventory data were used,
as discussed in a previous paper [50]. Specifically, for c-Si PV modules, the foreground inventory
data source was the latest IEA-photovoltaic power systems (PVPS) Task 12 Report [51]. For CdTe PV
modules, up-to-date production data were provided directly by First Solar, which is currently the leader
producer for this technology. The same company also provided information on the balance of system
(BOS) for typical ground-mounted installations, which was also adopted for the c-Si technologies.
The main background data source was the Ecoinvent database [38], but all the in-built assumptions
were adapted to the current production conditions in order to be as accurate and realistic as possible.
Specifically, the main producer country for c-Si PV panels is now China, while CdTe is mainly produced
in the US and in Malaysia. Accordingly, the corresponding electricity generation mixes were used to
model the production of the PV modules.
End-of-life (EoL) management and decommissioning of the PV systems were not included in
this analysis for consistency with other grid technologies in the analysis. However, it is worth noting
that including EoL may actually provide environmental and economic benefits, due to the possible
recycling of the components, especially aluminium and silicon [52]. Also, metal recycling—such as the
copper contained not only in the PV panels, but also in the BOS—could be strategic in order to further
reduce the environmental impacts of PVs.
Finally, given that PV systems are still on a continuously and rapidly improving trend,
their expected future efficiencies were estimated on the basis of recent IEA projections [53]. Specifically,
for 2030 the following conservative efficiencies improvements were assumed: 21% for sc-Si and CdTe,
and 20% for mc-Si. All lifetimes were kept constant at the industry-standard of 30 years. A second,
more aggressive efficiency improvement trajectory was also considered by way of sensitivity analysis,
whereby 23% efficiencies were set for sc-Si and CdTe, and 22% for mc-Si, coupled with improved
40-year lifetimes [53]. Both future projections for PV may still be considered conservative, however,
since all other modelling parameters (including photoactive layer thickness, material usage efficiency
and foreground energy inputs per m2 of PV module) were kept constant in all cases. Additionally,
next-generation PV technologies (e.g., single-junction and tandem perovskites) may become viable in
the medium-term future which could reduce the energy and environmental impacts of PV electricity
even further [54].
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2.2.10. Energy Storage
According to the literature, there are six main types of technologies which can provide energy
storage, namely electrochemical, mechanical, gravitational, chemical, thermal and electrical storage [55].
Currently, in most cases the balance and the flexibility for a power grid is entrusted to pumped
hydro storage (PHS) as the primary choice, when possible, due to its long technical lifetime and generally
low economic, energy and environmental impacts. However, it is expected that electrochemical storage
will play an increasingly important role in the next future, when more storage capacity will be
required because of increased penetration of variable renewable energy (VRE). Specifically, lithium-ion
batteries (LIB) are considered the most likely candidates for reasons of expected cost reductions [56],
charge capability, energy density and efficiency [55,57].
For the purposes of this analysis, it was assumed that 100% of the required storage capacity to
balance the California grid in the analysed 2030 scenario will be provided by stationary installations
of LIBs. The main reason for this assumption is that this article aims to provide a conservative
(i.e., worst case) analysis which excludes any opportunity to resort to using existing in-state or
out-of-state PHS to provide part of the storage requirement. Additionally, it is acknowledged that in
actuality other forms of storage, such as small-scale off-river pumped hydro [58] and compressed air,
could be deployed alongside LIBs, thereby further reducing the demand for natural gas, potentially even
to zero. However, such additional storage options and even more aggressive energy storage deployment
fall outside of the scope of this study.
LIB storage was modelled on the basis of the Ecoinvent model for lithium manganese oxide
(LMO) technology [38]. Round-trip storage efficiency was set at 80% [59], and the expected service
lifetime of the batteries was conservatively set at 7000 cycles (corresponding to a residual depth of
discharge of 80% for LMO technology) [60]. A previous study on PV + LIB storage [28] performed a
sensitivity analysis whereby LMO batteries were compared to nickel-cobalt-manganese (NCM) and
lithium-iron phosphate (LFP) alternatives, but the results showed comparatively small variance ranges
for both energy and greenhouse gas impacts. Conservatively, no improvements in energy storage
density, material usage efficiency or foreground energy inputs to LIB production were considered for
2030, relative to the present.
2.3. California Grid Mix Composition in 2018
In 2018 the total California domestic generation was 165 TWh. Figure 1 illustrates the California
domestic grid mix composition in terms of total in-state electricity generated in the year 2018. Eleven %
of the total in-state electricity was supplied by nuclear reactors, but as explained in Section 2.2.1, all of
this is expected to be completely phased out by 2025.
Gas-fired electricity represented 39% of the total in-state generation, but that too is expected to
decline due to aggressive California programs to minimize greenhouse gas (GHG) emissions. At the
same time, though, it is also expected that gas-fired generation will continue to be a valuable technology
for load following, and to compensate for the intermittency of wind and solar generation.
The remaining 50% of the total in-state electricity generation was supplied by RE technologies.
Specifically, wind installations generated 10% of the total in-state electricity, while PV systems generated
16% thereof. As discussed in Section 3.1, the share of RE, and specifically PV, is expected to increase
significantly over the coming years, with a concomitant surge in the required energy storage capacity.
Finally, electricity transmission was also included within the boundary of this assessment,
albeit limited to the high voltage (HV) network. This was deemed an acceptable simplification,
since the vast majority of the electricity generation plants comprising the grid mix at present and in
the considered future scenario are centralised units which inject HV electricity into the grid. The HV
transmission lines were modelled using the WECC-specific life-cycle inventory (LCI) information
provided in the Ecoinvent database [38], and transmission losses were set at 6% as per historical data [61].
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In addition, the 2018 hourly “potential” PV output was also calculated, by adding back the
reported 2018 hourly PV curtailment data to the corresponding net PV generation data. The purpose
of this “potential” PV output profile was to provide the basis for the future extrapolation of the
corresponding “potential” PV output profile for 2030 (see point 2 below), under the assumption that by
then, the large-scale availability of energy storage would negate the need for all technical or economic
curtailment other than that due to oversupply (see Section 2.1.3).
Starting from these historical power generation profiles, the corresponding projected profiles for
the year 2030 were calculated, based on the modelling assumptions and calculations described below:
(1)

(2)

(3)

(4)
(5)
(6)
(7)

It is assumed that in 2030 the total hourly electricity demand profile will remain the same as
in 2018. This future extrapolation is based on the analysis of the demand profiles from 2001
to 2019, which shows that the cumulative yearly electricity demand remained nearly constant
during the past 19 years, with minimal oscillations around a centre value of approximately
200 TWh/year. This result appears to be “due to a combination of energy efficiency measures and
less electricity-intensive industry that counterbalances increased population and economy” [62].
Other potential variations in electricity demand (both its hourly profile and total year-end
cumulative value), for instance due to a possible large-scale deployment of electric vehicles (EVs)
and the associated requirement for battery charging, are outside the scope of this study.
CAISO will rely single-handedly on solar PV as the technology of choice to increase the penetration
of renewable energy in the grid. This is a bold assumption, but it was deemed reasonable in view
of the abundance of solar irradiation in California, and it also appears to be supported by a simple
linear extrapolation of recent past trends, which indicate that wind installations in California
have plateaued, whereas PV installations have been sharply and consistently rising (see Figure 3).
The final value of installed PV power in 2030 was determined iteratively, so as to match a target
of 80% total net domestic renewable electricity generation, after duly taking into account all PV
storage and curtailment losses (as explained below). Hence, the PV installed capacity in 2030 is
43,710 MW, as shown in Figure 3. The hourly “potential” (i.e., pre-curtailment and pre-storage)
PV output profile was calculated by scaling up the corresponding 2018 “potential” PV electricity
generation, proportionally to the respective 2030 vs. 2018 installed power levels.
Lithium-ion batteries (LIBs) will be deployed as the storage technology of choice (as discussed in
Section 2.2.10). The amount of assumed installed LIB power (P) and the maximum consecutive
hours of storage duration at such maximum power (t) were set after performing a parametric
investigation of the resulting % of VRE curtailment ensuing from a range of P and t values
(following the grid balancing algorithm described at points 7 and 8 below). The results of
this parametric analysis are illustrated in Figure 4; in order to make a realistically conservative
assumption on the amount of storage, for the purposes of this study the choice was therefore
made to set P = 60% of the installed PV power (a value consistent with previous literature [63,64])
and t = 6 h. When taken together, such values of P and t lead to the total installed storage capacity
E = P × t. As reported in Table 1, this resulted in 2.8% of the overall “potential” VRE generation
being curtailed.
Nuclear generation will be zero, consistently with the planned decommissioning of all remaining
reactors in California (as explained in Section 2.2.1).
“Other renewables” (i.e., hydro, biogas, biomass and geothermal), wind and CSP generation
profiles will remain exactly the same as in 2018.
Single-cycle gas turbines (SCGT) will be completely phased out.
Combined cycle gas turbine (NGCC) output and electricity imports will be used, together with
LIB energy storage, to balance overall supply and demand, following a strict order of merit,
as follows:
(a)

On an hourly basis, the increased PV output in 2030 with respect to 2018 (more precisely:
the difference between the “potential” PV output in 2030, calculated as per point 2 above,
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1
2

Assuming that the total yearly gross electricity demand (pre-transmission losses) remains the same, i.e., 226 TWh/yr.
RE includes: Geothermal, Biomass, Biogas, Hydro, Wind, PV, and CSP. 3 VRE includes: Wind, PV, and CSP.
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(5) Nuclear generation will be zero, consistently with the planned decommissioning of all
remaining reactors in California (as explained in Section 2.2.1).

Figure
Figure 5.
5. Projected
Projected hourly
hourly generation
generation and
and demand
demand profiles
profiles for
for the
the day
day of
of 22 April
April 2030
2030 in
in California.
California.

The complete projected hourly electricity generation and demand profiles for the entire year 2030,
broken down by month, are reported in the Supplementary Material (Figures S1–S12). Interestingly,
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deployment of 7.3 h of LIB storage vs. 6 h in the “baseline” scenario without nuclear electricity in the
mix. The details of this analysis are shown in the Supplementary Material (Table S1 and Figure S13).
3.2. Life Cycle Assessment (LCA)
Life cycle assessment (LCA) is a de-facto standard method for the evaluation of the environmental
performance of a wide range of industrial processes and technologies, and it mainly owes its wide
acceptance to its comprehensiveness (in terms of considering all supply chain stages, from extraction of
raw materials through transportation and manufacturing, to use phase and end-of-life). It also
benefits from a high degree of standardization [66,67], and from the availability of extensive,
industry-vetted inventory databases, among which a prominent role is played by Ecoinvent [38].
Various life-cycle impact assessment methods have been developed, which enable the calculation
of dedicated impact indicators for a wide range of impact categories. Among the latter, the focus
of this paper is on global warming potential (GWP), estimated using IPCC-derived characterization
factors with a time horizon of 100 years (in units of kg of CO2 -equivalent) for all gaseous emissions,
excluding biogenic CO2 .
Additionally, two life-cycle energy metrics are also calculated here, namely the cumulative energy
demand (CED) and the non-renewable cumulative energy demand (nr-CED), respectively quantifying
the total amount of primary energy directly and indirectly harvested from the environment per unit of
electricity output, and the non-renewable share thereof (in both cases the results are expressed in MJ of
oil-equivalent) [68].
Based on the definition above, it is also self-evident that the life-cycle primary-to-electric energy
conversion efficiency of the grid mix taken as a whole (ηG ) can be conveniently calculated as the
reciprocal of its CED (Equation (1)):
ηG = 1/CEDG
(1)
3.3. Net Energy Analysis (NEA)
Net energy analysis (NEA) [69] provides an alternative viewpoint on the energy metabolism
of energy harvesting and conversion technologies, whereby the primary energy resource(s) that are
directly exploited and converted to useful energy carriers (e.g., the natural gas that is extracted,
conveyed by pipeline and then burnt in a power plant to produce electricity; or the solar energy that is
harvested and converted to electricity by PV panels) are deliberately excluded from the accounting,
and instead the focus is put solely on how much previously-available commercial energy needs to be
“invested” in order to operate the energy supply chains (e.g., the energy needed to extract the gas from
the ground, build the pipeline, pump the gas through the pipeline, and build the gas turbine; or the
energy needed to manufacture the PV panels and their balance-of-system).
When put in rather blunt but arguably vivid terms, it can therefore be said that instead of being
concerned with the overall thermodynamic efficiency of a process, NEA aims to quantify the energy
“bang for the buck” from the point of view of the end user. Fittingly, its main indicator is the energy
return on (energy) investment [70] (defined as per Equation (2)):
EROI = Out/Inv

(2)

However, the NEA literature has historically been characterized by a much lower degree of
standardization than the LCA one, which has led to many inconsistent comparisons [71,72].
In this study, in order to integrate the LCA and NEA viewpoints, and to maximize the consistency
of the calculations, both internally and externally with some of the more recent literature [10,12,13,15,17],
when calculating the EROI of electricity (either produced by a specific technology, or by the grid mix
as a whole), all energy investments at the denominator are always accounted for in terms of their
respective life-cycle CED (and are thus quantified in units of oil-equivalent).
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causing 10% of the grid’s total carbon emissions.
In terms of life-cycle energy results, the same planned energy transition results in an overall 31%
reduction in the CED of domestic electricity in California (Figure 8), and a corresponding increase in
the life-cycle primary-to-electric energy conversion efficiency (ηG ) of the grid mix, from 48% to 69%.
The improvement becomes even more significant when specifically focusing on the life-cycle
demand for non-renewable primary energy (Figure 9), given that most of the primary energy harvested
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from the environment to power the grid mix in 2030 is actually renewable (i.e., solar, and to a lesser
extent wind, hydro, geothermal and biomass).
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Figure 8. Cumulative energy demand (CED) results for California domestic grid mix in 2018 and in
2030. The pie charts underneath each bar refer to the corresponding grid mix composition, and are
included to aid the interpretation of the results. SCGT = single cycle gas turbines; NGCC = natural
gas combined cycles; PV = photovoltaics; CSP = concentrating solar power; LIB = lithium‐ion
batteries;
HV = high voltage.
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The improvement becomes even more significant when specifically focusing on the life‐cycle
demand for non‐renewable primary energy (Figure 9), given that most of the primary energy
harvested from the environment to power the grid mix in 2030 is actually renewable (i.e., solar, and
to a lesser extent wind, hydro, geothermal and biomass).

Figure 9. Non‐renewable cumulative energy demand (nr‐CED) results for California domestic grid

Figure 9. Non-renewable cumulative energy demand (nr-CED) results for California domestic grid
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mix in 2018 and in 2030. The pie charts underneath each bar refer to the corresponding grid mix
composition, and are included to aid the interpretation of the results. SCGT = single cycle gas
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As a result, the nr‐CED of domestic electricity in California drops by a factor of three, from 5.2
to 1.8 MJ(oil‐eq)/kWh. To this effect, it is noteworthy that phasing out nuclear, as well as natural gas,
is also beneficial (while nuclear energy is a low‐carbon technology, it still obviously relies on
non‐renewable stocks of fissile fuel, which are also not available domestically in California, adding
further meaning to these results in terms of improved energy sovereignty).
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Ingrid
order
to provide additional detail on these NEA calculations, the specific EROI results (in terms
of both electricity and equivalent primary energy) for the individual electricity generation technologies
comprising the California domestic grid mix in 2018 and 2030 are reported in Table 2. Once again,
it is noteworthy that the ηG values for California in 2018 and 2030 are significantly higher than
typically assumed for electricity grids with higher percentages of thermal technologies (ηG = 0.30–0.35),
resulting in comparatively lower values of EROIPE-eq . This showcases how any specific EROIPE-eq
values are only valid for the actual conditions considered in each study (such as grid mix composition,
year, and location).
Specifically, changes in ηG are at the root of the differences in EROIPE-eq results for PV in California
vs. those previously reported by the same authors when considering a more generalised thermal grid
mix (ηG = 0.30) [50].
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Finally, by way of sensitivity analysis, an alternative scenario for 2030 was also analysed, in which
more efficient and longer-lasting PV systems were assumed (cf. Section 2.2.9). The ensuing variations in
the calculated energy and carbon emission indicators for the California domestic grid mix are reported
in Table 3. As can be seen, this sensitivity analysis proves that the main results of this study are very
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Specifically, changes in ηG are at the root of the differences in EROIPE‐eq results for PV in
vs. those
reported by the same authors when considering a more generalised
EROIel and
EROIpreviously
Table 2. California
PE-eq values for individual electricity generation technologies in California,
thermal grid mix (ηG = 0.30) [50].
in the years 2018 and 2030.
Table 2. EROIel and EROIPE‐eq values for individual electricity generation technologies in California,
2018 EROIPE-eq (ηG = 0.48)
Technology
2018 EROIel
2030 EROIel
2030 EROIPE-eq (ηG = 0.69)
in the years 2018 and 2030.
Nuclear (pressure water reactor)
N/A
N/A
20
42
2018 EROIPE‐eq
2030 EROIPE‐eqN/A
Natural gas (single-cycle gas
turbines)
5
11
2030 N/A
EROIel
Technology
2018 EROIel
(ηG = 0.69) 12
Natural gas (combined cycles)
8
17(ηG = 0.48)
8
Nuclear(a)(pressure water reactor)
20
42
N/A
N/A
3
6
3
4
Geothermal
(a)
Natural gas (single‐cycle
gas turbines)
5
11
N/A
N/A
6
14
6
9
Biomass (co-generation)
Natural gas(a)
(combined cycles)4
8
17
84
12
7
5
Biogas (co-generation)
3
6
370
4
Geothermal (a)
Hydro (run-of-river)
70
148
102
(a)
6
653
9
Biomass (co‐generation) 53
Hydro (reservoir)
112 14
78
Biogas (co‐generation) (a) 18
4
7
418
5
Wind (on-shore)
37
25
Hydro (run‐of‐river)
70
70 (b)
102
Photovoltaic
13
28 148
15
22 (b)
Concentrating solarHydro
power(reservoir)
53
538
78
8
18 112
12
(on‐shore)
18
37
18
25
(a) EROI results forWind
these technologies are affected by a larger margin of uncertainty,
due
to
a
combination
of
15 (b)
22 (b)
Photovoltaic
13
28
older inventory data and (for biomass and biogas) possible inaccuracies in the modelling of the feedstock supply
Concentrating solar power
8
18
8
12
chains. However,
given the corresponding small grid mix shares of these technologies, such uncertainty does not
(a) EROI results for these technologies are affected by a larger margin of uncertainty, due to a
significantly affect
the overall grid mix EROI results presented in the main manuscript. (b) “Conservative” future PV
combination of older inventory data and (for biomass and biogas) possible inaccuracies in the
assumptions, assuming only modest module efficiency improvements (to 21% for sc-Si and CdTe PV, and 20% for
modelling
of the feedstock
supply chains.
However,
given[53].
the corresponding small grid mix shares
mc-Si PV), and
no improvements
in material
utilization
or BOS
of these technologies, such uncertainty does not significantly affect the overall grid mix EROI results
presented in the main manuscript. (b) “Conservative” future PV assumptions, assuming only modest
Table 3. Sensitivity
Analysis
on California
domestic
mixPV,
results
in 2030,
resulting
module efficiency
improvements
(to 21%
for sc‐Si grid
and CdTe
and 20%
for mc‐Si
PV), andfrom
no alternative
in material
utilization or BOS [53].
assumptionsimprovements
on future PV
systems.

Finally, by way of sensitivity analysis, an alternative scenario
for 2030 was also analysed, in
2030 (“Conservative” PV Assumptions) (a)
2030 (“Optimistic” PV Assumptions) (b)
which more efficient and longer‐lasting PV systems were assumed (cf. Section 2.2.9). The ensuing
GWPvariations
[kg(CO2in
-eq)/kWh]
0.109 emission indicators for the California0.105
the calculated energy and carbon
domestic grid
CED [MJ(oil-eq)/kWh]
5.26
5.16
mix are reported in Table 3. As can be seen, this sensitivity analysis proves that the main results of
Grid Mix Results

nr-CED [MJ(oil-eq)/kWh]
EROIel [MJ(el)/MJ(oil-eq)]
(a)

1.77
9.6

1.72
11

“Conservative” assumptions for PV systems in 2030: 21% system efficiency for sc-Si and CdTe PV, and 20% for
mc-Si PV [53]. All PV system lifetimes = 30 years [53]. Capacity Factor = 27% (calculated assuming 43.7 GW installed
capacity and 103.7 TWh net generation, the latter arrived at as detailed in Section 3.1 of the main manuscript).
(b) “Optimistic” assumptions for PV systems in 2030: 23% system efficiency for sc-Si and CdTe PV, and 22% for mc-Si
PV [53]. All PV system lifetimes = 40 years [53]. Capacity Factor = 27% (calculated assuming 43.7 GW installed
capacity and 103.7 TWh net generation, the latter arrived at as detailed in Section 3.1 of the main manuscript).
All other modelling parameters (including material usage efficiency and foreground energy inputs per m2 of PV
module) were kept constant in both scenarios.
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5. Conclusions
This analysis has shown that an energy transition in the California electricity sector hinging on
the large-scale deployment of photovoltaic energy with lithium-ion battery energy storage (with a
concomitant reduction in gas-fired electricity generation) would potentially be very effective at swiftly
curbing GHG emissions, down to one half of the current level by 2030.
The non-renewable primary energy requirement per unit of electricity delivered could also be
reduced by a factor of three, with benefits in terms of sustainability and positive implications in terms
of domestic energy sovereignty.
Importantly, from the point of view of net energy delivery, contrary to previously voiced concerns,
this analysis has also found that the overall energy return on energy investment (EROI) of a future
electricity grid mix largely dependent on variable renewable energy plus storage does not have to
suffer with respect to a current mix more heavily reliant on conventional thermal technologies such as
nuclear and gas.
Additionally, the planned complete phasing out of nuclear energy in California does not appear
to be detrimental to the future energy performance of the state’s domestic grid, even when fully taking
into account the mismatch between the hourly electricity demand and variable renewable energy
resource availability profiles.
A degree of uncertainty remains on the future technological improvement trajectories for PV and
battery technologies; however, all the aforementioned broadly positive results were produced when
making rather conservative assumptions in both regard; further, a sensitivity analysis on future PV
efficiencies and lifetimes has confirmed the robustness of the results.
A further source of uncertainty for the future is the possible change in electricity demand (both in
terms of its hourly profile, and of the total year-end cumulative value) that could be brought about by
a massive deployment of electric vehicles (EVs), with the associated requirement for battery charging.
At the same time, though, a large EV fleet could also reduce the requirement for dedicated grid-level
energy storage, by providing some of the required storage capacity through vehicle-to-grid (V2G)
schemes. Accurately modelling the combined effects caused by these sector-wide changes was outside
the scope of this paper but provides scope for future related research.
Future studies are also needed to address other potential environmental impacts in categories
such as metal resource depletion and human and ecological toxicity. However, these types of impact
are much harder to quantify, due to current uncertainties on emissions from mining activities [73],
a range of methodological challenges, both in terms of characterization [74–77], and of the required but
often delicate and difficult assumptions in terms of allocation [78].
Supplementary Materials: The following are available online at http://www.mdpi.com/1996-1073/13/15/3934/s1,
Figures S1–S12: Complete projected hourly electricity generation and demand profiles for the entire year 2030,
broken down by month. Table S1 and Figure S13: Sensitivity analysis on the % VRE curtailment, resulting from
alternative nuclear and storage deployment hypotheses in 2030.
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