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Abstract: Integrated transmission-and-distribution (T&D) modeling is a new and developing method
for simulating power systems. Interest in integrated T&D modeling is driven by the changes taking
place in power systems worldwide that are resulting in more decentralized power systems with
increasingly high levels of distributed energy resources. Additionally, the increasing role of the
hitherto passive energy consumer in the management and operation of power systems requires
more capable and detailed integrated T&D modeling to understand the interactions between T&D
systems. Although integrated T&D modeling has not yet found widespread commercial application,
its potential for changing the decades-old power system modeling approaches has led to several
research efforts in the last few years that tried to (i) develop algorithms and software for steady-state
and dynamic modeling of power systems and (ii) demonstrate the advantages of this modeling
approach compared with traditional, separated T&D system modeling. In this paper, we provide
a review of integrated T&D modeling research efforts and the methods employed for steady-state
and dynamic modeling of power systems. We also discuss our current research in integrated T&D
modeling and the potential directions for future research. This paper should be useful for power
systems researchers and industry members because it will provide them with a critical summary of
current research efforts and the potential topics where research efforts are needed to further advance
and demonstrate the utility of integrated T&D modeling.
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1. Introduction
Computer-based modeling is critical to ensuring safe, reliable, and economic planning
and operations of power systems. As the largest machine ever made, with highly complex,
multitimescale (microseconds to several years) interactions, power system performance
is not easily evaluated in realistic laboratory experiments. During the last 5–6 decades,
several advancements have been made in simulating the engineering and economic performance of power systems via digital computers with high efficiency and reliability. The
simulation approaches that were developed decades ago are still the workhorses of the
power systems industry today, and these approaches have only changed a little. One
reason for the incredible success of these algorithms is the small amount of change that has
occurred to the power system itself during this time. The bulk of power generation still
takes place at the level of the transmission system and, until recently, distribution feeders
were also largely passive with little power generation. As a result, power systems analysis
algorithms could artificially separate the two systems and solve transmission systems in
detail with an extremely simple representation of the distribution networks and vice-versa.
In recent years, distributed generation (DG) has witnessed an exponential growth,
particularly distributed photovoltaics (PV). This growth is expected to continue, and more
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DG types—including smart loads and electric vehicles—are expected to further fuel it.
As the “center of gravity” of power generation shifts, and as DG penetration increases to
an extent that distribution feeders inject power into the transmission system [1], there is increasing interest in improving the modeling of increased interactions between transmission
and distribution systems. Research into new power system modeling techniques that can
simulate transmission and distribution system interactions more effectively than the traditional approaches has been undertaken. Multiple approaches for modeling transmission
and distribution systems together have been proposed, and several algorithms have been
developed to perform steady-state and dynamic studies using integrated transmission
and distribution (integrated T&D) system models. From this research, two key questions
arise: What is the state of the art of research in integrated T&D modeling? Where should
future research efforts be directed? Motivated by finding the answers to these questions,
we performed a critical review of the current research in using integrated T&D systems for
performing power systems analysis. We do not know of any other similar effort that has
been undertaken so far, and we believe that this review will help researchers to obtain a
better overview of the state of the art in integrated T&D modeling and help direct their
research efforts to fill in gaps.
Any power systems analysis algorithm uses electrical engineering principles to properly simulate the phenomena of interest, and it uses computer science and mathematics
principles for stability and convergence. The properties of the hardware on which the
analysis is implemented—e.g., whether it can exploit multicore processing—are the software development aspects that are also critical for the success of a power systems analysis
algorithm. In this review, we focus primarily on the algorithms that have been developed
for integrated T&D modeling and not on software development. Moreover, there is increasing interest in expanding integrated T&D modeling to include simulations of other
infrastructure components that have so far been ignored in power systems analysis; e.g.,
communications systems. Such multi-infrastructure simulations are also not considered in
this paper because getting integrated T&D modeling right is the first critical step to ensuring the fidelity of multi-infrastructure simulations. Finally, regulatory changes that might
be necessary to ensure the development and maintenance of integrated T&D models by
electric utilities is also beyond the scope of this review. Figure 1 summarizes the integrated
T&D topics that are discussed in this paper, and a short summary of the content discussed
in this paper is provided next.
We review both steady-state and dynamic modeling using integrated T&D models
in Sections 2 and 3, respectively. An introduction to steady-state power systems analysis
using integrated T&D models is provided first in Section 2.1, which is followed by a deepdive into the research performed using unified integrated T&D models in Section 2.2 and
using the co-simulation approach in Section 2.3. The discussion in Section 2.2 is centered
around the three structures used for steady-state modeling under the unified integrated
T&D modeling construct (TD-A to TD-C), whereas the discussion in Section 2.3 focuses
on the various co-simulation approaches found in the literature and the key distinction
between loosely and tightly coupled co-simulation approaches. Gaps in existing research
on steady-state analysis using integrated T&D models and areas of future research are
discussed in Section 2.4.
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In Section 3, literature focused on studying electromechanical transients using integrated T&D models is reviewed because this has been the major focus of research performed so far on studying power systems dynamics using integrated T&D models. Two
key conceptual challenges—at the time of initialization and during dynamic simulation
iterations, encountered when studying electromechanical transients using integrated T&D
models are discussed first in Section 3.1. This is followed by a discussion in Section 3.2
on the four structures (TD-1 to TD-4) found in literature for simulating dynamics using
integrated T&D models. The literature review presented in Section 3.3 discusses the initialization approaches used with the TD-1 to TD-4 structures and how the initialization
challenge is addressed or avoided in these approaches. Section 3.4 follows the same format as Section 3.3 but focuses on the dynamic simulation approaches used with TD-1 to
TD-4 structures, i.e., how the power system is modeled to obtain the system state at the
next time step. In Section 3.5, additional research efforts focused on the dynamic modeling of power systems using integrated T&D models are discussed. The key takeaways
from Section 3.1–Section 3.5 and directions for future research in power system dynamics
modeling using integrated T&D models are discussed in Section 3.6.
Section 4 concludes the paper with key takeaways from the paper and suggestions for
future research.
2. Steady-State Modeling of Power Systems Using Integrated T&D Models
2.1. Introduction
Traditionally, steady-state analysis of power systems has been performed separately
for transmission and distribution systems. Legacy transmission system algorithms model
distribution systems as balanced, lumped loads on transmission buses. Likewise, in distribution systems, the transmission system is typically modeled as a slack bus with constant
balanced voltage. In the past, such modeling was justified under the assumptions that the
transmission system is balanced, almost all generation is connected to the transmission
network, and the power flow is unidirectional from the transmission system to the distribution system. Today, however, power systems are experiencing increasing penetration of
distributed generation, a trend that is likely to continue into the foreseeable future, and
which has attracted researchers’ attention to explore the integrated modeling of transmission and distribution systems. Some observations that further indicate the need to perform
integrated T&D modeling include:
1.

Phase unbalance in transmission systems has been demonstrated for power systems
with distributed energy resources (DERs) [2]. DERs can exacerbate phase unbalance
in the distribution circuits to which they are connected. This unbalance gets reflected
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into the transmission system; hence, a balanced, three-phase operation cannot be
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using “through” (e.g., current, fluid flow) and “across” variables (e.g., voltage, fluid pressure), where the common model manages and offers topology knowledge to algorithms,
and where the common model has all measurements (e.g., from Energy Management
Systems (EMS), Supervisory Control and Data Acquisition (SCADA), Advanced Metering
Infrastructure (AMI)) attached and shared by all algorithms (more details about ISMs are
provided in Appendix A). To perform steady-state analysis of transmission, distribution,
or integrated transmission and distribution system models using the ISM approach, a
matrix-free power flow for multiphase, unbalanced transmission and distribution networks was proposed in ref. [6]. This is based on a Graph Trace Analysis (GTA) approach.
The framework was implemented using topology iterators and it enabled the separation
of system equations from component equations. Further, the same topology iterators and
algorithms were employed for transmission, radial distribution, lightly meshed distribution, and heavily meshed distribution systems. The solution speeds were not affected
by changes in network topology as caused by the switching operations. It also provided
the ability to distribute calculations across processors, and reported significantly faster
computation times compared to matrix-based approaches (2.5–20 ×), depending on system
characteristics [2,6].
Using the GTA-based approach, a steady-state voltage stability problem for integrated
T&D systems was studied in ref. [7]. It demonstrated the use of a static, voltage stability
margin index to identify weak links in the system, and it discussed methods to reinforce
such links, leading to improved steady-state voltage stability. In ref. [8], using the same
GTA-based solver, a dynamic control scheme was proposed to improve the steady-state
load-carrying capability of buses by using distributed series reactors. The impact of PV
variability on the steady-state voltage stability of integrated T&D systems was discussed in
ref. [9]. Using GTA power flow, steady-state voltage stability heat maps were constructed,
and the impact of PV generation loss and synchronous generator loss was quantified. In
ref. [10], the authors used GTA to combine Gauss–Seidel and a continuation method into
one algorithm to create a novel matrix-free power flow algorithm, GS-GTA. The algorithm
was shown to be more robust than many Newton–Raphson (NR)-based algorithms. Moreover, the computational complexity of GS-GTA grows linearly with the size of the model.
GTA, however, is still a relatively new concept for the power flow problem and it is an
active research area.
The use of synthetic distribution system models for integrated T&D modeling was
discussed in ref. [11]. The approach employed a top-down modeling approach and generated T&D models by combining transmission with synthetic distribution models. It used
NR to solve integrated systems and demonstrated the usefulness of synthetic models for
integrated T&D analysis; however, it was not clear how the poor convergence characteristics of the NR solver were handled for radial feeders. Additionally, the paper did not
discuss the scalability and topology variation of the models.
2.2.2. TD-B Approach
A global power flow (GPF) method for integrated T&D systems based on the “masterslave” splitting concept was proposed in ref. [12], where structure TD-B was utilized. It
solved the transmission power flow and the distribution power flow problems iteratively
until the mismatches at the boundaries were within the tolerance. To improve convergence for distribution systems with loops, this paper also proposed an equivalent method.
The proposed method is applicable for a three-phase model of both transmission and
distribution systems. Further, the proposed method is compatible with existing power
flow software. The accuracy and convergence of the proposed method were validated
only using IEEE standard systems, with, at most, 118 transmission level buses and a few
distribution feeders. The scalability of the proposed method was not demonstrated in this
paper. In ref. [13], the authors expanded the work in ref. [12] for contingency analysis
and proposed a GPF-based transmission contingency analysis method. It considered the
“active” power flow of the distribution systems during the contingencies and evaluated
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the operational limits of both transmission and distribution systems. To reduce the communication burden between transmission and distribution control centers and to improve
computational efficiency, the authors introduced three approaches for speeding-up the
simulations—contingency selection beforehand, direct-current power flow approximation,
and the equivalency of the distribution system, assuming no communication between transmission and distribution systems. Switching back to the traditional contingency analysis
method was suggested in the case of divergence. As in ref. [12], this paper did not show
the scalability of the proposed contingency analysis method for large-scale power systems.
A diakoptics-based mixed-modeling framework was proposed in ref. [14] for analysis
using integrated T&D models. This can represent the unbalanced conditions at the boundaries by modeling the transmission system as one subsystem using decoupled positive,
negative, and zero sequence models, while modeling the distribution systems connected
to it in three-phase. It solved power flow iteratively between transmission and distribution systems, based on the master-slave concept as in ref. [12], but it also developed a
three-sequence power flow algorithm for solving the transmission system. If decoupled
sequence matrices are used, this approach will not accurately handle transmission systems
with untransposed lines.
2.2.3. TD-C Approach
A combined T&D steady-state simulation framework is proposed in ref. [15], which
models the transmission system as a positive sequence network and the distribution system
as a three-phase network. This employs the equivalent circuit models for transmission
and distribution systems, and subsequently uses coupling circuits to combine the two.
The coupling circuits model a P-Q or load bus using a complex current source that is
split into real and imaginary current sources to enable the application of the NR solver.
The current of this complex source is a function of the load bus voltage. The proposed
framework solves the smaller combined T&D networks (<1 × 106 nodes) on a single
machine with a direct NR solver, whereas larger combined T&D networks (>1 × 106 nodes)
are solved in parallel using a parallel Gauss–Seidel–Newton solver on multiple cores.
This work, however, assumes a balanced transmission system, and thus it solves only the
positive sequence transmission network model. Additionally, the authors claimed the
convergence of the NR solver for T&D models. Because it is well-known that the NR solver
exhibits poor convergence characteristics for radial distribution circuits [17,18], it is not
clear how the framework accounted for these characteristics of the NR solver. Moreover,
the work considered only static models with fixed topology. Handling topology change is
desirable because it can result from network reconfiguration after fault/contingency or from
switching operations on a feeder. Building a single matrix for the integrated T&D system
to apply the NR methods becomes computationally expensive, and multiple cores are
needed to solve larger systems. Similarly, in ref. [16], the authors proposed an equivalent
circuit formulation approach with current and voltage variables that models both the
positive sequence network of the transmission network and the three-phase network of the
distribution network. Then, a novel algorithm combined the equivalent models to generate
an equivalent T&D model that was solved. The algorithm was used to solve a 75k+ node
eastern interconnection transmission test case, and an 8k+ node taxonomy distribution
test case starting from arbitrary initial guesses. As in ref. [15], this work considered static
models without any changes in topology caused by system operations. Additionally, it also
modeled the transmission system as a positive sequence network.
2.3. Co-Simulation Approach for T&D Model-Based Steady State Modeling of Power Systems
In recent years, several co-simulation-based approaches have been reported for integrated T&D modeling. These methodologies model and simulate T&D models using
their respective specialized domain-specific tools while exchanging the time-synchronized
boundary conditions. Because this approach uses mature and established legacy power
flow tools, it offers domain expertise as compared to a novel generic power flow for solving
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an entire T&D model. On the other hand, using established legacy tools results in their
limitations being inherited in co-simulations. For example, by using transmission network
modeling software that assume the network is balanced, any unbalance at the transmission
and distribution interface is not propagated into the transmission system. Moreover, untransposed transmission lines cannot be modeled. The discussion that follows presents
various co-simulation-based integrated T&D modeling efforts that we found in literature.
2.3.1. Integrated Grid Modeling System
The Integrated Grid Modeling System (IGMS) reported in ref. [19] uses Python- and
Message Passing Interface (MPI)-based cores to time-synchronize and co-simulate transmission systems modeled in MATPOWER [20] with distribution systems modeled in
GridLAB-D [21]. IGMS simulations of integrated T&D systems (>1 million buses) demonstrated that increasing grid operator visibility and forecasting for distributed PV can reduce
production costs and improve reliability.
A study on the impact of DG from solar photovoltaics (DGPV) was performed in
ref. [22] using IGMS and a 5-bus transmission and 11-feeder distribution synthetic integrated T&D model. This study demonstrated the importance of DGPV forecasting
for system operations at the transmission level, and the value of integrated T&D over
distribution-only simulations on distribution voltage profiles and regulations, especially
under high DGPV penetration levels.
In ref. [23], the impact of price-responsive load (PRL) on power systems was evaluated using IGMS and the same 5-bus transmission and 11-feeder distribution synthetic
integrated T&D model. In the integrated T&D model, the price-responsive behavior of individual loads connected in the distribution feeders was modeled using the passive controller
of GridLAB-D [24]. Because of the absence of the distribution network in the transmissiononly model, the price-responsive behavior of the aggregate loads at the transmission buses
was modeled using own-price elasticities. This study showed that an integrated T&D
model can provide a better view of the behavior of PRLs and simulate their impact more
accurately than a transmission-only model because it can only make assumptions regarding
the aggregate price-responsive behavior of PRLs, instead of modeling them individually.
2.3.2. Hierarchical Engine for Large Scale Infrastructure Simulation
In ref. [25], the Hierarchical Engine for Large Scale Infrastructure Simulation (HELICS) [26]
was used to co-simulate Transmission, Distribution, Communication, and Control simulators. HELICS is an open-source, co-simulation framework with interface application
programming interfaces available for many domain-specific tools and programming languages. It is a scalable, high-performance, cross-platform tool with multiple simulation
options, including discrete event, quasi-steady-state simulations (QSTS), and dynamic
simulations.
2.3.3. Framework for Network Co-Simulation
In ref. [27], the authors proposed a transactive energy simulation platform using
the Framework for Network Co-Simulation (FNCS) [28]. The platform co-simulates
EnergyplusTM [29] for buildings with MATPOWER for transmission systems, GridLAB-D
for distribution systems, and Python-based agents for grid edge devices. It defines several
economic metrics for evaluating transactive energy mechanisms, and it proposes multiple
improvements to the time-simulation environment that is deployed to evaluate transactive
case studies. FNCS is a predecessor of HELICS, and it can be regarded as the lightweight
version of HELICS. Contrary to HELICS, FNCS assumes a loose coupling among interacting tools. Loose and tight coupling in co-simulations are important concepts that are
discussed next.
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approximate
real-world
systems.
Similar
findings
lating
T&D models
because
they more
closely
approximate
real-world
systems. against
Similar
were reported
in ref.
[32], where
tightly
coupled
systems were
benchmarked
findings
were reported
ref.
[32], where
tightly
coupledco-simulation
systems werefor
benchmarked
loosely coupled
systems.in
The
authors
discussed
quasi-static
steady-state
power flow;
hybrid
co-simulation
evaluate
issues,
and dynamic
against
loosely
coupled
systems. to
The
authorsfrequency
discussedregulation
quasi-static
co-simulation
for
co-simulationpower
to model
transients/faults.
steady-state
flow;
hybrid co-simulation to evaluate frequency regulation issues,
A discussion
of multi-point
T&D
coupling while considering distribution system
and dynamic
co-simulation
to model
transients/faults.
loops was presented in ref. [33]. The work demonstrated that co-simulation was possible
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even when transmission nodes were coupled through a distribution network; however, it
requires modifying the transmission system model to reflect the additional current paths.
Instead of using the positive-sequence approximation, the transmission systems were
modeled in distribution-coupled three sequences by placing equivalent branches in the
transmission model and accounting for loop currents.
Table 2 presents a numerical comparison of the approaches for steady-state integrated
T&D modeling and simulation that were discussed earlier.
Table 2. Numerical comparison of algorithms used to model and solve the steady-state integrated T&D networks.
References

T&D Structure Used

Reference Software

[6–10]

TD-A

[11]

TD-A

Distributed Engineering
Workstation (DEW)
Custom Tool

Largest Network Tested

Synthetic
*/Utility
Model
Utility

21

Yes

System with 1076 buses

Synthetic

120
Not mentioned. It only
discusses iterations
0.4

No discussion found

[12,13]

TD-B

Custom Tool

System with 118 transmission buses and 6 feeders with 44 nodes

Synthetic

TD-C

Eastern Interconnection system with 75,000 nodes

Utility

[19,22,23]

Co-simulation

[25]

Co-simulation

Custom Tool
GridLAB-D and
MATPOWER (IGMS)
HELICS
FNCS, Energyplus,
MATPOWER
MATLAB

[26]

Co-simulation
Co-simulation

Discussion on
Numerical
Stability/Convergence
of Algorithm?

Network model with 784,000 nodes and 8 voltage levels

[20,21]

[30–32]

Time in Seconds to
Solve One Power Flow
(for the Largest
Network)

Yes
Yes

1.3 million buses

Utility

46,388

Yes

Entire island of Oahu, HI with >1 million nodes

Utility

Not mentioned

Yes

9 bus transmission model with multiple distribution feeders

Synthetic

Not mentioned

Yes

IEEE 39 bus transmission and EPRI Ckt-24 distribution feeder

Synthetic

7–11

Yes

* Synthetic model means that it does not represent the network of an actual utility.

2.4. Gaps and Future Research Directions

•

•

•

•

Quantifying the value of performing steady-state analysis using integrated T&D
models. Improved modeling accuracy is an obvious advantage of using integrated
T&D models. However, as the above review revealed, researchers have adopted
different approaches, each with its own advantages and limitations, and we are
unaware of a thorough evaluation of these approaches to quantify the relative costs
and benefits of each. Moreover, there is an inherent cost involved in shifting to new
tools (e.g., because of personnel training and the development of new databases). This
cost must be justified to stakeholders who might want to adopt this new modeling and
simulation paradigm. Defining metrics to quantify the costs and benefits of integrated
T&D modeling can help stakeholders make informed choices about the algorithms
and integrated T&D modeling approaches they wish to adopt.
Developing tools and techniques to analyze data generated by time series simulation of large integrated T&D models. Real-world, integrated T&D models can
comprise millions of nodes and generate hundreds of gigabytes of data. Moreover,
new patterns or phenomena might be buried in the data that power system planners
and operators have not encountered before in separate transmission and distribution
modeling. Manual data processing to sift through such large datasets and identifying
the new patterns that these data might contain can be very difficult, if not impossible.
This has not been the focus of research so far, and research that aims to develop techniques and tools to process the vast quantities of data generated in integrated T&D
modeling can help to further the adoption of this new paradigm for power systems
modeling.
Developing T&D simulators for hardware-in-the-loop simulations. Hardware-inthe-loop simulators emulate characteristics of the real system and thus facilitate
equipment integration. T&D hardware-in-the-loop simulators could provide useful
insights into the behavior of the integrated system when dealing with disturbances,
renewable generation variability, and faults. Developing such simulators is not trivial;
however, because of the immense scale and details associated with integrated T&D
system models.
Lack of validation standards and models for testing/benchmarking novel T&D
power flow algorithms. For benchmarking a novel power flow algorithm, IEEE
standard models can be used; however, these models are for only transmission or distribution. There is no standard model that can be used to benchmark the performance
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•

of a novel T&D power flow algorithm. Recently, a public, synthetic integrated T&D
dataset was developed, which can be accessed here [34].
Most integrated T&D simulations require extensive computing resources. Thus,
improving the efficiency, speed, and convergence time of these algorithms—whether
by improving the algorithms themselves or by parallel processing and distributed
computations—remains a gap that needs to be addressed.

3. Dynamic Modeling Using Integrated T&D Models
This section reviews the work done on integrated T&D dynamic modeling for studying
system stability under electromechanical transient timeframes, because these transients
have been the predominant focus of research aimed at simulating power system dynamics
using integrated T&D models.
The general power system model used in integrated T&D dynamic simulations is
very similar to the Differential Algebraic Equations (DAE)-based model, used in traditional
dynamic simulations [35]. In other words, network transients are neglected, and the
network is assumed to transition from one steady-state to the other instantaneously. Slower
dynamics associated with electrical machines, inverters (if neglecting inner control loops),
and loads are modeled using differential equations. Equation (1) gives the general form of
the DAE equations.
.
x = f ( x, y, u)
(1)
0 = g( x, y, u)
where x is the set of dynamic state variables; y represents the algebraic state variables;
u represents the external inputs, such as power references for governors; f is the set of
derivatives of the state variable set x; g represents the set of algebraic equations.
DAE-based modeling for integrated T&D models, however, presents some unique
challenges that are not encountered with the DAE models of balanced transmission systems.
The review presented in the following sections is motivated by these challenges, which are
discussed in Section 3.1. This is followed by a detailed discussion on the modeling structures used for dynamic modeling using integrated T&D models and how these challenges
Energies 2021, 14, x FOR PEER REVIEW
11 of 31
are mitigated or avoided. Figure 4 shows the organization of the review on dynamics
modeling using integrated T&D models.
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3.1. Key Challenges of Integrated T&D Dynamic Simulations
The first step in any dynamic simulation is the initialization of the dynamic state variables. The typical approach is to start the initialization from the solved power flow. The
voltages and currents at the terminals of all the dynamic models that interface directly
with the network are used to initialize all the dynamic states. Conceptually, in steady state,
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3.1. Key Challenges of Integrated T&D Dynamic Simulations
The first step in any dynamic simulation is the initialization of the dynamic state
variables. The typical approach is to start the initialization from the solved power flow.
The voltages and currents at the terminals of all the dynamic models that interface directly
with the network are used to initialize all the dynamic states. Conceptually, in steady
state, which is what the initial power flow represents, the derivatives of all state variables
.
should be zero. In other words, solving (1) with x set to zero gives the initial states of all the
dynamic models. Moreover, barring numerical instability or an unstable operating point, or
a dynamic model initialized in the nonlinear region, all states should stay unchanged post
initialization until a disturbance is applied. In large system models, perfect initialization is
seldom achieved, but the states typically do not differ much from their initial values until
a disturbance is applied. Therefore, for a balanced system, initialization, based on initial
power flow, poses no problems. Now, let us see what happens when (1) is used in integrated
T&D dynamic simulations where the assumption of system balance no longer holds.
To motivate this discussion, consider differential Equations (34)–(42) governing the
two axis synchronous generator model given in ref. [36].
At the time of initialization, the dq0 axis voltages are obtained from the initial power
flow after applying the Park’s transformation. When the system is balanced, the dq0 axis
voltages and currents are simply obtained from Equations (2) and (3), with the zero-axis
voltage being zero [35].
π
(2)
vd + jvq = V j(θ −δ+ 2 )
id + jiq = I j(α−δ+ 2 )
π

(3)

where V is the voltage phasor magnitude, θ is the voltage phasor angle, and δ is the initial
rotor angle. Similarly, I and α are the current phasor magnitude and angle, respectively.
Because δ is unknown at the time of initialization, it is calculated by solving differential
Equations (34)–(42) in ref. [36] with their derivatives set to zero. It is not difficult to show
that the initialization results in constant or non-time-varying δ, which means that vd and
vq are also non-time-varying constants.
When the network is unbalanced, however, several changes happen:
1.

Although the average value of three-phase power is constant in steady-state, the
instantaneous power oscillates at twice the fundamental frequency. In a balanced
system, the instantaneous three-phase power is also constant.
2.
Because power oscillates at twice the fundamental frequency, so does the torque seen
by the generators [37,38] and hence the rotor angle [38].
3.
Even if the oscillations in the load power and the resulting torsional oscillations in the
generators are ignored and the rotor angle δ is assumed to be constant, application
of the Park’s transformation at steady-state frequency shows that the d and q axis
voltages and currents have oscillatory components superimposed on DC values.
Equation (4), copied from [36], shows how the oscillatory components appear in the d
and q axis voltages under network unbalance.








0
vd
|V+ | sin (δ − θ+ )
|V− | sin (δ + θ− + 2ωs t)
√
√
√
 v q  = 2
 + 2 |V+ | cos (δ − θ+ )  + 2 |V− | cos (δ + θ− + 2ωs t) 
(4)
0
v0
0
0
|V0 | cos(θ0 + ωs t)
jθ

jθ

jθ

where, V+ + , V− − , and V0 0 are the positive, negative and zero sequence components of
the terminal voltage.
The last point shows that, even if constant rotor angle is assumed under network unbalance, time-varying voltages and currents will appear in differential Equations (34)–(42)
of [36]. Reference [38] showed that twice the fundamental frequency oscillations appear
in all rotor field variables. Under these conditions, setting the derivative to zero in differential Equations (34)–(42) of [36] to obtain the “fixed” points is incorrect. Mathematically,
these equations behave as a non-autonomous system of ordinary differential equations
(ODEs) because of their explicit dependence on time. Fixed points do not exist for such
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systems [39]; therefore, assuming that the derivatives are zero at steady state is incorrect,
and different approaches for initializing T&D dynamic simulations of the form (1), or even
distribution-only dynamic simulations of the type (1), are required.
The unbalanced network poses another challenge during T&D dynamic simulation
when (1) is used to model the dynamic system. When the network is balanced, (2) and (3)
can be used to obtain the terminal voltage and current phasors after each integration time
step using the time domain d and q axis voltages and the rotor angle, δ. When the network
is unbalanced, three unique terminal voltage or current phasors must be calculated after
each integration step. Only three time-domain values are, however, available, i.e., the d-, q-,
and 0-axis voltages or currents, which are not sufficient to obtain three unique voltage or
current phasors. Researchers have developed different approaches to solve or circumvent
this problem. These approaches and the trade-offs they have made between accuracy and
simplicity are discussed in the next section.
3.2. T&D Dynamic Simulation Models Used in Literature
How researchers attempt to solve these challenges is intimately tied to the structure
they
adopt for integrated T&D dynamic modeling. Figure 5 shows the four structures
Energies 2021, 14, x FOR PEER REVIEW
13 of 31
found in the literature, and Table 3 lists the references where each structure was used. The
discussion that follows this section relies heavily on these modeling structures.
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3.2.1. TD-1 Structure

In TD-1, the entire transmission and distribution network is modeled in three phase
and
in
a single
software, the Distributed Engineering Workstation (DEW) [48]; therefore,
3.2.1. TD-1
Structure
the transmission and distribution interface mimics the one that exists in the field. The TDIn TD-1, the entire transmission and distribution network is modeled in three phase
1 structure is identical to the TD-A structure previously discussed. The key advantage of
and in a single software, the Distributed Engineering Workstation (DEW) [48]; therefore,
modeling the transmission and distribution network in a dynamic system in the form of
TD-1 is that unbalance in both transmission and distribution networks and the resultant
impact on transmission and distribution dynamics can be simulated. Potential concerns
that have been raised for such an approach are (i) the inability to use existing and widely
used tools, (ii) the scalability, and (iii) the computational complexity and speed [14,46]. As
shown in ref. [49], however, GTA [50], which forms the backbone of the TD-1 structure in
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the transmission and distribution interface mimics the one that exists in the field. The TD-1
structure is identical to the TD-A structure previously discussed. The key advantage of
modeling the transmission and distribution network in a dynamic system in the form of
TD-1 is that unbalance in both transmission and distribution networks and the resultant
impact on transmission and distribution dynamics can be simulated. Potential concerns
that have been raised for such an approach are (i) the inability to use existing and widely
used tools, (ii) the scalability, and (iii) the computational complexity and speed [14,46]. As
shown in ref. [49], however, GTA [50], which forms the backbone of the TD-1 structure
in refs. [36,40–42], can be parallelized to significantly improve the scalability and computational speed to solve both radial and networked multi-phase distribution systems.
Moreover, the transmission system can be split into several sub-systems, each of which
can be solved on a separate node of a multi-processor machine and the individual subsystems results are then used to solve the entire system. The promise of such a diakoptics
approach implemented on a cluster computing platform, when compared to sparsity based
techniques, is highlighted in ref. [51]. In ref. [43], the transmission and distribution systems
are also modeled as a unified system in MATLAB/Simulink [52].
3.2.2. TD-2 Structure
In TD-2, the transmission network is proposed to be simulated in three sequences
without any coupling between the sequence networks, whereas the distribution network is
modeled as an unbalanced three phase network. It is further proposed that the transmission
and distribution networks interact using a multi-area Thevenin equivalent, or MATE,
approach. In MATE, a network is split along desired boundaries and each such subsystem
is solved separately. Then, each subsystem’s multipoint Thevenin equivalent—as seen at
the link branches where the subsystem was split from the rest of the network—is assembled,
and the reduced system is solved to obtain the link branch currents that are then used to
update the solution of each individual subsystem. The MATE method was described in
detail in refs. [51,53] for solving linear and nonlinear networks.
In the TD-2 approach presented in refs. [14,44], the MATE approach was used to split
only distribution networks at each location where they would connect to a transmission
network. Moreover, although the entire transmission network was solved in three sequences, the distribution networks were solved in three-phase and then converted to a
three-sequence representation for the consistent solution of the MATE-based combined
T&D network to obtain the link currents. The main advantage of the TD-2 interface is
that T&D networks can be solved in different software and brought together through the
MATE interface, which allows for existing specialized domain-specific software to be used
to solve transmission and distribution networks. The main disadvantage of TD-2 is that
the decoupled three-sequence transmission representation does not allow for untransposed transmission lines to be modeled, though the authors point to, but do not use, an
approach that allows asymmetrical transmission lines to be modeled in three-sequence
power flow [54].
3.2.3. TD-3 Structure
TD-3 [45,46] is a simple T&D interface where the transmission network is assumed
to be balanced while the distribution network is modeled as an unbalanced three-phase
network. The transmission network is presented to the distribution network as a stiff
balanced voltage source at the distribution substation, whereas the total three-phase power
at the distribution substation is presented to the transmission network as balanced threephase power. The biggest advantage of this approach is that the transmission system
dynamics can be solved using existing approaches; however, inaccuracies arising from
neglecting the unbalance in the transmission network cannot be avoided. Moreover,
distribution network DAEs face the same initialization and unbalanced voltage phasor
calculation challenges as discussed in the previous section. If the distribution network
is modeled as ODEs instead of DAEs in an electromagnetic transient (EMT) program,
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as in ref. [45], then the voltage phasor calculation challenge can be avoided, though
the initialization challenge will still remain if the initial power flow-based initialization
approach is followed; however, long simulation times for simulating a realistic distribution
network in an EMT program [55] is the main drawback of this approach.
3.2.4. TD-4 Structure
TD-4 was presented in ref. [47]. This is the simplest approach to modeling power
system dynamics using integrated T&D systems. Traditional methods for solving (1) that
are used for the transmission system can also be used to solve integrated T&D systems
modeled as TD-4. Simplicity and the use of existing software and simulation approaches are
the key benefits of this modeling approach. The key limitation is the limited applicability
to regions where distribution networks are balanced.
3.3. Initialization
Aside from TD-4, the initialization challenge will be encountered in TD-1 to TD-3
modeling structures if the dynamic models connected to transmission and/or distribution systems are initialized based on unbalanced power flow. Let us now consider how
researchers have tried to address this problem.
3.3.1. TD-1 Initialization
As discussed, the TD-1 structure was adopted in refs. [36,40–42]. The initialization
approach was to assume that derivatives are zero at the time of initialization and using
the dq0 frame voltages and currents at the generator terminals at time t = 0 to initialize all
dynamic states. The torque imposed on the generators comprised the positive-sequence
and the average value of the negative-sequence load torques. The initial voltages were
calculated by modeling synchronous machines as symmetrical voltage sources behind
symmetrical impedances in the three-phase integrated T&D power flow performed using
the GTA approach. It was acknowledged in ref. [36] that this initialization approach would
result in near but not perfect steady-state initialization from the start, though a new steady
state, which was very close to the initial state that would be achieved if the system was
balanced, could be obtained if the simulation was allowed to run for a short duration. This
was demonstrated using the IEEE 39-bus system, where rotor speeds of 10 generators start
from 60 Hz and settle to 60 Hz in 5–10 s with some transients in between that do not exceed
0.001 Hz. Similarly, the final pre-disturbance voltages at all the generator terminals also
did not deviate by more than 0.1% from the initial power flow values among the three
phases; however, further discussion on initialization performance for larger and more
realistic integrated T&D models was not provided. In ref. [43], MATLAB/Simulink was
used to model transmission and distribution networks as a unified model, though the
initialization approach adopted when unbalanced distribution feeders were connected to
the transmission systems was not explained.
3.3.2. TD-2 Initialization
In the TD-2 approach presented in ref. [14], dynamics were only associated with the
positive-sequence quantities. The argument presented for making this assumption was
that “To date, dynamic models of major components in transmission systems such as generators
and motors are tested and validated only in positive sequence” [14]. The initialization of dynamic
states, therefore, proceeded as it would in a balanced system. The initial power flow that
was used for the initialization presented positive-sequence loads as constant PQ loads,
and negative- and zero-sequence loads as constant current loads to the three-sequence
transmission power flow. These loads were calculated based on the distribution feeder
power flow.
In the tests performed on the IEEE-9 bus and 39-bus transmission systems, coupled
with 3 and 6 distribution feeders, respectively, the initial dynamic states remained steady
at their initial values. Although the impact of the choice of the TD-2 model structure on
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initialization was not discussed in detail, it can be inferred from [14] that the reason for the
steady initial state was the consistent synchronous machine model between initialization
and dynamic simulation. The machine was represented as a balanced voltage source behind
symmetric impedance in the power flow. This balanced voltage source was also presented
to the dynamic model during initialization, along with the total torque imposed by the
positive- and negative-sequence voltages and currents; therefore, the three-phase power
(without oscillation) and only the positive-sequence currents were presented to the dynamic
model for initialization. The states, so initialized, would recreate the same balanced
terminal voltages immediately after the initialization, as would happen in a balanced
system; however, the rotor states will be different from what they would have been, had
the negative- and zero-sequence currents also been used for initialization. However, to the
algebraic equations during the next integration step, the system would appear identical
to what it was at the time of the initial power flow; therefore, initial states would stay
unchanged (barring initialization in the non-linear region of the equipment model or
numerical/actual instability). Therefore, the initialization challenge discussed earlier
was avoided.
A similar initialization approach was also adopted in ref. [56], which discussed the
initialization of synchronous machines in a microgrid with an unbalanced network. Reference [56] was also cited in ref. [14] although its in-text citation was missing.
3.3.3. TD-3 Initialization
In the TD-3 model structure, the initialization challenge is avoided at the transmission
level because of the assumption of a balanced transmission system; however, the challenge
is still encountered at the distribution level. In ref. [46], although the DAE structure of (1)
was adopted for simulating the dynamics of the distribution network in the integrated
T&D network model, how the initialization proceeded under unbalance was not discussed.
In ref. [45], too, no discussion about the initialization challenge was discussed. Because
the model structure is TD-3, the initialization of the dynamic models connected to the
transmission system can be done in the traditional sense. The distribution feeders were
modeled in the EMT domain in the PowerFactory software [57]. Therefore, the initialization
approach used in PowerFactory was possibly used, but no discussion was provided on
how the initialization proceeded for the distribution feeder equations.
3.3.4. TD-4 Initialization
There is not much to say about the initialization of the TD-4 model because, with both
transmission and distribution systems being balanced, the initialization can proceed in the
traditional manner without encountering the initialization challenge discussed earlier.
3.3.5. Improving Initialization Accuracy
The most accurate initialization approach that has not found use in the integrated
T&D dynamic simulation research so far is the one that was developed for initialization
in the Electromagnetic Transient Program or EMTP (this approach was mentioned in
ref. [36] but it was not used for initialization). This approach was discussed in detail
in refs. [37,58]. The key idea behind this approach is the initialization of synchronous
generator dynamic models using each of the three-sequence components of unbalanced
voltage phasors separately, which, when transformed into the dq0 frame, appear as shown
in (4). The resultant states are then superimposed to obtain the true initial values of the
states. Generator rotor speed is still assumed to be the nominal frequency, and the rotor
angle is calculated based only on the positive-sequence initialization in this approach.
It was observed in ref. [58] that the initialization of the test system was “quite erroneous”
under unbalance if only positive sequence quantities were used when compared to this
approach. The precondition for superimposition is linearity; thus, this approach will not
work perfectly when generator saturation is modeled. As discussed in ref. [37], however,
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a steady initial state should be achieved if the EMT simulation is allowed to proceed for
some time after the initial states’ calculation.
Terminal voltage measurements for exciters or for any other equipment that uses these
measurements must also be appropriately modified because under unbalance, there are
three instead of one terminal voltage magnitudes. As discussed in ref. [59], information
about how exciters measure terminal voltages is typically unknown but system dynamics
are strongly impacted by the choice of the method used to model feedback of the terminal
voltage to the exciter. In ref. [41], the average voltage of the three phases was used as an
input to the exciter because this approach is close to how a three-phase rectifier generates
the feedback of the terminal voltage [59].
3.4. Dynamic Simulation
In this section, discussion of dynamic simulations performed using structures TD 1–4
is presented. The discussion focuses on the approaches adopted to performing the dynamic
simulations using these structures and how the dynamic simulation challenge is mitigated.
3.4.1. TD-1 Dynamic Simulation
In refs. [36,40–42], the dynamic simulation challenge was addressed by calculating
two sets of dq0 frame voltages at each integration time step. The first was obtained by
solving system dynamics from time t to t + ∆T − τ seconds. Then, with τ being much
smaller than ∆T, all dynamic states were kept unchanged, and using the new states and
the dq0 frame currents at time t, a new set of dq0 frame voltages was obtained at time
t + ∆T. These two sets of dq0 frame voltages were then used to obtain the three unique
terminal voltage phasors in the correct quadrants [42]. The generator was modeled as a
voltage source in refs. [36,40–42], unlike the normal practice of modeling it as a current
source behind an impedance in the dynamic simulations. The sequential or partitioned
simulation approach was adopted to solve the DAEs, where the entire T&D network’s
algebraic equations were solved in the power flow solver, while the dynamic models were
simulated separately in MATLAB using the terminal voltages and currents at the given
iteration obtained from the power flow.
Although ref. [43] also used a single T&D network model, we did not find any
discussion on whether the network was modeled as DAEs under unbalance or as ODEs
for full EMT simulation; therefore, it is unclear whether the challenge of obtaining three
unbalanced phasors at each integrating step for the network algebraic equation solution
was encountered.
3.4.2. TD-2 Dynamic Simulation
The TD-2 model structure also adopts a sequential approach to solve the DAEs. The
MATE approach is used to solve the T&D network algebraic equations [14]. The MATEbased formulation results in a tightly coupled network solution because the calculated
link currents are used to adjust the algebraic equation solution of each subsystem, i.e.,
both transmission and distribution networks. The dynamic simulation challenge is not
encountered in the transmission system in the TD-2 structure. This is because the dynamics
of any three-phase equipment are only associated with the positive sequence equipment
model, which means that only two unknowns need to be calculated when going from dq0
to abc frame, exactly as it happens in the traditional balanced transmission network-based
dynamic simulations. Moreover, three-sequence modeling of transmission network implies
that the three-sequence transmission network models can be solved independently. At
the distribution level, where full three-phase network models are used, dynamics are still
associated with the positive sequence models of equipment and the sequence currents
are also calculated using independent three-sequence equipment models. However, the
three sequence currents are combined using inverse Fortescue transformation to generate
three-phase abc frame current injections.
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3.4.3. TD-3 Dynamic Simulation
The sequential approach was also adopted in refs. [45,46], where the TD-3 modeling
structure was adopted. Both references used the loosely coupled approach, where they
allowed transmission and distribution systems at each dynamic simulation iteration to
achieve a converged solution before exchanging data. In ref. [46], the reason for adopting
this approach was identified to be the ability to use existing software without modification.
Moreover, a unique feature of ref. [46] was the attempt to compare the convergence properties of series and parallel solution approaches for the DAEs. Series simulation implies
that after the transmission system is solved at the ith iteration the updated voltages is sent to
distribution systems for their ith iteration to generate the load for the transmission system
for the next iteration. In the parallel simulation, even after the transmission system is
solved at the ith iteration to generate the updated voltages, the older ith iteration voltages of
the transmission system are used in the solution of distribution systems at the ith iteration
to generate the load for the next transmission system iteration. The convergence properties
of the two approaches are obtained by applying the series and parallel computation approaches to a two-dynamic-state linear system modeled using DAEs. From the analysis, the
authors concluded that non-iterative co-simulation methods are stable, provided a small
integration step is used and the series approach of solving the DAEs of coupled systems
gives better convergence than the parallel solution approach.
The dynamic simulation challenge is not encountered at the transmission level in the
TD-3 structure because a balanced transmission network model is assumed. If dynamics
of equipment connected to the distribution system are simulated using DAEs then the
dynamic simulation challenge will be encountered. In ref. [45], the distribution system
is modeled using only ODEs so the dynamic simulation challenge is not encountered. In
ref. [46], DAEs are used to solve the distribution system dynamics but no discussion is
provided about how they addressed or avoided the dynamic simulation challenge.
3.4.4. TD-4 Dynamic Simulation
In the TD-4 model structure of [47], the sequential, loosely coupled approach of solving
the transmission system DAEs separately and that of solving each distribution feeder’s
DAEs separately was adopted. However, the key contribution of the research was the
technique of using linearized, reduced-order models of the distribution feeders that at
any point in the simulation might not experience much change in their response. When
this happens, each such “latent” distribution system is replaced by a simple model that
directly calculates the voltage at the start of a distribution feeder (before the distribution
substation transformer that is between the transmission and distribution systems) based
on the immediate previous voltage and the difference between the new and previous
transmission system voltage at the transmission system end of the distribution substation
transformer. The decision about whether a distribution feeder is latent or not is taken
based on whether the standard deviation of a distribution feeder’s substation complex
power magnitude is smaller or larger than a pre-selected threshold. The running standard
deviation is calculated using an approximate method and over a pre-defined time window.
The simulations performed on a T&D system with approximately 15,000 buses revealed a
speed up of 1.8 to 7.6 times, depending on the type of fault simulated and the standard
deviation threshold selected.
Because both transmission and distribution systems are modeled as balanced, the
dynamic simulation challenge is not encountered in this modeling structure.
3.5. Other Integrated T&D Dynamics Modeling Efforts
Two research efforts focused on integrated T&D dynamics modeling that either do
not fit in the TD1-4 categories or are still ongoing are discussed in this section. These
are Distribution-Informed Transmission Simulations and Integrated T&D Simulation for Grid
Resilience Studies that are discussed in Sections 3.5.1 and 3.5.2, respectively.

Energies 2021, 14, 12

18 of 27

3.5.1. Distribution-Informed Transmission Simulations
Distribution-informed transmission simulations was the approach adopted in ref. [60].
Integrated T&D simulations of the form that are discussed above were not performed
and the focus was not on developing an integrated T&D dynamic simulation algorithm
but on improving the results of transmission-only dynamic simulations by specifically
accounting for the voltage diversity present in distribution circuits, which influences the
effective voltage ride-through functionality of DG, particularly at high DG penetration levels. Additionally, the adopted approach was taken to accommodate the interface between
transmission and distribution tools and work around known interface limitations at the
time the study was completed. DG was simulated in OpenDSS [61] using only algebraic
network equations and a behavioral model of DGs with voltage ride-through settings defined according to the 1547–2018 standard [62]. The behavioral model for individual DERs
is complex with multiple time- and voltage-dependent “zones” defined in the multiple
voltage ride-through performance categories in the standard that are difficult to model
accurately in aggregate. The full transmission-only dynamic simulation was performed in
GE-PSLF [63]. Therefore, the initialization and dynamic simulation challenges discussed
earlier were not encountered.
The first step in performing the simulations was to run a full transmission-only dynamic simulation with the fault applied and cleared at the appropriate times. Then, the
voltage profile, as seen at the most impacted transmission buses containing a composite
load model with significant amounts of potentially impacted DG, of the GE-PSLF simulation was passed to each distribution feeder as its feeder head voltage profile. The response
of the DG was observed as per the simulated voltage ride-through criteria using QSTS
distribution simulation. From the distribution simulations the aggregated DG generation
profile for the time range of interest was calculated. These transmission bus-aggregated
DG output profiles were then used to inform the expected DG operation during another
transmission-only dynamic simulation where the DG component of the composite load was
replaced by the calculated DG output profiles. This very loosely coupled T&D dynamic
simulation approach was used with and without iteration. Iteration was completed by
repeating the process described above using the informed transmission simulation results
(i.e., transmission node voltage profiles) for recurrent distribution system simulations (i.e.,
aggregate DG output profiles) [64].
Because the approach was distribution-informed transmission simulations and not
integrated T&D simulations, it had some limitations. For example, although the impact
of diversity in voltage ride-through settings of DGs is improved, similar impacts due to
diverse response of loads (e.g., voltage-dependent loads represented in the composite load
model) was not captured because load dynamics were modeled only in the aggregated
transmission-only dynamic model. Moreover, multiple transmission-only dynamic simulations potentially needed to be performed to obtain the distribution-informed response
for the same fault event. It is possible to improve this approach by simulating DAEs in
distribution systems, in which case the structure will start to resemble TD-3. It is not clear
if the resulting structure would have any benefits over the TD-3 structure discussed earlier.
3.5.2. Integrated T&D Simulation for Grid Resilience Studies
Building on early experience, developing distribution informed transmission simulations as reported in ref. [60] and the considerable literature on T&D co-simulation, the
development of integrated T&D modeling of the TD-3 type is under way as part of a US
Department of Energy sponsored project. This project is primarily focused on bulk energy
system resilience and thus the inclusion of distribution-level simulation capabilities is
focused where the impacts of distribution elements impact the bulk system the most. An
initial use case was envisioned where DERs existed in great enough quantity within a
region to potentially impact bulk system reliability and resilience if a single contingency
on the bulk system resulted in the cascaded loss of significant DER-based generation. The
focus of development has been on increasing the accuracy of DER modeling for complex
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transmission-level events. A loosely coupled approach was seen as being the most flexible
way of completing T&D co-simulation using existing commercial tools and thus was pursued and the current system being implemented allows for cycle-by-cycle data handoff
among multiple transmission and distribution tools.
Figure 6 shows an example output from the integrated T&D co-simulation capability
being fully developed in this project. This simulation entailed the use of a full dynamic
model of the Western Interconnection of the US as well as distribution system/DER
representation of 20 of the most impactful transmission nodes. Impact is measured via
simple metrics for how low a voltage is, for what duration, and how many DERs connected
to the transmission node would be potentially impacted. Twenty nodes were represented
at the distribution level solely because of easily available computational resources. As
can be seen in Figure 6, numerous transmission nodes across the Greater Los Angeles
Basin experienced a sustained low voltage because of the stress induced on the system
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3.6. Key Takeaways from Integrated T&D Dynamics Modeling
3.6. Key Takeaways from Integrated T&D Dynamics Modeling
DAE-based integrated T&D modeling with a focus on studying slow electromechan•
•
DAE-based integrated T&D modeling with a focus on studying slow electromechanical transients has been the primary focus of research. Although a few researchers
ical transients has been the primary focus of research. Although a few researchers
have attempted to use EMT programs [43,45], concerns about scalability and speed
have attempted to use EMT programs [43,45], concerns about scalability and speed
have been expressed regarding the use of integrated T&D modeling in the EMT domain [42,43].
•
DAEs have been solved using the sequential approach, where the differential and
algebraic equations are solved separately by exchanging data at the generator termi-
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•

•

•

•

•

have been expressed regarding the use of integrated T&D modeling in the EMT
domain [42,43].
DAEs have been solved using the sequential approach, where the differential and algebraic equations are solved separately by exchanging data at the generator terminals
at each iteration. Simple implementation, the ability to use existing and specialized
transmission and distribution solvers, and parallelizing the solution of DAEs on
multiple processors have been cited as some of the reasons to use the sequential
approach [14,42,46].
Several applications showing the advantages of simulating integrated T&D dynamics
are presented. These include single-line-to-ground faults on the transmission side with
single-pole tripping [42], studying the impact of solar PV transients on power system
dynamics [40], and fault-induced delayed voltage recovery (FIDVR) studies [14,46].
The key objective of these studies has been to show the benefits that are obtained
by using an integrated T&D model for dynamic simulations compared to using
transmission-only models. These studies have primarily been performed on synthetic
integrated T&D dynamic models. During this review we did not come across a
dynamic study that was performed on a real utility’s integrated T&D system, except
in ref. [42], where the integrated T&D model of small utility was used.
Another important observation from the review is that the validation of the integrated
T&D dynamic simulation approaches was done exclusively in software by comparing
the results with those obtained from an EMT program. We could not find a reference
where validation was performed based on field measurements of a real event.
Except for [46], we did not find an attempt to provide theoretical underpinnings for the
numerical stability, accuracy, and convergence properties of the proposed integrated
T&D dynamic simulation algorithms.
We also did not find any research work that performed a cost-benefit analysis of
performing integrated T&D dynamic simulations. In other words, how does the
benefit resulting from the increased accuracy of integrated T&D dynamic simulations
compare to the computational burden of performing the integrated T&D dynamic
simulations?

In conclusion, on account of increasing DG penetration and decentralization of power
systems, integrated T&D dynamics modeling has seen a lot of good research published in
recent years that is driven by the goal to improve the accuracy of power system simulations.
None is perfect, but each provides a new approach to address this important field of
study, and each helps us identify where future research needs to be undertaken in this
field. Table 4 summarizes and compares the validation approaches/performance of the
integrated T&D dynamic simulation algorithms discussed in this section, whereas Table
5 performs a similar comparison when these algorithms were used to study various
dynamic events.
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Table 4. Numerical comparison of validation approaches/performance of integrated T&D dynamics modeling and simulation algorithms.
References

[36,40–42]

T&D Structure
Used

Reference
Software

TD-1

Alternative
Transients
Program

Largest Network Model

IEEE-39 bus transmission system (all
three phases modeled) [36]

[43]

TD-1

Not Mentioned

Not Mentioned

[14,44]

TD-2

PSCAD

IEEE-39 bus transmission system plus 6,
8 node distribution feeders

[45]

TD-3

PowerFactory

IEEE-9 bus transmission system plus 1,
IEEE-13 node distribution feeder

[46]

[60]
[47]

TD-3
DistributionInformed
Transmission
Simulations
TD-4

Disturbance

Phase A load at a bus
increased by 99 times for 0.2 s

Not Mentioned
Single-line-to-ground (SLG)
fault on phase A of a bus
applied for 0.07 s

Validation Metric(s)
Root mean square error for rotor
speed deviation
Root mean square error of a
bus voltage
Correlation coefficients for rotor
speed deviation
Correlation coefficients for a
bus voltage
Not Mentioned

Min/Max Validation Error
0.0003/0.0015 Hz
0.13/0.47%
95/99%
92/100%
Not Mentioned

Maximum difference in one
generator’s rotor speed

0.005 p.u. (60 Hz base)

Not mentioned

No quantifiable metric, only
visual comparison of phase A
voltage of a node

Voltage profiles almost
indistinguishable

PSAT

IEEE-9 bus transmission system plus 3,
1-node aggregated distribution feeders
(integrated T&D network model is
balanced)

Induction motor is brought
online

No quantifiable metric, only
visual comparison of
bus’s voltage

Close match in voltage
profiles

Not Mentioned

Not Mentioned

Not Mentioned

Not Mentioned

Not Mentioned

Not Mentioned

Not Mentioned

Not Mentioned

Not Mentioned

Not Mentioned
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Table 5. Numerical comparison of the approach/performance of integrated T&D dynamics modeling and simulation algorithms when applied to study various events.
References

T&D Structure
Used

Largest Network Tested

Synthetic/Utility Model

[36,40–42]

TD-1

>25,000 elements (multi-phase
model) [42]

Utility

Event(s)

Time in Seconds to Simulate 1 s

Discussion on Numerical
Convergence of Algorithm?

Study of voltage sags under SLG faults

960 (0.004167 s time step)

Not Mentioned

Six studies were performed to understand
the impact of DERs on frequency
regulation, voltage stability and
dynamic stability
Study Fault Induced Delayed Voltage
Recovery (FIDVR) event caused by (i) SLG
fault, and (ii) three-phase-to-ground fault
but with load and composition unbalance

Not Mentioned

Not Mentioned

142 (0.005 s time step) (These data
are for the validation tests because
similar data for the applications
were not provided)

Not Mentioned

[43]

TD-1

6 transmission nodes plus 4,
IEEE-34 node distribution feeders

Synthetic

[14,44]

TD-2

IEEE-39 bus transmission system
plus 6, 8 node distribution feeders

Synthetic

[45]

TD-3

>30,000 transmission buses; number
of distribution feeders or number of
nodes in each feeder are
not mentioned

Unclear (the term “real-world” power
system is used but it is unclear if the
integrated T&D model is real-world or
just the separate transmission and
distribution models)

SLG fault

Not Mentioned

Not Mentioned

[46]

TD-3

IEEE-39 bus transmission system
plus 170, IEEE-34 node
distribution feeders

Synthetic

Three-phase-to-ground faut to study
FIDVR event

Not Mentioned

Yes, detailed discussion on
numerical convergence of parallel
and series co-simulation approaches
is provided

[60]

DistributionInformed
Transmission
Simulations

>21,000 transmission buses plus 123
SCE distribution feeders

Synthetic (transmission and
distribution models were individually
real utility models)

Three-phase-to-ground faults to study the
impact of different IEEE 1547 voltage ride
through settings implemented in DERs

Not Mentioned

Not Mentioned

[47]

TD-4

53 transmission buses plus 146, 100
bus distribution networks
(integrated T&D network model
is balanced)

Synthetic

Generator tripping and
three-phase-to-ground fault events

0.85 to 10.08 s (see Table 1 of [47]);
(0.02 s time step)

Not Mentioned
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Field data-based validation of integrated T&D dynamic algorithms, theoretical analysis of the algorithms, and cost-benefit analysis of the integrated T&D dynamics simulation
approach to clearly identify the value of this approach to the power industry are some
areas that could benefit from future research.
4. Conclusions
Integrated T&D modeling of power systems is a relatively new area of research but
has already produced a large body of work where several researchers have developed
new and interesting approaches to study the steady state and dynamic performance of
power systems using integrated T&D models. As is the case with any new area of research,
there are multiple candidates to model integrated T&D systems and, while some have
shown more promise than others and have been used to model real world systems, there
is no consensus on a particular approach that should be adopted across the industry.
While simpler modeling structures, such as TD-3, and TD-4, offer the opportunity to
re-use existing software and modeling approaches, more complex ones, such as TD-1
and -2, allow the integrated T&D model to more accurately reflect the ground realities
of power systems. Research aimed at quantifying the costs and benefits of performing
integrated T&D modeling using the modeling structures presented in this paper can be an
interesting topic for research that will also help the industry in identifying the approaches
that will be most suitable for them. Developing approaches to analyze the vast quantities
of data generated in integrated T&D modeling, validating the algorithms using field data,
and developing theoretical underpinnings for the accuracy, stability and convergence of
integrated T&D modeling algorithms are some of the other areas of research that would
facilitate the widespread adoption of integrated T&D modeling of power systems by the
industry. Research in integrated T&D modeling is filled with exciting possibilities and
success here has the potential to significantly improve the modeling of power systems
under increasing penetration of distributed and renewable energy resources.
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Appendix A. Integrated System Models in Production
The objective of the Integrated System Models (ISMs) is to develop a common model
of any system that can be modeled using “through” (e.g., current, fluid flow) and “across”
variables (e.g., voltage, fluid pressure), where the common model manages and offers
topology knowledge to algorithms, and where the common model has all measurements
(e.g., EMS, SCADA, AMI) attached and shared by all algorithms. Various algorithms can
then be developed using GTA and applied to the same ISM to perform different analyses.
Using a software mechanism offered by the ISM, all algorithms can collaborate with one
another, working together as a team to solve complex problems. One advantage of the
GTA-based power flow algorithm is that the same GTA algorithm is used across the various
power system topologies—transmission, radial distribution, lightly meshed distribution,
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GTA algorithm is used across the various power system topologies—
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heavily meshed distribution. Using the matrix-free GTA and ISMs,
models and algorithms can be separated and not only integrated T&D
simulations but also multi-infrastructure domain simulations (e.g., gas- 24 of 27
electric and water-electric) can be performed using the same underlying multi-domain ISM [65].
The ISMs shown in Figure A1 represent actual systems that come
and heavily
meshed
distribution.
matrix-free GTA and
ISMs, models
and
from
different
parts of the Using
powerthe
industry—cooperative,
municipal,
a
algorithms
can
be
separated
and
not
only
integrated
T&D
simulations
but
also
multimedium investor-owned utility (IOU), and a large IOU. The number of
infrastructure
domain
(e.g.,number
gas-electric
and water-electric)
can
be performed
nodes,
and ifsimulations
applicable, the
of independent
loops, are
shown
using the for
same
underlying
multi-domain
ISM
[65].
each ISM. The power system topologies of the ISMs shown in Figure
The ISMs
shown in Figure
A1 represent
systems that
from
different parts
A1 encompass
transmission,
radialactual
distribution,
and come
heavily
meshed
of the power industry—cooperative, municipal, a medium investor-owned utility (IOU),
distribution. The ISMs shown in Figure A1 are all automatically built
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sion system analysis models, and substation modeling systems, and
encompass transmission, radial distribution, and heavily meshed distribution. The ISMs
they encompass as many as eight voltage levels. It should be noted that
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the transmission models included in the ISMs, shown in Figure A1, are
systems, traditional transmission system analysis models, and substation modeling systhree-phase models, and thus have three-times more nodes than the
tems, and they encompass as many as eight voltage levels. It should be noted that the
traditional, balanced transmission system models from which the ISMs
transmission models included in the ISMs, shown in Figure A1, are three-phase models,
are built. In one of the systems of Figure A1 there are 500 miles of unand thus have three-times more nodes than the traditional, balanced transmission system
transposed transmission, and the three-phase, GTA power flow analymodels from which the ISMs are built. In one of the systems of Figure A1 there are 500 miles
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which
employs
hourly
customer
load
data.
an automated 8760the
power
(i.e.,
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of One use
of the municipal ISM is in a real-time simulation of a transmission system phase-shifting
transformer, used to control power flow around the municipal’s transmission system. Note
that the large IOU is split into two disjoint models. Both the medium and large IOUs
use their ISMs in the automated analysis of PV applications and automated PV Hosting
Capacity Analysis. There are approximately 6000 PVs modeled in the medium IOU, and
90,000 PVs modeled in the large IOU.
Another benefit of ISMs is in the correlation of all measurements through power
flow analysis. This has benefited the utilities whose models are shown in Figure A1
by the discovery of measurement inconsistencies between SCADA and customer load
measurements, where examples include discovering failed substation measurements that
were being used to inaccurately size substation transformers, and large customers where
kWh meters were connected backwards.
GTA-based power flow calculations can be used to calculate steady-state, voltage
stability curves [8]. The ISMs of Figure A1 have large penetrations of PV generation,
and analysis of the effects of the PV penetration on the voltage stability is ongoing. It
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has been shown that the matrix-free GTA power flow can solve faster than traditional
matrix-based analysis, even when the GTA is solving a three-phase transmission model
and the traditional analysis is solving the approximate single-phase transmission model [2].
A faster-than-real-time, time-series, power flow analysis demonstration of this computational speed is underway [66].
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