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Abstract: The impact on water resources caused by municipal wastewater discharges has become a
critical and ever-growing environmental and public health concern. So far, interventions have been
positioned largely ‘at the end of the pipe’, via the introduction of high-tech and innovative wastewater
treatment technologies. This approach is incomplete, inefficient and expensive, and will not be able
to address the rapidly growing global wastewater challenge. In order to be able to efficiently address
this problem, it is important to adopt an integrated approach such as the three-step strategic approach
(3-SSA) consisting of (1) minimization and prevention, (2) treatment for reuse and (3) stimulated
natural self-purification. In this study, the 3-SSA was validated by applying it to the Upper Cauca
river basin, in Colombia and comparing it to a conventional strategy. The pollutant load removed was
64,805 kg/d Biochemical Oxygen Demand BOD5 (46%) for the conventional strategy and 69,402 kg/d
BOD5 (50%) for the unconventional strategy. Cost benefit analysis results clearly favoured the
3-SSA (unconventional strategy): NPV for the conventional strategy = −276,318 × 103 Euros, and
NPV for the unconventional strategy (3-SSA) = +338,266 × 103 Euros. The application of the 3-SSA
resulted in avoided costs for initial investments and operation and maintenance (O&M), especially for
groundwater wells and associated pumps for sugar cane irrigation. Furthermore, costs were avoided
by optimization of wastewater treatment plants (WWTPs), tariffs and by replacement of fertilizers.
Keywords: cost-benefit analysis; minimization and prevention; water pollution; 3-SSA; reuse;
water quality

1. Introduction
In order to be able to efficiently address problems caused by municipal wastewater discharge, it is
important to adopt an integrated approach that includes control of contamination at source, followed
by treatment and reuse, or responsible discharge of the final effluent. These ‘cleaner production’
principles have been successfully applied in the industrial sector and now these concepts are being
applied to integrated water resources management. In this context, the conceptual model of the
three-step strategic approach (3-SSA) was developed, consisting of (1) minimization and prevention,
(2) treatment for reuse and (3) stimulated natural self-purification [1,2].
The minimization and prevention concept refers to the reduction of residues, emissions and
discharges of any production process through measures that make it possible to decrease, to
economically and technically feasible levels, the amounts of contaminants generated which require
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treatment or final disposal [3]. However, the approach should go beyond only reducing emissions, by
also looking at ways to reduce the use of raw materials (e.g., drinking water in this case) [4]. Since the
amount of personal human waste (urine and faecal matter) will remain the same, by using less water
more concentrated wastewater is produced, which lends itself better for treatment in the direction of
reuse. The minimization proposals can be classified in three main actions [3,5]: (a) reduction at source,
which includes a change in consumption habits and application of low water consumption devices;
(b) in situ recycling techniques; and (c) rainwater harvesting. The first action proposes a shift to low
consumption devices, such as water-saving toilets, showers and aired faucets that generate a decrease
in the consumption of water, allowing for the possibility of supplying more users, without the need for
new water sources and treatment capacity. The second and third actions, in situ recycling techniques,
recognize new alternative water sources, such as rainwater harvesting and grey water. Lastly, the
use of treated grey water is feasible for toilet flushing, plant watering, and the washing of floors and
outdoor areas [1,6,7], as well as golf courses, agriculture and groundwater recharge [8].
Water reuse refers to utilization of water previously used one or more times in some activities
to satisfy the needs of other uses, including the original. Reuse requires the processing of municipal
wastewater to achieve specific quality criteria suitable for subsequent (re-)use [9,10]. Treated
wastewater may be used beneficially in activities such as crop irrigation, industrial processes, cleaning
or washing activities, protection of water resources, prevention of pollution, recovery of water and
nutrients for agriculture, savings in freshwater use and wastewater treatment costs, etc. [11]. Besides
this, wastewater reuse as an additional source of water represents dual environmental benefits due to
the decrease in the amount of water used for sensitive ecosystem, recreational activities and a decrease
in wastewater discharges, leading to a reduction/prevention of water resource contamination [12].
To meet current and future reclamation requirements and regulations, the selection of technologies
for water reuse will involve careful consideration and evaluation of numerous factors. On selecting
technologies for water reuse, consideration has to be given as to whether existing facilities are to
be modified or upgraded, or an entirely new facility is to be constructed. In general, both physical
and operational factors will have to be considered [9]. The process can start with a pre-selection
where technologies considered should ensure the production of an effluent that meets (1) the quality
requirements for the type of reuse considered, or (2) local discharge criteria. Based on this, it will be
necessary to choose the most appropriate wastewater treatment alternative, considering the technical,
social, environmental and economic issues.
Discharges that are not avoided via prevention/minimization (Step 1) and reuse of treated
effluents (Step 2) will be discharged to water bodies. At this stage, the 3-SSA proposes to consider
interventions that maximize the self-purification (natural or stimulated) capacity of receiving water
bodies (Step 3). When a river is polluted, the water quality deteriorates, limiting water use and
ecosystem functions [13]. However, the self-purification capacity of a river allows it to restore (partially
or fully) its quality through re-aeration and natural processes of biodegradation [14]. The mechanisms
of self-purification can be in the form of dilution of polluted water with an influx of surface or
groundwater or through certain complex hydrological, micro-biological and chemical processes [15,16].
Under step three, measures can be introduced that stimulate the ‘self-purification’ capacity of a water
resource, for instance by introducing eco-hydrology interventions. Since anoxic water bodies generally
have lower self-purification capacity, dissolved oxygen (DO) concentration is a primary measure of a
stream’s health; it responds to the biochemical oxygen demand (BOD) load [17]. This is why oxygen
demand (DO) has been traditionally used to assess the pollution degree and self-purification capacity
of water bodies. DO can be easily measured; however, the complex mechanisms involved in DO must
be studied by mathematical modelling [14]. Streeter and Phelps [18] developed the first models in 1925.
They developed a balance between the dissolved oxygen supply rate from re-aeration and the dissolved
oxygen consumption rate from stabilization of an organic waste in which the biochemical oxygen
demand (BOD) de-oxygenation rate was expressed as an empirical first order reaction, producing
the classic dissolved oxygen (DO) sag model. This model is usually studied through mathematical
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modelling, either for steady state or for dynamic conditions. The selection of the model will depend
on the objectives of the study, the specific characteristics of the study site and the availability of
information [18].
In this study, the 3-SSA (non-conventional strategy) was validated by applying it to the Upper
Cauca river basin in Colombia and comparing it to a conventional strategy, which considers a ‘business
as usual scenario’ of high water use, end-of-pipe wastewater treatment and conventional water supply
providing drinking water quality for all uses. The Cauca River is the second most important fluvial
artery of Colombia and the main hydric source of the Colombian southwest. Although actions aimed
at pollution control in the Upper Cauca river basin date back over 40 years, the river water quality
in the study area continues to deteriorate. This situation persists despite the fact that 19 of the
41 municipalities have installed WWTPs, the other 22 municipalities discharge raw sewage into the
river system, directly or via tributaries. In this research, the unconventional strategy includes reduction
in water consumption and reuse of treated wastewater in households and for sugarcane crop irrigation.
It also considers prioritization of investments to maximize impact in improving the water quality of
the Cauca River in the study area, targeting interventions in watersheds and municipalities with the
highest pollutant load and located upstream of the river segments with the lowest DO. This study
defines a baseline (2013, dry season condition) and scenarios for conventional and unconventional
strategies towards 2033. The MIKE 11 model was used to study BOD5 and DO behavior in the Cauca
River for each strategy. Additionally, the strategies were compared using cost benefit analysis (CBA).
This study uses the incremental cost-benefit analysis and it does not consider the common costs and
benefits to compare the strategies [19].
2. Materials and Methods
2.1. Study Area
The study area is the Upper Cauca river basin (Figure 1), in particular the stretch from La Balsa
km 27.4 (980.52 meters above sea level m a.s.l.) to Anacaro km 416.1 (895.56 m a.s.l.). The Cauca
River is the main water resource of the Colombian southwest. It has a total longitude of 1204 km
with a tributary area of 59,074 km2 . The La Balsa–Anacaro stretch has an average width of 105 m
and the depth varies between 3.5 m and 8.0 m. The longitudinal profile of the river shows a concave
shape with a hydraulic slope, which oscillates between 1.5 × 10−4 m/m and 7 × 10−4 m/m [20].
The average annual rainfall varies between 938 mm (the central sector) and 1882 mm (southern sector).
There are two dry season periods: December–February and June–September. Rainy days per year
vary between 100 days (central sector) and 133 days (northern sector) [21]. The sugar cane crops
and the Colombian sugar industry are located in the flat area along the Upper Cauca river basin.
In the mountain area, there are coffee crops and associated industry. The Cauca River is used for
fishing, recreation, power generation, riverbed matter extraction, irrigation, industry, and as a main
source for drinking water supply. The Salvajina reservoir began operations in 1985 and is part of the
regulation project of the Cauca River, implemented for flood control, improving water quality and
power generation. The reservoir operates with a minimum flow discharge of 60 m3 /s and average
daily flow rate of 143 m3 /s in the Juanchito station [22]. The Cauca River is also used as a receiving
source for solid waste and dumping of industrial and domestic wastewater, which is contributing to
the decline in water quality.
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Figure 1. Upper Cauca river basin. Prioritized sub-catchments and municipalities.
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Figure 1 and Table 1). The main characteristics of the baseline condition are described below.
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Table 1. Biochemical Oxygen Demand (BOD5 ) discharged to the Cauca River in the La Balsa–Anacaro
stretch. Baseline Conditions 2013 for the dry seasons and mean flow of 143 m3 /s, at Juanchito Station.
Prioritized Sub-Catchment
1. Cali, Cañaveralejo, Melendez and Lili rivers + urban area of Cali city
2. Palo River
3. Zanjon Oscuro River
4. Guachal River
5. Yumbo River
Other discharges
Total load

Percentage %

BOD5 (T/d)
72.2
7.6
7.1
7.0
4.4
41.5
139.8

Partial (1)

Accumulated (2)

51.6
5.4
5.1
5.0
3.2
29.7
100

51.6
57.0
62.1
67.1
70.3
100

Notes: (1) Partial corresponds to percentage of the specific item. (2) Accumulated is the sum of the percentage of
specific items plus the percentages of previous items.

Most of the wastewater discharges of Cali city originate in the urban sub-catchments of Cali, the
Lili, Melendez and Cañaveralejo rivers. These three rivers flow into the Cali sewerage system via the
South Channel (982 L/s, BOD5 : 2.4 T/d), while the effluent of the WWTP of Cali city (6720 L/s, BOD5 :
61.4 T/d) discharges to the Cauca River. Another part of the wastewater of the urban area of Cali is
discharged directly to the Cauca River via two pumping stations: Floralia (212 L/s; BOD5 : 3.5 T/d)
and Puerto Mallarino (842 L/s; BOD5 : 4.9 T/d).
In the 31 sub-catchments of the study area there are 38 municipalities. For the baseline condition,
19 municipalities had WWTP, four of which were out of operation (municipalities: Villa Rica, Pradera,
Yumbo and Cerrito). The WWTP technologies for baseline conditions were: (1) preliminary treatment +
up-flow anaerobic sludge blanket (UASB) + trickling filter + secondary settler (two municipalities, flow:
30–300 L/s); (2) preliminary treatment + anaerobic pond + facultative pond (six municipalities, flow:
30–80 L/s); (3) preliminary treatment + high rate anaerobic pond + facultative pond (municipality of
Cerrito: 90 L/s); (4) preliminary treatment + high rate trickling filter + secondary clarifier (municipality
of Tulua: 330 L/s); (5) septic tank + upflow anaerobic filter (six municipalities, flow: 2–50 L/s);
(6) preliminary treatment + anaerobic pond + aerobic filter (two municipalities, flow: 15–25 L/s);
(7) preliminary treatment + dissolved air flotation unit (DAF) (municipality of Yumbo: 60 L/s). Sludge
drying beds are used in most cases for sludge handling, this include treatment and final disposal, but
the reuse of this sludge was not considered.
The infrastructure corresponding to the baseline (2013) of the WWTP of Yumbo was completely
disregarded, because the system was not in operation. On the other hand, the Villa Rica WWTP needs
to be optimized and 4 WWTPs (municipalities: Guachené, Miranda, El Cerrito and La Union) need to
be expanded to ensure the required treatment level. In the Upper Cauca river basin, there are three
municipalities, each with discharges to two different sub-catchments: Puerto Tejada (Palo and Zanjon
Oscuro rivers); El Cerrito (Cerrito and Zabaletas rivers) and Ginebra (Zabaletas and Guabas rivers).
For each of these municipalities two WWTPs were considered.
In larger municipalities, especially in Cali city, industries with direct discharges to the municipal
sewer system were included. This load was estimated at 6.7 T/d BOD5 . However, in the study area
(Upper Cauca river basin) there were, for baseline conditions, over 100 industries, most of them with
treatment plants whose effluent was discharged into the Cauca River directly or through its tributaries.
These discharges accounted for approximately 25 T/d BOD5 . 80% of this load corresponded to only
12 industries, which had relatively high BOD5 discharges despite the fact that these industries had
wastewater treatment plants.
2.3. Formulating Strategies: Conventional (‘Business as Usual Scenario’) and Unconventional (3-SSA)
Two types of strategies projected to 2033 were defined in the context of the Upper Cauca
river basin, La Balsa–Anacaro stretch: (1) the conventional strategy, which considers a ‘business
as usual scenario’ of high water use, end-of-pipe wastewater treatment and conventional water supply
providing drinking water quality for all uses; and (2) the unconventional strategy, applying the 3-SSA.
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For the two strategies, industrial discharges to the Cauca River (directly or via tributaries) remain
constant over the horizon of the analysis. The projection of pollutant loads was performed to the
projection horizon (2033). The construction of the infrastructure was completed in 2016. For the
baseline conditions (2013), the consolidated area of Cali city had 1.85 million inhabitants, distributed
over 74% single family housing units and 26% multifamily housing blocks [23]. In this research, the
existing urban area for the baseline conditions is considered to be a ‘consolidated area’. It is assumed
that the population of the ‘consolidated area’ remains constant until 2033. The future population
growth will be accommodated in the expansion area of Cali (607,696 inhabitants in 2033) with a
distribution of 85% single family housing and 15% in multifamily housing. For the other municipalities
only single-family homes will be scheduled.
Available information in the Public Services Unified Information System of the Republic of
Colombia (SUI) and the National Administrative Department of Statistics of Colombia Republic
(DANE) was used for the construction of the baseline conditions (2013). Information provided
by the environmental authorities in the region (CVC and CRC), Research Centre of Sugarcane
Cenicaña [24], municipalities, consultant companies and service providers were used to characterize
the hydrology, the hydraulics and the water quality for the Cauca River (main channel), tributaries
and sub-catchments. Some of this information has been systematized and analysed in previous
reports [25–27]. The projection of population growth was made based on DANE [28]. For the Cali city
case, the average flow of wastewater was estimated as 80% of the water supply and the maximum
hourly wastewater flow factor (FM) was obtained from the expression FM = 2.3(Qm)−0.062 , where
Qm is average flow [29]. For both the conventional and unconventional strategies, it was assumed
that the flow rates and BOD5 loads from the industrial sectors, located outside of the urban areas,
remain constant and equal to the baseline values, for the entire projection horizon (2033). The same
assumption was made for the wastewater produced by the scattered settlements.
2.3.1. Conventional Strategy
For the conventional strategy, in 2016 (i.e., 3 years after the baseline year) all municipalities were
assumed to have a WWTP that ensures compliance with existing national regulations, reaching 80%
removal of BOD5 and TSS planning horizon. This involves optimizing/extension of existing WWTPs
(baseline conditions) and building new WWTPs for all the municipalities in the study area that still had
no WWTP. With regard to Cali, it is assumed that the future population will settle in the expansion area
and a second WWTP will be built there. For the technology selection of these new plants, information
of existing plants was compiled and cost models for major technological schemes were developed.
For the conventional strategy, most of Cali’s wastewater discharges reach the existing treatment
plant (WWTP-C) and is treated at advanced primary level for baseline conditions. An activated
sludge step-feed system was selected, according to Hazen and Sawyer’s design for Cali city, with
the following characteristics: flow 7396 L/s, BOD5 influent: 110.8 T/d; BOD5 effluent: 22.2 T/d.
Cali city will have an additional treatment plant, which will receive wastewater from the expansion
area and South Channel illegal connections. The selected technological scheme includes: primary
treatment + UASB + maturation pond, flow: 1075 L/s; BOD5 influent: 27.6 T/d and BOD5 effluent:
5.5 T/d. In addition to these two new plants for Cali, 24 WWTPs for other municipalities are required.
These plants were distributed as follows: 19 in municipalities that do not have WWTPs and according
to their topographic features require only one treatment plant; two municipalities (Cerrito and Ginebra)
requiring each an additional treatment plant to the one already existing, and the municipality of Puerto
Tejada which requires two treatment plants. Additionally, there is the WWTP of Yumbo whose existing
infrastructure was completely disregarded for this analysis. The technologies for these 24 WWTPs for
the conventional strategy were:

•
•

Scheme 1: Advanced primary (existing) + activated sludge step feed (Cali, WWTP-C)
Scheme 2: Preliminary + UASB + maturation pond (Cali, expansion area)
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Scheme 3: Preliminary + UASB + trickling filter + secondary settler (municipalities: Santander de
Quilichao, Sevilla, Zarzal)
Scheme 4: Preliminary + anaerobic pond + facultative pond (municipalities: Puerto Tejada,
discharge to Zanjon Oscuro River, Candelaria, Yotoco, El Cerrito, San Pedro, Andalucía, Vijes,
Bugalagrande, Ansermanuevo, La Victoria, Obando)
Scheme 5: Preliminary + high rate trickling filter + secondary clarifier (municipalities: Jamundí,
Yumbo, Palmira)
Scheme 6: Septic tank + anaerobic upflow filter (municipalities: Puerto Tejada, discharge to Palo
River, Ginebra, Trujillo)
Scheme 7: Preliminary + UASB + facultative pond (Buga)
Scheme 8: Preliminary + anaerobic pond + aerobic filter (Bolivar)
Scheme 9: Preliminary + high rate anaerobic pond + facultative pond (Florida)

With regard to sludge handling, the following technologies were used: for Scheme 1, thermal
and for Scheme 5, sludge thickener + primary sludge digester + secondary sludge digester. For other
schemes drying beds were selected.
It is important to take account of the fact that, in this research, conventional or non-conventional
does not refer to the technology of WWTPs, but the strategy. The technology indicated here was based
on existing WWTPs and technologies that have been considered in preliminary studies and designs by
consultants for the municipalities.
Table 2 shows the BOD5 discharged to the Cauca River for the Conventional Strategy, projected
to 2033.
Table 2. BOD5 discharged to the Cauca River in the La Balsa–Anacaro stretch. Baseline 2013 for the
dry season and 2033 projections for conventional and unconventional (three-step strategic approach
(3-SSA)) strategies.
BOD5 Discharged (kg/d)
Monitoring
Station

Abscissa
(km)

La Balsa

27.38

La Bolsa

78.86

Hormiguero

Antes de
Navarro

Juanchito

Paso del
Comercio

Tributaries and Discharges

Baseline
2013

Conventional
Strategy 2033

Unconventional
Strategy (3-SSA)
2033 (1)

La Teta River
Quinamayó River
La Quebrada River
Claro River

366
643
209
734

466
261
83
1088

466
1024
260
1088

Palo River
Jamundí River

7543
1199

7047
538

6982
1817

Zanjón Oscuro River
Desbaratado River
WWTP (2)—Expansion area of Cali

7122
96
0

4246
69
5,513

3471
69
0

South Channel
P. Mallarino pumping station

2391
4887

189
0

189
0

WWTP (2)—Cañaveralejo
Cartones del Valle (industry)

61,420
0

22,156
0

13,676
0

Empaques industriales (industry)
Floralia pumping station
Cali River
Arroyohondo district
Arroyohondo River
Propal (industry)

1286
3527
4021
1703
67
267

1286
0
4017
1703
104
267

1286
0
4017
1703
104
267

112.82

127.00

139.02

144.56
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Table 2. Cont.
BOD5 Discharged (kg/d)
Monitoring
Station

Puerto Isaacs

Paso de la Torre

Vijes

Unconventional
Strategy (3-SSA)
2033 (1)

Puerto Isaacs (industrial district)
Cencar (industry)

18
464

18
464

18
464

Acopi (industrial district)
Cementos del Valle (industry)
Smurfit-Cartón Colombia
La Dolores (industrial district)
Yumbo River
Guachal River

1104
11
3206
117
4402
7037

1104
11
3206
117
1707
4027

1104
11
3206
117
391
3127

Amaime River
Vijes River
Municipality of Vijes
Cerrito River

702
10
260
3483

717
10
76
1850

717
10
379
3772

Zabaletas River
Guabas River
Sonso River
Yotoco River

495
715
384
94

265
580
390
24

422
616
390
113

Mediacanoa River

30

30

30

Guadalajara River
Piedras River
Carmelita (sugar mill, industry)
Burriga Channel
Riofrio River

191
25
147
2887
1887

170
23
147
838
1036

170
23
147
2950
1629

Tuluá River
Morales River
Bugalagrande River
Municipality of Bolívar
La Paila River
Municipality of Zarzal
Municipality of Roldanillo

2724
752
2547
133
5190
1189
286

4428
115
1535
27
0
1988
293

3107
228
2202
133
0
5050
1463

Municipality of Ansermanuevo
Municipality of La Unión
Municipality of la Victoria
Municipality of Toro
Municipality of Obando

512
511
387
48
430

130
428
99
48
120

590
491
387
48
533

139,859

75,054

70,457

186.54

Mediacanoa

220.92

Anacaro
Total load
(kg/d of BOD5 )

Conventional
Strategy 2033

171.03

212.73

La Victoria

Baseline
2013

155.04

Yotoco

Ríofrio

Tributaries and Discharges

Abscissa
(km)

284.77

369.87

416.06

Notes: (1) In the table, some values of BOD5 discharged (kg/d) to Cauca River for the Unconventional Strategy
(3-SSA) 2033, are higher than corresponding to Conventional Strategy 2033, because the Unconventional Strategy
was only applied in the prioritized sub-catchments. (2) Wastewater Treatment Plant.

2.3.2. Unconventional Strategy
For the unconventional strategy, the 3-SSA was applied in prioritized sub-catchments and
municipalities from 2016 onwards prioritised sub-catchments, assuming required infrastructure and
operational measures were fully in place by 2016. However, in Step 1 (prevention and minimization),
low consumption devices, rainwater harvesting and grey water reuse were applied, along the project
horizon, in major urban centres, with different criteria for existing households and new households.
Step 2 (treatment for reuse) includes the reuse of WWTP effluent for agricultural irrigation. Step 3
(stimulate natural self-purification) identifies the sub-catchments with the highest contribution of
pollutant load (BOD5 ) and prioritizing interventions of steps 1 and 2 upstream of the Paso de La Torre
Station (Figure 1), where the minimum DO occur (baseline conditions).
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Step 1: Prevention and Minimization
This includes reduction in water consumption, by changing habits, use of low consumption
devices, grey water reuse and rainwater harvesting [2]. With the implementation of Step 1, the average
consumption was reduced with different criteria for multifamily households and single-family
households. For new multifamily dwellings (in Cali city only) a small reduction of BOD5 and TSS
loads via the grey water reuse was assumed. The unit consumption for the Baseline Conditions
(2013) were: Cali consolidated area, including drainage area of WWTP-C: 250 L/p/d and expansion
area: 150 L/p/d (proposed for the conventional strategy), while consumption in the prioritized
municipalities varied between 114 and 184 L/s. As a result of the strategies for minimizing these
consumptions, they were reduced to 95.3 L/s for Cali consolidate area, 69.3 L/s for the expansion area
of Cali and 93 L/s for the other prioritized municipalities. The greatest reduction in consumption for
the expansion area of Cali was because in new multifamily households, besides the change of habits
and implementing low consumption devices, reuse of treated greywater and rainwater harvesting were
included. In this case the pollutant load reduction was small (1.1 T/d BOD5 ), because the prevention
measures implemented in the multifamily housing in the expansion area of Cali were marginal, so
only 5% of BOD5 prevention was achieved. However, the sewage was more concentrated due to
lower water consumption. Among the largest cities in Colombia, Cali is the one with the highest
water consumption. The defined value here is 11.3 m3 /household/month for single households and
11.8 m3 /household/month for multifamily housing. However, for the expansion area of Cali, the
change of habits, low consumption devices, combined with grey water reuse and rainwater harvesting
reduces consumption to 7.9 m3 /household/month in multifamily households. With these approaches
applied to all the prioritized municipalities, a total reduction in consumption of 5098 L/s is achieved,
which also leads to reduction in wastewater flows. This represents benefits by the following avoided
costs: water and sewer tariffs, tax for water use in the water supply system, tax for wastewater
discharges directly to water bodies and smaller infrastructure of water supply systems (water supply
network and drinking water treatment plant (DWTP)) and WWTP.
Step 2: Treatment for Reuse
This step includes the reuse of treated wastewater in the irrigation of sugarcane crops and
prioritization of investments to maximize impact in improving the water quality of the Cauca River in
the study area, targeting interventions in municipalities and sub-catchments with the highest pollutant
load. These crops occupy more than 80% of the geographical valley (flat area) of the Cauca River
(La Balsa–Anacaro stretch). This large area of sugarcane cultivation, makes that sufficient space is
available for reuse. In 2016, to ensure compliance with national regulations (removal of BOD and
TSS), the prioritized municipalities had to guarantee the quality of WWTP effluent for irrigation of
existing sugar cane crops. Technology was selected involving public health criteria [30] and agrological
quality for agriculture irrigation [31]. This involved the optimization of existing plants and building
new WWTPs in prioritized municipalities. To analyse the reuse feasibility, it was necessary to study
the aquifer vulnerability [32] and to calculate the required irrigation area via cartographic analysis
using ArcGIS 9.3. To complete this analysis, it was also necessary to develop the agricultural plan
to verify the projected sugar cane crops water demand, developing a simplified water balance [33],
including the calculation of: effective precipitation [34], current evapotranspiration using the Food and
Agriculture Organization FAO methodology combined [35] and Cenicaña [36]. Water balances and
irrigation requirements were made for each case, considering that the distribution of rain in the basin
varies in space and time. Irrigation is by furrows with efficiency of about 40% [37]. This means that of
every 100 L that are used in the irrigation of crops, only 40 L are actually used by the crop. The effluent
from the WWTP is discharged into the Cauca River, directly or through its tributary rivers, when the
soil is saturated (rainy season).
With the minimizing of consumption, influent flow to WWTP-C is reduced from 7396 to 4167 L/s,
while the BOD5 load (T/d) remains the same as for the conventional strategy. Approximately 80%
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(3326 L/s) of the total flow of WWTP effluent was used to irrigate sugar cane crops located on the
right bank of the Cauca River. The remaining flow (841 L/s) was discharged directly to the Cauca
River, considering that the removal of 80% in BOD5 (T/d) and TSS (T/d) was achieved (Colombian
regulations in 2013), without the need to build another treatment plant for this flow. The technology
used to guarantee water quality for irrigation consisted of the following processes: advanced primary
treatment (baseline conditions) + UASB + maturation pond + maturation pond. For the expansion area
of Cali, prevention and minimization strategies reduced the influent flow to the WWTP to 576 L/s and
to ensure the quality of the effluent for agricultural reuse, a maturation pond was added. According to
the irrigation area characteristics and the agricultural plan, it was possible to irrigate 3080 ha during
334 days per year with the effluent of WWTP-C and to irrigate 2276 ha of sugar cane crops during
62 days per year with the effluent of the WWTP of the expansion area. During agricultural irrigation
days with treated wastewater, two direct wastewater discharges into the Cauca River were avoided:
10.9 T/d from WWTP-C and 0.6 T/d BOD5 from the WWTP of the expansion area. In the cases of
Puerto Tejada WWTP (discharging effluent into the Zanjón Oscuro River) and Candelaria WWTP,
selected technology in the Conventional Strategy guaranteed the water quality of effluent for reuse, so
for this case the implementation of any additional process was not required. For the municipality of
Florida, reuse of WWTP effluent was not feasible due to the vulnerability of the aquifers. The local
environmental authority, based on Foster and Skinner [32] has defined this vulnerability. It is a function
of depth water table, net recharge, aquifer media, media soil, topography, impact of vadose zone,
hydraulic conductivity, ground water occurrence and fertilization with nitrogen. The other prioritized
municipalities (Corinto, Puerto Tejada, Yumbo, Candelaria, Pradera and Palmira) corresponded to
705 L/s of wastewater for reuse in sugar cane crops, in 2033. To ensure water quality for reuse, it
was necessary, in each municipality, to add a maturation pond to the selected technological scheme
of the Conventional Strategy, to meet the standards of pathogen removal, where helminth eggs is a
critical parameter. According to the irrigated area characteristics and results of the agricultural plan,
it was possible to irrigate 937 ha during 304 days in the municipality of Yumbo. For the remaining
municipalities, considered together, it was possible to irrigate 3332 ha during 62 days per year.
In summary, for the unconventional strategy, Steps 1 and 2 were implemented only for Cali and
municipalities of greater contribution of pollutant load in the prioritized sub-catchments: the Palo
River (municipalities: Corinto and Puerto Tejada); the Zanjon Oscuro River (municipality: Puerto
Tejada); the Yumbo River (municipality: Yumbo); the Guachal River (municipalities: Candelaria,
Palmira and Pradera). Table 2 shows the BOD5 discharged to the Cauca River for the unconventional
strategy (3-SSA), projected to 2033.
Self-Purification Capacity
In this research, the stimulation of the self-purification capacity of the waterbody was associated
with the prioritization of the investments in Steps 1 and 2, upstream of the station with the minimum
DO. This increases this minimum value and avoids the Cauca River to reach anaerobic conditions,
which would limit the natural self-purification process. Table 2 shows the BOD5 discharges for each
strategy. For the Conventional Strategy in 2033 the total load discharged to the Cauca River was 75 T/d
BOD5 , which is a reduction of 46.4% compared to the baseline conditions (2013) total discharge, while
for the unconventional strategy the discharge was 70.5 T/d BOD5 which means a reduction of 50%.
2.3.3. Mathematical Modelling to Assess the Impact of Strategies on Water Quality of the Cauca River
The hydrodynamic and water quality model of the Cauca River was implemented in the MIKE
11 model. The Cauca River has 15 monitoring stations in the La Balsa–Anacaro stretch (Figure 1).
The calibration and validation of the quantity (roughness) and quality (BOD, DO) components to
apply the MIKE 11 model were based on [26]. The model consists of 387 cross sections, 2 external
boundaries: La Balsa (km 27.4) and Anacaro (km 416.1), 95 internal boundaries which include 34 rivers
and streams, municipal wastewater discharges, 24 industrial wastewater discharges and 36 water
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extraction sites [18]. Two monitoring campaigns were used: calibration (2005) and validation (2003).
The quality component of the MIKE 11 model at Level 1 and the Churchill equation for the re-aeration
calculation were selected. Then the values resulting from the calibration-validation process are
presented: Strickler roughness (m1/3 s−1 ); BOD5 degradation constant (d−1 ) and Benthic Oxygen
Demand (g O2 /m2 /d). The values are presented in this order for each monitoring station on the Cauca
River, the La Balsa–Anacaro stretch: La Balsa (40; 0.15; 1.5); La Bolsa (20; 0.15; 2) Hormiguero (40; 0.3;
3); Juanchito (33; 0.4; 5); Puerto Isaacs (60; 0.35; 5); Paso de la Torre (60; 0.33; 3); Mediacanoa (34; 0.2; 2);
Guayabal (30; 0.17; 1); La Victoria (33; 0.17; 1) and Anacaro (32; 0.17; 1).
2.3.4. Cost Benefit Analysis (CBA)
Environmental and economic benefits were calculated. Common benefits, such as health
benefits, were not included, and only the incremental costs and incremental benefits were considered.
‘Incremental’ means that common benefits and common costs were not considered. Additionally, it
means that there are differentiated costs and benefits only where the relative values between the two
strategies were considered. For example, for prioritized municipalities of the unconventional strategy,
additional costs were included for additional treatment processes to ensure the wastewater quality of
the effluent of WWTP to irrigate sugar cane crops.
For costing, constant prices were used without inflation [38] Infrastructure investments were
projected to 20 years and a project horizon for the cost-benefit evaluation of 20 years was adopted.
A social discount rate of 11.75% was applied [39]. For the conventional strategy, the following was
calculated: initial investment cost of the new WWTPs and optimization cost of existing WWTPs and
operation and maintenance (O&M) of new and existing WWTPs. On the benefits side, reduction in tax
for wastewater discharged to water bodies was calculated.
Initial investment and O&M cost associated with the unconventional strategy included the use
of low consumption devices, rainwater harvesting, grey water reuse, optimization of WWTPs for
reuse of the effluent, agricultural irrigation network and the pumping of the effluent of the Cali
wastewater treatment (WWTP-C), to bring treated wastewater from the left bank to the right bank of
the Cauca River, to reach sugarcane farms. The incremental benefits were corresponding to avoided
cost due to implementation of 3-SSA. These benefits (avoided costs) have been classified into four
groups: (1) initial investment and O&M of the drinking water distribution network, the WWTP and
infrastructure (wells and pumping stations) for irrigation of sugar cane crops using groundwater;
(2) reduction in water supply tariff and sewer tariff; (3) saving from reduced use of fertilizers and
reduction in payment of fee for water use; (4) reduction in tax for wastewater discharge directly to
water bodies. Information from local institutions and cost models obtained with information about
the region [40] were used to obtain the initial investment and O&M costs of the WWTP. This same
method was used to estimate the costs associated with the water supply infrastructure and wells and
pumping stations for irrigation of sugarcane crops [41]. The cost of power consumption was estimated
as 0.13 Euros/kW-h.
In the CBA, Year 1 corresponds to baseline conditions (2013) and major infrastructure investments
was proposed to be made in Year 3 (2016). Investments in grey water reuse and rainwater harvesting
are done gradually between 2016 and 2033. The costs and benefits associated with O&M, taxes and fees
were considered each year from Year 4 (2017) until Year 20 (2033). Costs were obtained in Colombian
pesos and a conversion rate of 1 Euro = 2500 Colombian pesos was used. Based on information specific
to sugar cane crops in the Valle del Cauca [42]. The following prices for fertilizers were used: NPK =
0.53 Euros/kg and urea = 0.58 Euros/kg. For taxes, fees and tariffs specific values were applied to each
prioritized municipality. The information was obtained from the local and regional environmental
authorities [43,44]. The ranges corresponding to the baseline conditions were: water supply tariffs:
0.27 to 0.42 Euros/m3 /month; sewerage tariffs: 0.16 to 0.49 Euros/m3 /month; tax for surface water
for domestic use: from 0.0003 to 0.0009 Euros/m3 ; tax for groundwater for agricultural irrigation use:
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0.0003 to 0.001 Euros/m3 ; tax for wastewater discharges directly to water bodies: 0.020 Euros/kg SST
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Year of Euros).
Item

NPV

Initial investment
Itemand WWTP expansion area (Cali)
- Secondary treatment WWTP-C
- WWTP for other municipalities
Initial
investmentof WWTP (municipalities)
- Optimization
- Secondary
WWTP-CO&M
and WWTP expansion area (Cali)
Operationtreatment
and maintenance
- WWTP for other municipalities
- Secondary treatment WWTP-C and WWTP expansion area (Cali)
- Optimization of WWTP (municipalities)
- WWTP other (municipalities)
Operation
and maintenance
O&M
- Optimization
of WWTP (municipalities)
- Secondary
treatmentcost
WWTP-C and WWTP expansion area (Cali)
Total incremental
- WWTP other (municipalities)
- Optimization of WWTP (municipalities)

NPV
172,774
21,874
3134
172,774
21,874
69,414
3134
10,030
1518
69,414
278,744
10,030
1518

3

5

8

10

20

Year
241,113
3
30,526
4374
241,113
30,526
4374

5

13,411
1956
293
27,6013 13,411
15,660
1956
293

8

10

13,411
1956
293
13,411
15,660
1956
293

13,411 13,411
1956
1956
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293
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13,411
15,660
1956
1956
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293

Table 4. Incremental benefits of implementing the conventional
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Table 4. Incremental benefits of implementing the conventional strategy (thousands of Euros).
Item

Year

NPV
3

5

8

10

20

Reduction in tax for wastewater discharged directly to water bodies

2426

457

471

482

539

Total incremental benefits

2426

457

471

482

539

Table 5. Incremental cost of implementing the unconventional strategic 3-SSA (thousands of Euros).
Item

Year

NPV
3

5

8

10

20

1171

185

190

197

201

227

1806

2521

1881

2625

726

42

106

149

384

13,419

2593

2593

2593

2593

787

151

151

151

151

2976

3047

3094

3355

Initial investment
- Low consumption devices+ rainwater harvesting + grey water reuse
- Pumping station of treated WW (Cali) viaduct for transfer wastewater
to the right side of river
- Water irrigation network for reuse (Cali, expansion area of Cali and
other municipalities)
Operation and maintenance O&M
- Rainwater harvesting + grey water reuse (Cali expansion area,
multifamily households)
- Pumping station of treated WW (Cali) viaduct for transfer wastewater
in the right side of river
- Water irrigation network for reuse (Cali, expansion area of Cali and
other municipalities)
Total incremental cost

19,790

5331

Table 6. Incremental benefits (avoided costs) due to implementation of the unconventional strategy
3-SSA (thousands of Euros).
Item

Year

NPV
3

Initial investment
- DWTP (Cali, expansion area and other municipalities)
- Drinking water distribution network (Cali, expansion area and
other municipalities)
- Secondary treatment WWTP-C and WWTP expansion area (Cali)
- WWTP for other municipalities
- Optimization of WWTP in not-prioritized municipalities
- Wells and pumping stations for irrigation using groundwater (Cali,
Cali expansion area and other municipalities)
Operation and maintenance O&M
- DWTP (Cali, expansion area and other municipalities)
- Drinking water distribution network (Cali, expansion area and
other municipalities)
- Secondary treatment WWTP-C and WWTP expansion area (Cali)
- WWTP for other municipalities
- Optimization of WWTP in not-prioritized municipalities
- Wells and pumping stations for irrigation using groundwater (Cali,
Cali expansion area and other municipalities)

6741

9408

3229

4507

172,774
19,298
3134
5073

5

8

10

20

241,113
26,930
4374
6728

612

6006

1160

1160

1160

1160

1166

225

225

225

225

69,414
9216
1518

13,411
1777
293

13,411
1777
293

13,411
1777
293

13,411
1777
293

13,745

2599

2599

2694

2694

299

56

57

58

61

Water and sewer tariffs

20,208

3783

3858

3909

4185

Use of fertilizers

22,995

4439

4441

4442

4449

Tax for water use in water supply system of municipalities

Payment fee for water use

170

32

33

33

34

Tax for wastewater discharges directly to water bodies

3070

541

573

595

713

29,039

28,597

29,002

Total incremental benefits

358,056

293,060 28,316
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depends mainly on: (a) the flow, which will dilute the discharged pollution and will facilitate
its subsequent degradation to reduce its negative impact on water quality; (b) water turbulence,
which provides oxygen to the water favouring microbial activity, (c) biological activity, in particular
from algae and aquatic plants which introduce oxygen into the water column during daytime,
(d) river morphology (flood plains provide shallow areas with increased capacity for self-purification),
and (e) the nature and amount and time distribution of the discharges. Although there are limitations
to its implementation in the case of the Cauca River, these last two strategies could be the most
effective. For the stretch of the Cauca River considered in this study, self-purification capacity was
heavily affected by abrupt changes in its dilution ability and by the type, size and spatial distribution
of the received pollution. For the Cauca River, most of the self-purification capacity was lost in the last
60 years. For instance, a wetland area of 300 km2 in the 1950s was reduced in 1986 by 90% [48].
In this research, the self-purification capacity was associated with the prioritization of investments
to maximize impact in improving the water quality of the Cauca River, considering the upper river
basin as the unit of analysis. With this approach, the interventions in watersheds and municipalities
with the highest pollutant load and located upstream of the minimum DO (Puerto Isaacs Station) were
prioritized. This strategy arises taking into account the limitations of the Salvajina Dam, located 139 km
upstream of the Juanchito Station, to stimulate the self-purification capacity of the Cauca River [18].
The options for re-aeration by turbulence are limited because the Cauca River slope is reduced from
7 × 10−4 m/m on the Salvajina–La Balsa stretch to 1.5 × 10−4 m/m on the La Balsa–Mediacanoa
stretch [20]. This low slope coincides with the stretch where the river receives 70% of its pollution load
(Figure 1 and Table 1).
The strength of 3-SSA (unconventional strategy) was the joint and systematic application of the
three steps in the context of the basin. In the Cauca River case, the advantages in comparison to the
conventional strategy are very clear. The unconventional strategy achieved lower BOD5 discharges,
higher minimum DO value and a better CBA. The increases of minimum DO (0.4 mg/L) could be
equivalent to the additional investment requirement in the ‘end of pipe solutions’ (WWTPs) in the
conventional strategy to achieve the same concentration of DO at the critical point reached with
the unconventional strategy (3-SSA). This implies that the CBA would be even more favourable for
the 3-SSA.
The present study was developed considering only point source pollution and basic parameters
such as BOD and DO for dry season conditions. In addition, the water quality modelling was conducted
for steady flow conditions in the Cauca River and its tributaries. Further studies will be required to
assess the benefits of the 3-SSA considering conditions of unsteady flow conditions and the combined
impact of wastewater and urban and rural (agricultural) runoff [18]. Under these conditions, the use of
sustainable urban drainage systems (SUDS) as part of the 3-SSA could be considered. Other strategies
to consider are: real-time control (automation) of urban drainage and implementation of early warning
systems [49], and the impact of optimising eco-hydrolical flows in river-associated wetlands to increase
self-purification (Step 3).
For efficient water management in the study basin it is necessary to assign real values to raw
water, especially to that used in agriculture. If this decision is implemented, Step 1 (minimization and
prevention) and Step 2 (treatment for reuse) will increase their viability (CBA).
5. Conclusions
Although actions aimed at pollution control in the Upper Cauca river basin date back over
40 years, the river water quality in the study area continues to decline. This situation persists despite
the fact that 19 of the 41 municipalities have WWTPs. In spite of substantial investment in WWTP
infrastructure and its O&M costs, the water quality of the Cauca River does not meet the requirements
of its uses, including water supply for 76% of the population of Cali city. This approach is limited
because it is focused on ‘end of pipe solutions’ and it does not consider the basin as the unit of analysis
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and the investments are not executed taking into account their priority and their true impact on the
quality of water resources.
The difference between the NPV of incremental benefits and NPV of incremental costs was
+338,266 × 103 Euros for the unconventional strategy (3-SSA) and −276,318 × 103 Euros for the
conventional strategy. These results show a clear advantage of the 3-SSA. The CBA mainly reflected
the impact of prevention and minimization (Step 1) and the reuse of treated wastewater (Step 2).
Using WWTP effluent for irrigation prevented discharge of residual pollutants into the
river, especially upstream of the Paso La Torre Station, and also created economic benefits.
The Unconventional Strategy, based on the 3-SSA, resulted in a larger increase of the minimum
DO to 2.0 mg/L (Paso de La Torre Station, km 171) for 2033, obtained with the smallest load discharged
into the Cauca River. The minimum DO for the Baseline (2013) was 0.6 mg/L (Puerto Isaacs Station,
km 155) and for Conventional Strategy (2033) it was 1.6 mg/L (Paso de La Torre Station, km 171).
For the Upper Cauca river basin, CBA results also clearly favored the 3-SSA (unconventional
strategy). This result is mainly due to the large differences in initial investment and O&M costs of
WWTP in municipalities for the two strategies. For the unconventional strategy, the WWTPs are
smaller due the application of the prevention and minimization approaches and treatment for reuse.
The impact of the designed treatment system for Cali is very important, considering the population size
and costs of activated sludge technology selected for secondary treatment in the conventional strategy.
The application of the 3-SSA resulted in avoided costs for initial investments and O&M, especially
for groundwater wells and associated pumps for sugar cane irrigation. Furthermore, costs were
avoided by optimization of WWTPs, tariffs and finally by replacement of fertilizers. Avoided costs by
taxes for water use and taxes for wastewater discharges directly to water bodies are negligible, since
these unit costs were extremely low in Colombia.
The study showed overall positive effects of the 3-SSA on wastewater management in the Cauca
basin, primarily through its prevention measures and reuse of the treated wastewater.
Acknowledgments: This study was initiated as part of the research project SWITCH (‘Sustainable Urban Water
Management Improves Tomorrow’s City’s Health’), supported by the European Commission under the 6th
Framework Programme, and contributing to the thematic priority area of ‘Global Change and Ecosystems’ [1.1.6.3]
Contract N◦ 018530-2. This research also received support from the project ‘Strategies for recovery and integrated
water resources management in the Cauca and Dagua basins, in the Cauca Valley’, implemented by Universidad
del Valle and funded by Sistema Nacional de Regalias and Government of Valle del Cauca, Colombia.
Author Contributions: The aim and scope of this research paper was defined by all the authors. Alberto Galvis
wrote the paper and made all the analysis during his Ph.D. studies. Hubert Gijzen (Promoter of Ph.D.) and Peter
Van der Steen (Co-promoter of Ph.D.) guided the research and revised and corrected the paper.
Conflicts of Interest: The authors declare no conflicts of interest.

References
1.
2.
3.
4.
5.
6.

Gijzen, H. The role of natural systems in urban water management in the City of the Future—A 3-step
strategic approach. Ecohydrol. Hydrobiol. 2006, 6, 115–122. [CrossRef]
Galvis, A.; Zambrano, D.; van der Steen, P.; Gijzen, H.J. Evaluation of a pollution prevention approach in the
municipal water cycle. Clean. Prod. 2014, 66, 599–609. [CrossRef]
Cardona, M. Minimización de Residuos: Una política de gestión ambiental empresarial. Producción Más Limpia
2007, 1, 46–57. (In Spanish)
Gijzen, H. Anaerobes, aerobes and phototrophs—A winning team for wastewater management. Water Sci. Technol.
2001, 44, 123–132. [PubMed]
Nhapi, I.; Gijzen, H.J. A 3-step strategic approach to sustainable wastewater management. Water SA 2005, 31,
133–140. [CrossRef]
Mejia, F.; Isaza, P.; Aguirre, S.; Saldarriaga, C.A. Reutilización de aguas domésticas. In Proceedings of the
XVI Seminario Nacional de Hidráulica e Hidrología, Armenia, Colombia, 29–31 October 2004. (In Spanish)

Water 2018, 10, 188

7.

8.
9.
10.
11.
12.
13.
14.
15.
16.
17.
18.

19.

20.
21.
22.
23.
24.
25.

26.

27.
28.
29.
30.

17 of 18

Liu, S.; Butler, D.; Memon, F.; Makropoulos, C.; Avery, L.; Jefferson, B. Impacts of residence time during
storage on potential of water saving for grey water recycling system. Water Res. 2010, 44, 267–277. [CrossRef]
[PubMed]
Ottoson, J.; Stenström, T. Faecal contamination of grey water and associated microbial risks. Water Res. 2003,
37, 645–655. [CrossRef]
Asano, T.; Burton, F.; Leverenz, H.; Tsuchihashi, G.; Tchobanoglous, R. Water Reuse: Issues, Technologies and
Applications; AECOM Press & McGraw Hill Professional: New York, NY, USA, 2007; ISBN 9780071459273.
United States Environmental Protection Agency (U.S. EPA). Guidelines for Water Reuse; U.S. EPA: Washington,
DC, USA, 2012.
Capra, A.; Scicolone, B. Recycling of poor quality urban wastewater by drip irrigation systems. J. Clean. Prod.
2007, 15, 1529–1534. [CrossRef]
United States Environmental Protection Agency (U.S. EPA). Water Recycling and Reuse: The Environmental
Benefits; U.S. EPA: Washington, DC, USA, 1998.
González, S.; López-Roldán, R.; Cortina, J. Presence and biological effects of emerging contaminants in
Llobregat river basin: A review. Environ. Pollut. 2012, 161, 83–92. [CrossRef] [PubMed]
Von Sperling, M. Introduction to Water Quality and Sewage Treatment; Department of Sanitary and Environmental
Engineering—Federal University of Mina Gerais: Belo Horizonte, Brasil, 2005. (In Portuguese)
Ifabiyi, I. Self-purification of a freshwater stream in Ile-Ife: Lessons for water management. Hum. Ecol. 2008,
24, 131–137. [CrossRef]
Ostroumov, S. Basics of the molecular-ecological mechanism of water quality formation and water
self-purification. Contemp. Probl. Ecol. 2008, 1, 147–152. [CrossRef]
Khan, S.; Singh, S. Assessment of the impacts of point load on river Yamuna at Delhi Stretch, by DO-BOD
modelling of river, using MATLAB programming. Eng. Innov. Technol. 2013, 2, 282–290.
Galvis, A.; Hurtado, I.C.; Martínez-Cano, C.; Urrego, G.J. Mathematical modelling to study of self-purification
capacity of Colombian water bodies case: Cauca River and Salvajina Dam. In Proceedings of the 11th
International Conference on Hydroinformatics, New York, NY, USA, 17–21 August 2014.
Bos, J.J.; Gijzen, H.J.; Hilderink, H.B.M.; Moussa, M.; Niessen, L.W.; de Ruyter-van Steveninck, E.D. Quick
Scan Health Benefits and Costs of Water Supply and Sanitation; UNESCO-IHE, RIVM-MNP, EUR-iBMG/iMTA:
Bilthoven, The Netherlands, 2004.
Ramirez, C.; Santacruz, S.; Bocanegra, R.; Sandoval, M.C. Incidencia del embalse de Salvajina sobre el
régimen de caudales del río Cauca en su valle alto. Ing. Recur. Nat. Ambient. 2010, 9, 89–99. (In Spanish)
Sandoval, M.; Ramírez, C. El río Cauca en su Valle alto. Un Aporte al Conocimiento de uno de los ríos más Importantes
de Colombia; UNIVALLE-CVC: Santiago de Cali, Colombia, 2007; ISBN 9789588332109. (In Spanish)
Sandoval García, M.C.; Ramírez Callejas, C.A.; Santacruz Salazar, S. Optimización de la regla mensual de
operación del embalse de Salvajina. Ing. Recur. Nat. Ambient. 2007, 6, 93–104. (In Spanish)
Alcaldía de Santiago de Cali. Informe del Departamento Administrativo de Planeación; Alcaldía de Santiago de
Cali: Santiago de Cali, Colombia, 2013. (In Spanish)
Cruz, J. Manejo Eficiente del Riego en el Cultivo de la caña de Azúcar en el Valle Geográfico del río Cauca; Centro de
Investigaciones de la Caña de Azúcar, Cenicaña: Santiago de Cali, Colombia, 2015. (In Spanish)
Universidad del Valle and EMCALI. Impact Assessment of the Proposed Strategies by EMCALI for the Management
of Wastewaters in the City of Cali on the Water Quality of the Cauca River; UNIVALLE-EMCALI: Santiago de Cali,
Colombia, 2006.
Universidad del Valle and Corporación Autonama Regional del Valle del Cauca CVC. Optimization of the
Water Quality Simulation Model of the Cauca River; La Balsa—Anacaro Reach; UNIVALLE-CVC: Santiago de
Cali, Colombia, 2007.
Universidad del Valle and Corporación Autonama Regional del Valle del Cauca CVC. Water Quality Modelling
Scenarios of the Cauca River; UNIVALLE-CVC: Santiago de Cali, Colombia, 2009.
Departamento Nacional de Estadistica DANE. Boletín Censo General; DANE: Bogotá, Colombia, 2005. (In Spanish)
EMCALI EICE E.S.P. Normas para el Diseño de Alcantarillado; EMCALI EICE E.S.P: Santiago de Cali, Colombia,
1999. (In Spanish)
World Health Organization (WHO). Guidelines for the Safe Use of Wastewater, Excreta and Grey Water. Volume 2.
Wastewater Use in Agriculture; WHO: Paris, France, 2006.

Water 2018, 10, 188

31.
32.
33.
34.
35.
36.
37.
38.
39.

40.
41.
42.
43.
44.
45.
46.
47.

48.

49.

18 of 18

Ayers, R.; Wescot, D. La Calidad del agua en la Agricultura. Estudio Riego y Drenaje No. 29; FAO: Rome, Italy,
1987; ISBN 92-5-302263-9. (In Spanish)
Foster, S.; Skinner, A. Groundwater protection: The science and practice of land surface zoning. In Proceedings
and Reports-Intern Assoc. Hydrological Sciences; IAHS Publications: Wallingford, UK, 1995; pp. 471–482.
Sokolov, A.; Chapman, T. Métodos de Cálculo del Balance Hídrico. Guía Internacional de Métodos de Investigación,
1st ed.; Instituto de Hidrología de España, UNESCO: Paris, France, 1981; ISBN 84-500-5081-2. (In Spanish)
Doorenbos, J.; Kassam, A. Yield Response to Water; FAO Irrigation and Drainage Paper No. 33; FAO: Rome,
Italy, 1979.
Allen, R.G.; Pereira, L.; Raes, D.; Smith, M. Evapotranspiración del Cultivo. Guías para la Determinación de
Requerimientos de Agua de los Cultivos; FAO: Rome, Italy, 2006; ISBN 92-5-304219-2. (In Spanish)
Torres, J.; Carbonel, J. Avances Técnicos para la Programación y Manejo del Riego en caña de Azúcar; Cenicaña:
Santiago de Cali, Colombia, 1996. (In Spanish)
Díaz, J. Riego por Gravedad, 1st ed.; Universidad del Valle: Santiago de Cali, Colombia, 2006. (In Spanish)
Boardman, A.; Greenberg, D.; Vining, R.; Weimer, D. Cost-Benefit Analysis: Concepts and Practice, 2nd ed.;
Prentice Hall: San Diego, CA, USA, 2001; ISBN 9789586705394.
Comisión de Regulación de Agua Potable y Saneamiento Básico. Ministerio de Vivienda Resolución CRA
628 de 2013. Definición de la Tasa de Descuento Aplicable a los Servicios Públicos Domiciliarios de Acueducto y
Alcantarillado; Ministerio de Vivienda: Santiago de Cali, Colombia, 2013. (In Spanish)
Sánchez, F. (Detailed Costs for Some WWTPs Designed and Built by Sánchez Engineering, Santiago de Cali,
Colombia). Report from a consulting engineer, 2013.
The Cost Model of Pumping Systems and Irrigation in Cauca Valley (Colpozos, Santiago de Cali, Colombia).
Personal Communication, 2010.
Ministerio de Agricultura y Desarrollo Rural. Evaluación Departamental de Costos de Producción de Caña de
Azucar; Ministerio de Agricultura y Desarrollo rural: Santiago de Cali, Colombia, 2010. (In Spanish)
Corporación Autónoma Regional del Valle del Cauca—CVC. Red de Monitoreo de la Calidad del Agua de los
Recursos Hídricos Superficiales; CVC: Santiago de Cali, Colombia, 2010. (In Spanish)
Corporación Autónoma Regional del Valle del Cauca—CVC. Acuerdo No. 011 de 2012. Por el Cual se Fija la
Tarifa de la Tasa por uso del Agua; CVC: Santiago de Cali, Colombia, 2012. (In Spanish)
Jiménez, B.; Asano, T. Water Reuse: An International Survey of Current Practice, Issues and Needs; IWA Publishing:
London, UK, 2008; ISBN 9781843390893.
Universidad del Valle and Ministerio de Ambiente y Desarrollo Sustentable. Evaluación del Estado de los Procesos
de Reuso de Aguas Residuales en Colombia; UNIVALLE-MADS: Santiago de Cali, Colombia, 2013. (In Spanish)
Ministerio de Ambiente y Desarrollo Sustentable MADS. Resolución No 1207 July 25, 2014. Por la cual se
Adoptan Disposiciones Relacionadas con el uso de Aguas Residuales Tratadas; Ministerio de Ambiente y Desarrollo
Sustentable MADS: Bogotá, Colombia, 2014. (In Spanish)
Muñoz, E. Los humedales en el continente Americano. Conceptos y clasificación. In Evaluación de la
Contaminación en Ecosistemas Acuáticos: Un Estudio de Caso en la Laguna de Sonso, Cuenca Alta del Río Cauca,
1st ed.; Editorial Program; Peña, E., Cantera, J., Muñoz, E., Eds.; Universidad Autonoma de Occidente and
Universidad del Valle Santiago de Cali: Cali, Colombia, 2012; pp. 23–49, ISBN 9789587650211. (In Spanish)
Velez, A.; Alfonso, L.; Sanchez, A.; Galvis, A.; Sepulveda, G. Centinela: An early warning system for the
water quality of the Cauca River. J. Hydroinform. 2014, 6, 1409–1424. [CrossRef]
© 2018 by the authors. Licensee MDPI, Basel, Switzerland. This article is an open access
article distributed under the terms and conditions of the Creative Commons Attribution
(CC BY) license (http://creativecommons.org/licenses/by/4.0/).

