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Abstract: This paper presents an Improved Bagging Algorithm (IBA) to recognize  
ultra-high-frequency (UHF) signals of partial discharges (PDs). This approach establishes 
the sample information entropy for each sample and the re-sampling process of the 
traditional Bagging algorithm is optimized. Four typical discharge models were designed in 
the laboratory to simulate the internal insulation faults of power transformers. The 
optimized third order Peano fractal antenna was applied to capture the PD UHF signals. 
Multi-scale fractal dimensions as well as energy parameters extracted from the 
decomposed signals by wavelet packet transform were used as the characteristic parameters 
for pattern recognition. In order to verify the effectiveness of the proposed algorithm, the 
back propagation neural network (BPNN) and the support vector machine (SVM) based on 
the IBA were adopted in this paper to carry out the pattern recognition for PD UHF signals. 
Experimental results show that the proposed approach of IBA can effectively enhance  
the generalization capability and also improve the accuracy of the recognition for  
PD UHF signals. 

Keywords: power transformer; partial discharge; ultra-high-frequency (UHF) detection; 
sample information entropy; re-sampling 
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1. Introduction 

The safe and stable operation of power transformers is a guarantee of a reliably working power 
system, while insulation properties are major factors affecting the transformer performance [1]. Partial 
discharge (PD) pattern recognition is one of the most effective ways to prevent sudden power 
transformer insulation accidents. Since ultra-high-frequency (UHF) PD detection can effectively avoid 
the low-frequency electromagnetic interference and the corona pulse disturbance, the technology of 
pattern recognition of PD UHF signals has been rapidly developed for this purpose.  

The existing literature covers a wide range of PD pattern recognition classifiers, including artificial 
neural network [1–4], support vector machine [5–7] and other methods [8–10], which all have 
achieved good performance. Nevertheless, variations will appear in the accuracy of a pattern 
recognition algorithm when the training sample data are changed [11,12]. Therefore, the stability of the 
classification algorithms for different data sample sets has become an obstacle for the widespread 
application of PD UHF on-line monitoring for power transformers. 

Since ensemble learning [13] can improve the generalized capability [11] of various machine 
learning approaches, an Improved Bagging Algorithm (IBA) for the recognition of PD UHF signals is 
proposed in this paper. In this algorithm, the weights of various sample points are defined as the 
sample information entropy. Thus the sample selection process in the traditional Bagging algorithm is 
optimized. Samples are selected based on the entropy weights of each sample, so that the more 
valuable samples for the recognition will be selected more easily in each selection turn. Four typical 
PD models were designed in the laboratory and the multi-band Peano fractal antenna was applied to 
capture the PD UHF signals. The wavelet packet method was adopted to decompose PD UHF signals 
into multiple scales. Thus, the multi-scale fractal dimension and energy characteristic parameters were 
extracted, which can be applied to the pattern recognition. In order to verify the effectiveness of the 
IBA, the back propagation neural network (BPNN) and the support vector machine (SVM) based on 
the IBA were adopted in this paper to recognize PD UHF signals. The comparison results show that 
IBA can effectively enhance the generalization capability and also improve the accuracy of the 
recognition for PD UHF signals, making it a suitable approach for the pattern recognition of  
PD UHF signals. 

2. Description of the Improved Bagging Algorithm 

2.1. Bagging Algorithm 

The Bagging algorithm is derived from a very important statistical theory [14,15], which is an 
effective training method. The Bagging algorithm can significantly improve the generalization 
capability of a learning algorithm, and it can save a lot of time by using parallel training for those  
time-consuming machine learning algorithms such as the neural network. The process of the Bagging 
algorithm is shown in Figure 1. From the finite samples set S, multiple sample sets Si are produced by 
means of the random return selection. The corresponding classifier Ci is trained based on the training 
set Si, respectively. Thus, the primary recognition results can be obtained and applied to the final 
pattern recognition. Furthermore, the final pattern recognition result of the testing sample X is obtained 
by the voting method. The classifiers Cj can be any kind of classifiers, such as the BPNN, SVM, etc. 
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Figure 1. Bagging algorithm description. 

 

In the traditional Bagging algorithm, all training rounds are independent [14]. Meanwhile, each 
training set is generated through random selection from all samples, that is to say, the selected 
probability for all training samples is equal. However, the voltage level and operation environments of 
power transformer are different, which causes differences between the PD signals of different 
transformers. For the PD pattern recognition, the PD signals with more valuable data should be 
selected with more probability to be training samples. Thus, the PD samples of power transformers 
should be selected with the different probability. However, the sample selection process in the 
traditional Bagging algorithm is random. Therefore, in order to select more appropriate samples as 
training sets for maintaining generalization capability, the sample selection process in the Bagging 
algorithm needs to be further improved. 

2.2. Entropy-Based Improved Bagging Algorithm 

For the sample of UHF PD signals, some samples are bound to have more reference value to the 
pattern recognition, and these samples should be selected with a higher probability in the training 
process. Therefore, the concept of the information-entropy-based weight of samples is introduced in 
this paper. And the method based on this concept is employed to improve the sampling process of the 
Bagging algorithm. Theoretically, samples with more implicit information will be selected with a 
higher probability into the sample training set and the results will be more stable and accurate. 

2.2.1. Sample Information Entropy 

Information entropy [16] indicates the value of information, while the sample information entropy 
tells how much information there is in certain sample. The sample information entropy can be described 
as follows: suppose there are m samples (S1,S2,…,Sm) and each sample contains n features 
(F1,F2,…,Fn), the matrix, S , containing m samples is expressed as: 
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Each feature value of each sample is ijx .The information entropy of feature kF  is expressed as:  
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Here, ( )ijp x  is the probability mass function. It can be obtained by the following formula: 
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In Formula (3), the function ( )discrete u  represents the mapping value of u after the discretization 
on the feature ( )k kF u F∈ . In this paper, the equal-width interval division method [17] is employed to 
the discretization process for the continuous features. 

In the equal-width interval division method, several equal fixed width partitions of the range from 
the minimum to the maximum value of the data are defined first. Then the data are assigned to the 
partitions in accordance with their respective values. In each partition, the average value can be the 
discrete mapping value for the data. Thus the discretization function, ( )discrete u , is realized. 

The information entropy of single sample point Si can be described as:  

1
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2.2.2. Sampling Algorithm Based on Sample Entropy 

Suppose the information entropy of sample point Xi is ξ(Xi). The selected probability of each sample 
point can be normalized according to (5):  

_ ( ) ( ( ) / ( ))
i
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The sampling algorithm is shown in Figure 2. 

Figure 2. Sampling algorithm description. 

 



Energies 2011, 4                            
 

1091

2.2.3. Improved Bagging Algorithm Process 

The idea of the Improved Bagging Algorithm (IBA) is to improve the sampling process of the 
training sets from S1 to Sn. Figure 3 shows the IBA process that is summarized as follows: 

(1) Assign each sample a serial number from 1 to n and calculate out the information entropy of 
each sample according to Formula (4); 

(2) Implement the sampling algorithm in Figure 2 to obtain the sample selection sequence; the 
values of the element in the sequence are corresponding to the serial number of the samples; 

(3) In accordance with the first m (m < n) element values in the sequence, select the corresponding 
sample from the entire sample sets to be the training set, Si of Figure 1, of the current round; 

(4) According to the specified classification algorithm, implement the training process on Si to 
obtain the training results of the current round; 

(5) Repeat steps 2–4; 
(6) Obtain the ultimate result by voting method on all rounds of training results.  

Figure 3. The process of the Improved Bagging algorithm. 

 

3. Experiment  

3.1. Artificial Insulation Fault Models 

In order to get a large number of testing samples for pattern recognition, four typical insulation fault 
models were designed in the laboratory to simulate PD in power transformers (shown in Figure 4). 
Figure 4a shows the internal cavity discharge model (called as discharge model G). The cavity in this 
model is made up of three layers of oil-paper, which is 80 mm in diameter and 0.5 mm in thickness. 
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There is a round hole with a diameter of 38 mm in the center of the paper board. Figure 4b shows the 
oil surface discharge model (called as discharge model S). Figure 4c shows the oil corona discharge 
model (called as discharge model C), in which the tip of needle electrode is 3 mm away from the paper 
board. Figure 4d shows the oil floating electrode discharge model (called as discharge model F), in 
which a metal particle with a diameter of 0.3 mm is placed at the edge of the paper board.  

Figure 4. Four types of artificial insulation defect model: (a) Oil gas-cavity discharge 
model; (b) Oil surface discharge model; (c) Oil corona discharge model; and (d) Oil 
floating electrode discharge model. 

 

3.2. Experimental Setup 

Figure 5 shows the experimental setup of PD UHF measurement and voltage standing wave ratio 
(VSWR) of the optimal third-order Peano fractal antenna. The experiments were carried out in a 
simulated transformer tank in the shielded laboratory. During the experiments, the artificial insulation 
fault model test samples were placed in the middle of the oil tank and connected to the ground through 
a small bushing. The tank is rectangular, with a length of 90 mm, width of 70 cm and height of 90 cm, 
respectively. The UHF electromagnetic waves produced by the sample PD were received by the  
third-order Peano fractal antenna. The antenna was installed on the inner side of the tank, as shown in 
Figure 5a. The optimally designed antenna had three frequency pass-bands between 300 MHz and 
1 GHz, as shown in Figure 5b. The measured signals of Peano fractal antenna were transmitted to the 
LeCory7200 digital oscilloscope through a coaxial cable with the length of 8 m and the impedance of 
50 Ω. The sampling rate of the oscilloscope is 5 GS/s. 
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Figure 5. (a) Laboratory partial discharge test diagram: (1) Alternating current power 
supply; (2) Step-up transformer; (3) Protective resistance; (4) Coupling capacitor;  
(5) High-tension bushing; (6) Oil tank; (7) Ground connection; (8) Small bushing;  
(9) Insulation fault; (10) UHF antenna; and (11) Oscilloscope; (b) VSWR of the optimal 
UHF antenna.  

 

The experimental conditions and results of the tests for the four typical insulation fault models are 
listed briefly in Table 1. There were 50 test samples for each model. Each test sample was measured 
under the conditions of three different voltages for the acquisition of PD UHF signal samples. 
Therefore, each type of test samples can produce 150 groups of PD samples, and in total 600 groups of 
sample data were obtained. 

Table 1. Conditions and results of insulation fault model tests. 

Discharge 
Model 

Inception Voltage 
(kV) 

Testing Voltage 
(kV) 

Acquired Sample 
Size 

G (Gas-cavity) 5.8 
7 50 
8 50 
9 50 

S (Surface) 5 
6 50 
7 50 
8 50 

C (Corona) 7.5 
9 50 
10 50 
11 50 

F (Floating) 4.2 
5 50 
6 50 
7 50 

3.3. Analysis of Partial Discharge UHF Signals  

Figures 6 and 7 show the waveforms and normalized power spectra of the UHF signals produced by 
the four discharge models. The background noise of the experimental system is 30 mV. The four PD 
signals seem similar to each other, but differ in details. It is obvious that the UHF signals produced by 
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the four PD types vary greatly in frequency domain. The PD UHF signals can be recognized based on 
the waveform characteristics.  

Figure 6. Waveforms of UHF PD signals occurring in the four defects: (a) Discharge 
model G; (b) Discharge model S; (c) Discharge model C; and (d) Discharge model F. 

 

Figure 7. Normalized power frequency spectra of UHF PD signals for the six models:  
(a) Discharge model G; (b) Discharge model S; (c) Discharge model C; and (d) Discharge 
model F. 

 

3.4. Features Extraction of PD UHF Signals 

Multi-scale decomposition of signals can be realized through the wavelet packet transformation.  
In this paper, five layers of wavelet packets are applied to decompose the PD UHF signals and  
16 multi-scale signals were extracted for each PD UHF signal [18]. The decomposition signals of the 
four types of PD UHF signals by the wavelet packet are shown in Figures 8 to 11. It is clear that the 
decomposed signals in multiple scales of different discharge models are different from each other. 
Furthermore, the improved Differential Box Counting (DBC) and energy characteristic calculation 
formula proposed in the reference [18] were employed to extract the multi-scale fractal dimensions and 
the energy characteristic parameters of the PD UHF signals. The 95% confidence intervals of the 
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features are shown in Figures 12 and 13, respectively. The calculated results show that the multi-scale 
features of different defect models are different. This is helpful for the recognition by the analysis of 
the multi-scale features of the captured PD UHF signals. 

Figure 8. The first 16 multi-scale signals of PD UHF signal generated by the cavity 
discharge decomposed by the five layers of wavelet packet. 

 

Figure 9. The first 16 multi-scale signals of PD UHF signal generated by the suraface 
discharge decomposed by the five layers of wavelet packet. 
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Figure 10. The first 16 multi-scale signals of PD UHF signal generated by the corona 
discharge decomposed by the five layers of wavelet packet. 

 

Figure 11. The first 16 multi-scale signals of PD UHF signal generated by the floating 
discharge decomposed by the five layers of wavelet packet. 
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Figure 12. The 95% confidence intervals of multi-scale fractal dimensions of PD UHF 
signal samples decomposed by wavelet packets. 

 

Figure 13. The 95% confidence intervals of multi-scale energy parameters of PD UHF 
signal samples decomposed by wavelet packets. 

 

4. Results and Discussion 

4.1. Comparison Experiments of Algorithm Accuracy 

To validate the proposed IBA approach, the back propagation neural network (BPNN) and the 
support vector machine (SVM) were both used for classification of the UHF PD signals. BPNN used 
in this paper is a three-layer neural network, including an input layer, an output layer and a hidden 
layer. And the input layer consists of 32 nodes corresponding to the identified characteristics, the 
hidden layer consists of 64 nodes, and the output layer consists of four nodes corresponding to four 
types of partial discharge mode. The neural network training function in the MATLAB toolbox, 
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“newff” and “train”, are used to train the neural network. The hidden layer transfer function is set to 
“tansig”, the output layer transfer function is set to “logsig”, and the training algorithm is set to 
“TRAINGDX”. After several attempts, it was found that when the parameter “epochs” (training times) 
was set to 10,000, goal (the training target) was 0.000001, and lr (the value of learning rate 0.01), the 
result would be better. SVM classification algorithm is implemented C-SVM based on the RBF kernel 
(radial basis function kernel: K(xi,x) = exp(−|x − xi|2/σ2)). The most important parameter is the penalty 
factor C and kernel function parameters σ and in this paper the better parameters are found by the PSO 
(particle swarm optimization) method [19]. 

The IBA, Bagging algorithm (BA) and non-Bagging approach (NBA) were used to compare the 
pattern recognition accuracies respectively. For each type of PD model, a total of 50 sets of the 
decomposed PD data were selected from the 120 sets of the decomposed PD data to train the 
classifiers. The above process was repeated 20 times. It should be noted that the selection process for 
BA is completely random, and the selection process for IBA is conditional random according to 
Section 2. The rest 120 decomposed PD data were applied to the validation of the classifiers. The 
pattern recognition accuracies of various algorithms are shown in Table 2. It can be seen that the 
accuracy has been improved with the IBA in contrast to the original methods. 

Table 2. Recognized accuracy of PD UHF signals (%). 

Discharge Type BPNN SVM 
IBA BA NBA IBA BA NBA 

G (Gas-cavity) 96.66 95.04 94.81 96.9 95.7 95.67 
S (Surface) 93.85 91.11 90.33 94.89 92.78 91.87 
C (Corona) 94.57 93.99 93.11 98.27 96.00 95.33 
F (Floating) 93.14 91.19 90.67 93.92 93.64 92.83 

Average accuracy 94.56 92.83 92.23 96.00 94.53 93.93 

4.2. Comparison Experiments of Algorithm Stability 

The stability of pattern recognition algorithms for different data training sets is more important than 
the accuracy when IBA is applied, because the stability reflects the generalization capability of the 
algorithm. The 480 decomposed data samples obtained above were divided into six groups. In each 
group there are 20 decomposed data samples for each PD fault type. Then four of the six groups were 
taken to form the new training sample sets. Thus, there are totally six different training sample sets 
(G1–G6) and each sample set has 320 training samples. For the six different training sample sets, two 
classifiers, BPNN and SVM, and three training methods, IBA, BA and NBA, were employed for the 
pattern recognition. The recognition accuracy for the six training sets (G1–G6) by the BPNN and SVM 
are shown in Figures 14 and 15, respectively. It can be seen from the figures that with the IBA, the 
recognition accuracy for different data sets is improved, and the stability of the recognition accuracy 
for different data sets increases.  
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Figure 14. Average recognition accuracy of BPNN under three different training methods. 

 

Figure 15. Average recognition accuracy of SVM under three different training methods. 

 

Furthermore, the stability of the recognition algorithms can be measured with the standard 
deviations of recognition accuracies. The standard deviations of the average recognition accuracies of 
the six sample sets are shown in Table 3. It can be found that the variance of recognition accuracies 
using the IBA training method is smaller than that of the BA and NBA approaches. 

Table 3. Standard deviations of recognition accuracies. 

 IBA BA NBA 
BPNN 0.1652 0.5957 1.2215 
SVM 0.2718 0.3950 1.0681 

5. Conclusions  

In this paper, an Improved Bagging Algorithm (IBA) for recognition for ultra-high-frequency 
(UHF) signals of partial discharges (PDs) is introduced. By the proposed approach, each sample is 
marked with sample information entropy, which can optimize the traditional Bagging re-sampling 
process. Thus, the samples with more value for pattern recognition can be selected with a higher 
probability in each round of selection. The experimental results show that the application of this 
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algorithm can effectively enhance the generalization capability and improve the accuracy of the back 
propagation neural network (BPNN) and the support vector machine (SVM) in the pattern recognition 
of ultra-high-frequency signals of partial discharge. The proposed approach is qualified for pattern 
recognition for ultra-high-frequency signals of partial discharge in power transformers. 

In future work, the characteristics of PD UHF signals influenced by more factors such as 
transformer components must be quantified. Testing with the field data using the proposed approach is 
required to verify that the laboratory-based recognition approach can translate to practical applications. 
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