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Abstract: In 2011, the Departments of Architecture, Physics and Engineering began the development
of a small Passivhaus standard, renewable energy self-sufficient studio at the University Botanical
Gardens in Dundee. The prototype was conceived as an experimental, integrated technical platform
to monitor the performance of an ultra-low-energy consumption, energy positive building in the
Scottish climate, and understand user behaviour in relation to managing energy in-use and reducing
occupant’s energy consumption. The building fabric has been constructed using regional sustainable
materials, including a low-thermal bridging timber kit relying on Scottish small cross-section timber
and a novel foam concrete (air entrained) slab foundation. While further work is required to complete
the installation of the renewable energy system, predictive modelling indicates that energy autonomy
can be largely achieved. With the recent introduction of the new Passivhaus 2009 criteria in October
2015, this project provides an insight into the practical application of an autarkic energy system in a
northern European climate. The following paper describes the research rationale, the processes and
decision making in the development of the formal and technical design of the building and discusses
our current thinking in the design and quantification of the energy system.
Keywords: net-zero low-energy buildings; Passivhaus; autarkic; renewable energy; foam concrete;
smart systems; Arduino monitoring

1. Low Energy, Net Zero and Energy Positive Buildings
In the European Union (EU), energy used in buildings accounts for approximately 40% of the EU’s
final energy consumption and 36% of CO2 emissions, making the building sector the largest energy
consuming and climate change inducing sector [1]. In Northern climates, where heating demand
dominates, it has been shown that fabric efficiency improvements (FEES) are the most cost effective
means for improving the energy efficiency of buildings. Currently, Passivhaus (PH) sets the benchmark
standard for achieving ultra-low energy performing buildings and has been a significant step beyond
current UK legislation in terms of reducing Specific Space Heat Demand (SSHD). Although FEES
and passive building design strategies have an important role to play in CO2 reduction, they can
only go part way to reducing regulated energy demands. While space and water heating account for
nearly half of total end use emissions, unregulated demand for electricity, driven by increased plug
load, is growing faster than any other final energy source [2]. Reducing demand for both regulated
primary energy and unregulated energy use within buildings will become increasingly important
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as the national grid is decarbonized and the inherent constraints on renewable power generation
become more onerous [3]. Consequently, buildings are likely to play a more significant strategic role
in their relationship and contribution to the national energy mix and managing energy consumption
behaviour. In order to incentivise a reduction in CO2 emissions, the European Parliament passed the
European Directive 2002/91/EC., [4], recast in 2010 as 2010/31/EU [5] on the Energy Performance of
Buildings (EPBD) requiring a common methodology for calculating the integrated energy performance
of buildings. This legislation requires all new buildings to be nearly zero-energy by the end of 2020 and
all new public buildings must be nearly zero-energy by 2018. In 2013, a European Commission progress
report COM(2013)483 [6], found that EU countries had to significantly step up their efforts to take
more strategic advantage of the opportunities presented by nearly zero energy buildings (NZEB) [7].
In recent years a number of building concepts have emerged which claim to achieve “net-zero
energy” (nZEB), “zero energy” (ZEB) or “energy positive” performance standards. These usually
describe buildings that use the power or heat grid to balance over time energy supply, demand and
export. These concepts use metrics based on energy, carbon and energy cost to achieve a net energy
or carbon balance of zero or positive, i.e., efficiency gains have been made such that the balance of
energy needs can be supplied with renewable energy technologies and any excess energy can be
exported off-site. Musall and Voss discuss various national standards in Europe for achieving energy
balancing in buildings including the Swiss MINERGIE-A, the now obsolete Code for Sustainable
Homes, UK and zeroHAUS certificate, Germany which is based on the Swiss concept of the 2000
Watt Society [8]. They identify discrepancies and lack of comparability between different balancing
concepts due to the use of different indicators such as cost, energy, balance limits, balance periods
and types of balance. Marszal and Heiselberg conducted a literature review of existing definitions
of nZEBs, identifying four principle classifications: “Net-Zero Site Energy”, “Net-Zero Source Energy”,
“Net-Zero Energy Costs” and “Net-Zero Energy Emissions” [9]. They raise a number of issues including
questioning the unit of balance (final/delivered energy; primary energy; exergy; energy costs or CO2
emissions) recommending that primary energy is considered as this is the best expression of the actual
building energy use. They also question the type of energy used in calculating the balance (operational
energy; embodied energy and/or unregulated energy), inclusion of building energy efficiency in the
calculation and the quality of the Low and Zero Carbon Generating Technologies (LZCGT’s) used.
Similarly, Kibbert and Fard discuss definitions for low energy and ZEBs, identifying a wide range
of strategies, non-standard definitions and confusions between different fundamental concepts, e.g.,
“net-zero energy”, “carbon-neutral” and “low-energy building” and call for standard definitions of these
concepts [10]. They make specific recommendations to focus on carbon neutrality as a metric which
reflects the quality of the energy source and to define a new concept for “net-zero low-energy buildings”
which incentivizes energy conservation and potentially lowers the cost of implementing LZCGTs due
to the reduced demand. They also recommend that energy is metered at the building site for the energy
balance. Hernandez expands the scope of ZEBs from considering not only primary energy used in
the building over its lifetime to Lifecycle-Zero Energy Buildings LC-ZEBs, which include, in addition,
consideration of the energy embodied in a buildings construction and technical systems to be equal to
or less than the energy generated by the renewable systems within the building over its lifetime [11].
Pless and Torcellini propose a hierarchical classification system for ZEBs based on the location
and type of renewable sources used [12]. The classification scale ranges from nZEB:A to nZEB:D and is
weighted to LZCGTs that are available within the building footprint at the site and a fabric 1st approach
to energy conservation is incentivised. They also recognize that off-grid nZEBs are difficult to achieve
due to the limited energy storage options available which means that the electrical generation systems
are often oversized for winter demands meaning excess energy produced in the summer cannot be
exported or effectively used on-site. Peacock discusses balancing energy supply and demand with
storage and controls in micro-grid scale autarkic energy systems [13]. They describe the principles
of typical autarkic energy systems as comprising a micro-grid, well understood energy supply and
demand characteristics, opportunities for energy storage of various types and controls able to manage
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Figure 2. (a) West elevation; (b) South east elevation; (c) Ground floor space; (d) First floor space.

Figure 2. (a) West elevation; (b) South east elevation; (c) Ground floor space; (d) First floor space.
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The research described in this paper, which began in 2011, tests in practice solutions for energy
balancing in an energy autarkic building prototype using the 2007 Passivhaus criteria to benchmark
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building energy use while addressing unregulated demand through integrated renewable energy
generation and storage to achieve self-sufficiency. However, while energy has been a principle focus,
the research has adopted a holistic approach to the development of a sustainable building considering
total energy in-use reduction, low-embodied energy, water conservation and the building’s formal
response to these issues and its context. All data supporting this study are provided as supplementary
technical information accompanying this paper and are openly available from the University of Dundee
Institutional Repository Discovery at http://doi.org/10.15132/10000117.
2.2. Innovative Renewable Energy Building Prototype Research
Innovative low and zero-energy building prototypes developed to test the efficacy of renewable
energy concepts in buildings have a long history. The MIT Solar Houses built between 1939
and 1959 investigated passive and active solar generation and thermal storage technologies to
achieve self-sufficiency in heat and hot water demand, providing the first scientifically benchmarked
approaches to solar housing [19]. The Vagn Korsgaard Zero Energy Home in Denmark in 1977 and the
Saskatchewan Conservation House in 1979 proposed buildings that had a close to zero annual heating
need that was achieved through very high fabric specifications and the use of MVHR without the need
for active thermal storage [20]. These were forerunners to the Passivhaus concept which developed the
economic and technical viability for upscaling these principles. The Velfac “Active House” designed
in 2009, went beyond zero emissions producing more energy than the building used in its operation
with export energy allowing payback of the build energy costs within 30 years [21]. Other similar
concepts exist across Europe including the “Med in Italy” prototype designed for the Solar Decathlon
and “LivingBox”, developed for the Milan MADE Expo by Trento University [22]. The Creative
Energy Homes Project (CEH) constructed on the University Park Campus, Nottingham, contains seven
state-of-the-art low energy houses, designed to various energy performance standards between 2001
and 2014 that are connected to a residential hydrogen-based micro-grid providing mid-term storage of
renewable energy generation to achieve self-sufficiency [23]. The Honda Smart Home US, a recent
collaboration between Honda and Berkeley University combines a range of energy saving concepts
such as adaptive lighting, water management, passive design, active heating and cooling and low
embodied energy construction [24] The NZEB grid connected system uses a Home Energy Management
System to manage electrical energy generation from the PV rooftop array and 10 kWh Lithium Ion
battery storage with grid import and export capability. MagicBox, a self-sufficient solar house at the
Institute of Solar Research, Madrid is equipped with grid connected PV generation, lead-acid batteries,
controllable appliances and smart metering. It tests the principles of Active Demand Side Management
(ADSM); the automatic control of household demand combined with renewable energy generation
and automatic control of the grid interface to maximize self-consumption of energy [25]. Modelling
simulations were carried out which showed that ADSM reduces the use of the storage systems and
therefore reduces the losses with regard to the storage system efficiency. The Macro Micro Studio
builds on the principles established in the more recent examples and is designed to test an autarkic
solution located at 56.4˝ North in a Scottish maritime climate.
2.3. Aims and Objectives
During the four years of developing the project, the research aims were re-evaluated and refined
as the context and design requirements became better understood, namely:
‚
‚
‚

to understand the efficacy of designing a grid-tied, net-zero low-energy building that integrates carbon
negative LZCGTs, medium-scale power storage, energy management and predictive controls;
to monitor physical and environmental performance of a Passivhaus standard building and
understand user behaviour in relation to predictive weather data and energy consumption;
to develop a formal, spatial and technical language for a net-zero low-energy building that
responds to the high-value landscape context of the University Botanic Gardens.

Sustainability 2016, 8, 500

6 of 25

A number of specific objectives were identified:
‚

‚
‚

‚

‚

‚

to provide an integrated technical platform and a unique opportunity to develop and study the
efficacy of the interfaces between the building, a local decentralised micro-grid, and the user
enabling these more complex systems to be understood and managed;
to develop smart bottom-up systems thinking for buildings that is driven by needs for warmth,
cooling, power and convenience;
to develop a low-embodied carbon construction system using as far as possible regional resources,
technologies and skills and to implement new technologies where appropriate to demonstrate
potential for up-scaling;
to develop energy harvesting and storage incorporating medium-scale modular Li-ion battery
technology within the building footprint to provide the opportunity for flexible management of
storage, import and export of energy;
to integrate sensor technologies to provide understanding of the spatial aspects of user behaviour
and capture data on the relationship between occupants, the building fabric (e.g., opening
windows) and technical systems (hot water use, ventilation, plug demand, etc.);
to develop intelligent user controls for the building that provide feedback on system performance,
allowing users to alter their energy consumption behaviour and/or control the building behaviour.

2.4. Design Brief
The project was driven by both the technical requirements for achieving net-zero energy and a
qualitative agenda to challenge the language and formal character of “green buildings”. The brief was
developed iteratively over the course of the project with the principle design considerations being
summarized in Table 1.
Table 1. Summary of physical and environmental performance criteria.
Physical Criteria
Gateway building in prime location at the entrance to the University Botanic Gardens
50 m2 gross floor area divided over two floors

- 36m2 ground floor;
- 14m2 first floor
- occupancy for up to 4 people;

Rentable flexible office space:

- flexible meeting space; kitchenette (with sink, fridge and microwave);
plant room (mechanical equipment, batteries, inverters, environmental
monitoring equipment); storage to be built into building fabric; entrance
lobby/air lock

Spatial and aesthetic language to be developed for exterior and interior that seamlessly integrates passive environmental
design and energy generation systems
Rationalist architectural approach synthesizing form and function
Environmental Criteria
56.54˝ N, East Coast of Scotland temperate climate
Passivhaus energy standard to be adopted

- BRE East of Scotland Climate Data
- Passivhaus Planning Package used for calculating energy performance
- Therm 2D Software used to calculate thermal bridging

Low-embodied energy materials to be used
as far as possible (within the limitations of
funding restrictions and availability through
in-kind donation)

- Scottish timber used in novel thermally broken construction system;
- high performance insulation and airtight membranes;
- foam concrete foundation system
- LCA used to calculate the CO2e of the construction
- 14% efficiency Photovoltaic Panel array

Energy-autonomy (as an option) through use of
carbon negative generation and storage

- VAWT
- Li Ion battery storage

Water harvesting and treatment/SUDS drainage from rainwater and grey water disposal

construction system;
- high performance insulation and airtight membranes;
- foam concrete foundation system
- LCA used to calculate the CO2e of the construction
- 14% efficiency Photovoltaic Panel array
Energy-autonomy (as an option) through use of
- VAWT
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Figure 3. (a) Annual Average Mean Temperature for 1971–2000; (b) Annual Heating Degree Days for
Figure
3. (a) Annual Average Mean Temperature for 1971–2000; (b) Annual Heating Degree Days for
1971–2000; (c) Annual Cooling Degree Days for 1971–2000 Jenkins et al. 2008 [27].
1971–2000; (c) Annual Cooling Degree Days for 1971–2000 Jenkins et al. 2008 [27]. (Copyright permission
from © Crown copyright 2008, Met Office. Jenkins, G.J., Perry, M.C., Prior, M.J. The climate of the United
3.2. Site Constraints
Kingdom and Recent Trends; Met Office Hadley Centre: Exeter, UK, 2008.)

The Studio is situated on a site to the west end of the Botanic Gardens, which lie in 9.5 hectares
of
heavily
wooded, south facing, gently sloping land adjacent to the River Tay (Figure 4). The Garden
3.2. Site Constraints
contains a collection, organized by geographic origin, of indigenous plants from around the world.
The Studio is situated on a site to the west end of the Botanic Gardens, which lie in 9.5 hectares of
heavily wooded, south facing, gently sloping land adjacent to the River Tay (Figure 4). The Garden
contains a collection, organized by geographic origin, of indigenous plants from around the world.
The purpose of the Garden is for research, education and leisure and receives more than 80,000 visitors
a year making it an ideal location for a demonstration project [28]. The Studio is on the site of a former
mature shelter belt and sits to the north between the main reception building and glasshouse. The site
area is approximately 40 m in length by 10 m in width, rising by approximately a metre along its main
axis running south to north. The building is located to the north of the site, to avoid services running in
the ground at the south and to take advantage of the slope reducing any overshadowing from adjacent
buildings and to maintain a 10 m fire separation from the glasshouse.

visitors a year making it an ideal location for a demonstration project [28]. The Studio is on the site
of a former mature shelter belt and sits to the north between the main reception building and
glasshouse. The site area is approximately 40 m in length by 10 m in width, rising by approximately
a metre along its main axis running south to north. The building is located to the north of the site, to
avoid services running in the ground at the south and to take advantage of the slope reducing any
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The final building design is a synthesis between aesthetic considerations, form factor and energy
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Figure 7. (a) CUBE Alberto Giacometti, 1933; (b) Three dimensional form of the building; (c) Axonometric
Figure 7. (a) CUBE Alberto Giacometti, 1933; (b) Three dimensional form of the building;
spatial arrangement; (d) Axonometric renewable systems.
(c) Axonometric spatial arrangement; (d) Axonometric renewable systems.
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4. Low-Embodied Energy Construction Principles
The construction solutions adopted in the studio were driven on the one hand by the embodied
CO2 e of materials and their transportation [31], the availability of the materials within the limitations
of the funding of the research and aesthetic considerations. The two principle areas of innovation
in the studio are in the timber superstructure and in the foundation system. A simplified Life Cycle
Analysis (LCA) of the principle construction elements (foundations, walls, roof, internal structure
and finishes) was undertaken following methods adopted by [32–36]. The results indicate that the
Studio’s construction generated 30.241 tonnes of CO2 e, with 52% of its material mass associated with
the foam concrete foundation and 24.57% with the timber superstructure and finishes. The carbon
sequestered by the timber superstructure and finishes when factored into the total would lower the
CO2 e to 8.416 tonnes. The quantity of insulation makes a significant contribution to the total CO2 e in
order to achieve 0.1 W/m2 K average U value, but this would be offset by operational CO2 savings due
to the lower energy consumption of the building. Conventional foundation systems produced similar
total emissions to the foam concrete, the latter having the advantage of being simpler to install and
detail. The zinc cladding used on the facade contributed approximately 45% of the total CO2 e which
would be reduced if alternative lower embodied energy materials were considered and aesthetic and
durability issues were less of a priority.
4.1. Timber Structure
Timber is the most sustainable low-carbon renewable form of construction available today,
with timber-kit construction accounting for around 80% of the market in new build housing in
Scotland [37]. Although Scotland has significant timber resources, the majority of timber is imported
from Scandinavia and Canada, which limits the capacity for the Scottish forestry industry to up-scale.
The resulting choice of construction systems and detailing was in response to developing a low cost,
self-build Passivhaus standard building envelope that would optimise regional and local products and
that could be simply and safely constructed by low-skilled labour without the need for mechanical
plant on site. The geometry of the building provided significant challenges that required substantial
innovation in the development of the timber superstructure which is a hybrid construction of
proprietary timber systems and bespoke elements (Figure 8). The Alpine SpaceStud® (ITW Industries,
Glenrothes, UK) and SpaceJoist® (ITW Industries, Glenrothes, UK) framing systems had recently been
developed by Cullen Building Products and ITW Industries to meet increased thermal requirements
of the Building Regulations and the Code for Sustainable Homes [38]. The SpaceStud® used for
vertical load bearing elements in the wall construction, is a wall stud utilizing standard stock sizes of
Scottish timber for two vertical 38 mm ˆ 44 mm timber chord sections that are connected by pressed
steel separators. The 202 mm wide cross section accommodates thicker insulation, providing low
U-values and reduced thermal bridging due to the discontinuity of the section. The wall cassettes were
preformed from 1.2 m wide ˆ 3.0 m high open-panels, and comprise SpaceStuds® at 400 mm centres,
SpaceJoists® used for lintels over openings and 9 mm OSB sheathing to both faces.
The roof is a plate structure assembled from individual elements on site, comprising 225 mm deep
James Jones timber I-Section joists (JJI-Joists® ) (James Jones Ltd, Larbert, UK), with 45 mm ˆ 90 mm
timber chords and 12 mm thick OSB webs [39]. The frame was analysed in Oasys GSA software.
The roof plates required stiffening the junctions between the different facets which resulted in a hybrid
construction with a Laminated Veneer Lumber (LVL) ring-beam at the wall head and composite
triangular shaped LVL/JJI-Joist beams at the plate junctions. Plates are infilled with JJI-Joists at 600 mm
centres and joined to the ridge beams using proprietary steel connectors and sheathed to both faces
with 9 mm OSB. Originally the rafters in the south roof were arranged from top to bottom but were
subsequently changed to span in the lateral shorter span to reduce bending which is indicated in red
in Figure 8b. The floor construction comprises 245 mm ˆ 90 mm JJI-Joists at 450 mm centres running
between a glulam beam above the service wall and a bespoke 1 m deep ˆ 120 mm wide CLS/plywood
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Figure 8. (a) Timber Frame Arrangement; (b) FEA Analysis; (c) SpaceStud Assembly; (d) Wall Panel;
Figure 8. (a) Timber Frame Arrangement; (b) FEA Analysis; (c) SpaceStud Assembly; (d) Wall Panel;
(e) Testing the Roof Structure.
(e) Testing the Roof Structure.
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sprayed onto the frame in two stages, the first spray encapsulated within the frame between the two
layers of OSB ensured that all voids were filled. The inner structure is bounded by a services gap
covering a Glidevale VC Foil® (Glidevale, Sale, UK ) air tight membrane with overlapped and taped
seams, encapsulated in 12 mm plaster board on timber battens and skim coat plaster finish [41]. The
second spray of 175 mm Icynene® (Icynene, Mississauga, Canada ) was over-sprayed onto the outside
of the structure which provided a second airtight seal tested initially to 0.6 air changes per hour
Sustainability 2016,
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Figure 9. (a) Cladding Supports; (b) Icynene Insulation; (c) Pouring of aerated slab.

Figure 9. (a) Cladding Supports; (b) Icynene Insulation; (c) Pouring of aerated slab.
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The slab was poured in two stages into a plywood formwork, with the timber kit being anchored
by in-situ 10 mm¨ stainless steel threaded bar mounted in a 200 mm ˆ 45 mm LVL soleplate pre-attached
to the top of the form work and connected to a continuous steel uni-channel located in the base of the
foundation. Due to the air void system in foamed concrete water absorption is higher than normal
concrete, with values between 3% and 9% by weight being typical for densities between 1700 kg/m3
and 500 kg/m3 . To protect the slab a CETCO® (CETCO Mineral Technologies Europe Ltd., Wallasey,
UK) self-bonding, composite needle-punched sodium bentonite/geotextile waterproofing tanking
system was used which forms a monolithic waterproofing membrane when hydrated [47]. A 40 mm
thick anhydride self-levelling screed was required to protect the surface of the material to provide wear
resistance, which was finished with Sikafloor® (Sika Services AG, Pfaffikon, Switzerland) -2530 W,
two part, water dispersed, solvent free, coloured, epoxy resin coating [48]. The higher thermal mass of
the screed is designed to take advantage of direct solar gain from the south facing façade.
The slab using a 600 kg/m3 sand/cement mix achieves a U Value of 0.098 W/m2 K at 1 m thick
but requires 200 mm thick EPS perimeter insulation at the edges providing a perimeter U Value of
0.112 W/m2 K. The critical thermal junction in the slab is at the interface between the slab and timber
kit where an LVL soleplate is used to distribute loads from the kit and tie this to the slab in the event
of uplift. LBNL THERM 6.3, 2D heat flow analysis software was used to model the interface and to
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higher thermal mass of the screed is designed to take advantage of direct solar gain from the south facing
façade.
The slab using a 600 kg/m3 sand/cement mix achieves a U Value of 0.098 W/m2K at 1 m thick but
requires 200 mm thick EPS perimeter insulation at the edges providing a perimeter U Value of
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0.112 W/m2K.
The critical thermal junction in the slab is at the interface between the slab and timber
kit where an LVL soleplate is used to distribute loads from the kit and tie this to the slab in the event
of uplift. LBNL THERM 6.3, 2D heat flow analysis software was used to model the interface and to
investigate various ways of isolating the soleplate from the slab, including a mortar bed, foam strip
investigate various ways of isolating the soleplate from the slab, including a mortar bed, foam strip
and bedding the soleplate directly on the slab. The latter was found to be most effective giving a
and bedding the soleplate directly on the slab. The latter was found to
be most effective giving a Psi
2 /a
Psi Value of ´0.0165 W/mK, which reduced the SSHD by 1 kWh/m
when accounted for in PHPP
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Figure 10. LBNL THERM 6.3 2D analysis at slab/kit junction (a) Isotherms; (b) heat flow; (c) flux.

Figure 10. LBNL THERM 6.3 2D analysis at slab/kit junction (a) Isotherms; (b) heat flow; (c) flux.

4.4. Air Pressurization Test Results

4.4. Air Pressurization Test Results

Blower Door tests were carried out by Thermal Image UK with the air leakage characteristics of
the structure being determined in accordance with ATTMA TSL1´Issue 1, which is based on BS EN
13829:2001 with enhancements recommended by ATTMA, using an air depressurisation technique.
Air was supplied to the building at a variety of flow rates to create subsequent pressure differentials
between the internal and external environment of the structure under positive and negative pressures.
Air moving equipment was utilised to provide the required airflow and pressure differentials were
constantly measured and logged. The air temperature inside and outside was measured, along with
the external wind speed and barometric pressure. The pressurization tests were carried out using a
temporary seal to the service duct which could be seen to be leaking during the smoke test. The airflow rate
at a pressure differential of 50 Pa was determined, expressed as an airflow rate per m2 of building envelope.
The air changes per hour (average) results from three tests were 0.531ach@n50, within the Passivhaus
maximum limit of 0.6ach@n50. Further improvement would be expected with a sealed service duct.

As would be expected in a small building the mechanical services are comparatively simple, the
main requirements being electrical distribution, lighting, heating and ventilation, hot and cold water
supply, renewable energy generation and storage. In addition, there was the need to consider monitoring
of the environment,
and building occupants. Due to expediency and timescales
it was decided
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to use conventional 240 V mains AC electrical distribution, although a more innovative DC system
had been considered
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Figure 11. (a) Mechanical Ventilation Heat Recovery (MVHR) Layout; (b) Installed MVHR; (c) ZIP
Figure 11. (a) Mechanical Ventilation Heat Recovery (MVHR) Layout; (b) Installed MVHR; (c) ZIP
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5.3. Water Supply
The water supply currently is mains fed, although the original intention was to harvest
water from the south roof using a 1137 litre, rainwater harvesting systems using a Balmoral
Hydrostore® (Balmoral Tanks Ltd., Aberdeen, UK underground tank and pump this to the building
through a filtration system still to be developed providing autonomy from the mains supply ([52].
Currently filtered boiling and chilled drinking water is supplied via a ZIP Hydro Tap® BC200/175+
(Zip Industries, Sydney, Australia)and instantaneous hot washing for hand and dish washing is
supplied via a ZIP IHW CEX-U In Line Heater® (Zip Industries, Sydney, Australia) ZIP, 2016 [53].
The Hydro Tap® has a power rating of 2.8 kW and has two energy conservation modes with an integral
programmable 24 h 7 day timer allowing behaviour patterns to be pre-defined and an inactivity sleep
mode allowing the system to be powered down. The In Line Heater® has a power rating of 9.8 kW
and programmable settings for supplying water between 20 ˝ C and 60 ˝ C. Both systems are designed
to conserve energy by precisely controlling supply volumes and outlet temperatures and minimizing
energy losses through direct supply.
6. Energy Consumption, Generation, Storage and Controls
The primary aim of the project is to understand how different renewable energy technologies
operate together to achieve “autonomy” and how these systems can be optimized to manage energy
consumption behaviour without oversizing either the energy generation or storage elements of the
system. While predictions were made in terms of external environmental factors (solar insolation,
wind speeds) and the energy needs of the building occupants it was not possible to definitively
quantify the relationship between these in terms of the efficiency of the system. A best “fit” was
developed and this was used to make the current design decisions on the energy system. The energy
budget of the Studio may be broken down as follows: Thermal energy gains/losses; Electrical energy
requirements; PV generation; Wind generation; Energy Statistics; Building management. As the project
has not yet reached completion, there are currently no substantive operational data on which to judge
performance. The following results have been developed through independent research studies carried
out by students assigned to the project using proprietary software packages [54].
6.1. PHPP Analysis—Thermal Gains, Losses and Ventilation
Initial estimates of the thermal performance of the Studio were developed in the Passivhaus
Planning Package (PHPP 2007 Version 2.1.1) which provides minimum compliance values across a
range of criteria. PHPP compiles a detailed description from user input of the building envelope and
material thermal properties site, orientation, occupancy, ventilation, electrical goods and utilisation,
local climate, and desired interior temperature. Heat loss due to transmission + ventilation, and heat
gain due to solar radiation + internal sources (occupants and appliances) may thus be calculated [29].
It was assumed that the Studio was on a flat site and there were no overshadowing elements allowing
all solar gains available to the site to be utilised. The calculated U-Values for the building fabric were;
Walls 0.108 W/(m2 K), Roof 0.099 W/(m2 K), Foundation (main area) 0.098 W/(m2 K) and Foundation
(perimeter) 0.112 W/(m2 K) with the fabric U value average being 0.17 W/(m2 K). The average U-Values
for the Windows is 0.82 W/(m2 K). Shading was defined as 0.2 m for window reveal and overhang
depths. Additional seasonal shading such as blinds, blocking 50% of the solar heat gain to the south
elevation was calculated. This was determined by defining a maximum temperature swing of less than
3 Kelvin (PHPP guidance), eliminating overheating when combined with adequate summer ventilation
in Scottish climates. A Paul Santos 370DC Mechanical Heat Recovery Ventilation unit with an efficiency
rate of approximately 94% was used. The construction was considered to be thermal bridge free but
additional modelling of the slab/kit interface was carried out due to the atypical construction. East of
Scotland climate data supplied by BRE was used in the modelling. The annual heat demand is the
annual sum of (heat loss—heat gain). The calculated mean annual value obtained for the Studio was
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10 kWh/m2 /a which lies within the Passivhaus limit with the fabric heat loss proportions detailed
in (Figure 12). The analysis indicated that a 1 kW electric post-heater on the MVHR unit would
be
sufficient
to 8,
offset
Sustainability
2016,
500 the heat deficit in winter months, conditional on the availability of electricity.
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Figure 12. (a) Percentage Total Heat Losses; (b) Detailed Heat Losses Building Fabric.
Figure 12. (a) Percentage Total Heat Losses; (b) Detailed Heat Losses Building Fabric.
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6.2. Electrical Loading
6.2. Electrical Loading
The main contributions to the electrical load are as follows: MVHR unit and post‐heater, lighting,
The main contributions to the electrical load are as follows: MVHR unit and post-heater,
laptops + chargers, mobile phone charging, refrigerator, water heating (ZIP Units), Building Management
lighting, laptops + chargers, mobile phone charging, refrigerator, water heating (ZIP Units), Building
System. By spreadsheeting individual consumption and utilisation factors an estimate of the typical
Management System. By spreadsheeting individual consumption and utilisation factors an estimate
load may be made, which amounts to some 6.6 kWh/day to 8 kWh/day. There is a high degree of
of the typical load may be made, which amounts to some 6.6 kWh/day to 8 kWh/day. There is a
variability depending on occupancy, nature of tasks, time of year, and day of week. These figures
high degree of variability depending on occupancy, nature of tasks, time of year, and day of week.
have been based on 4 people using the building 9‐5, 5 days a week (Figure 13).
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highly-seasonal variations in output. The summer months yield > 15 kWh/day, which is more than
sufficient to run the Studio on most days. However, in winter this falls to 1.5 to 3 kWh/day, a serious
shortfall considering the projected need for post-heating of the MVHR at this time.
6.4. Wind Turbine Electrical Generation
The wind-turbine which has still to be installed will be located some 15 m west of the glasshouse,
on a 10 m mast with an open aspect to prevailing south westerly winds. It was originally proposed
to use a “Giromill” vertical-axis rotor type, such as the Aeolos-V 3 kW [56], selected since they are
considered to be quieter and less obtrusive—the turbine operates in a public area, and there is housing
within 20 m of the site. A further advantage is the potentially superior performance of a VAWT
operating in the gusty wind conditions found in suburban areas. A meteorological station operated by
a colleague is located some 1 km from the site [57]. Insolation and wind records at 5 min intervals from
2003 onwards were used to estimate the output from both the PV array and the VAWT, in the latter
case using the power vs. wind-speed conversion curve in the brochure. The projected monthly output
is shown in (Figure 13a,b) and it should be noted the complementary form to the PV curve—wind
power shows a shallow minimum output over the summer months.
6.5. Energy Statistics
An important advantage of having local meteorological data when simulating the performance
of the Studio system is that the records may be combined directly to estimate the total generated
power (PV + wind) at any instant at the Studio site. This provides an accurate statistical record
of power fluctuations on a timescale of minutes to days. From Figure 13c it can be seen that the
combined monthly generation lies between 650 and 1000 kWh. The generation fractions are reasonably
well-balanced between March and October, and thus a daily shortfall in one might be compensated by
the other. In the winter months however, there is strong reliance on wind, which has implications in
an energy-autonomous system. Using the 9 years of local data has enabled the effects of intermittency
to be studied with some degree of authority. As a starting-point a constant daily load of 8 kWh
throughout the year denominator’ (which includes a constant factor for the post-heater of around
2 kWh/day) and a battery capacity of 24 kWh were assumed. A maximum discharge level of 50% was
stipulated, effectively providing 1.5 days of battery reserve. A simple strategy of shutting down all
consumption when the 50% battery charge limit was exceeded until the battery was fully re-charged
was adopted. Despite the fact that the monthly consumption is some 240 kWh (including weekends),
and generation in December is over 600 kWh, the probability that power will be lost over the month is
approximately one day in five, with other predicted outages in October, November and January.
Because PHPP 2009 uses calibrated regional weightings for estimating the RE generation for
PV and Wind components, it is not possible to definitively confirm if the studio complies with the
new PH standards without modelling this in the new software. However, a simplified PER value
can be computed on a monthly basis using the monthly figures detailed above, from the equation:
PER = Energy supply from renewable sources/Final energy demand at the building. The smallest PER
value, as expected from the number of drop-out days (6) is December (PER = 2.70), and the largest is in
May (PER = 4.86). However, the December figure is likely to be worse if the post-heater runs for more
than 2 h/day, and the coarse monthly calculation method inevitably hides the true picture in terms of
the system’s autonomy due to erratic periods of calm weather in winter (of the order of 2 or more days
of low wind simultaneously).
Alternative strategies could be adopted to mitigate this whereby energy shortages are anticipated
and consumption adjusted by various means. In a typical off-grid system, a diesel generator would
normally be used to make up the shortfall in the absence of a more stable renewable source such as
hydro-electric [58]. In our case the system is in fact grid-tied of necessity, because we are exporting
excess electricity, so the grid can effectively play this role. Over the nine-year period of data
records (2003–2011), the average annual electricity consumption of the Studio is around 3000 kWh,
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the export to grid is some 7000 kWh, and import from grid (in the above role) is 120 ˘ 50 kWh.
The export arrangements will in practice be made more challenging by the fact that there are no
NEL/TÜV-certified VAWTs of a suitable capacity available and arrangements will need to be made
to export the wind-generated electricity for use only within the confines of the Botanic Gardens.
The logistics and practicalities of this arrangement are currently under investigation. An alternative
strategy suggested by PH 2009 is to balance short-term and seasonal storage. Therefore, in this context,
around 8 days of excess summer electricity could be abstracted to produce sufficient hydrogen to
regenerate 120 kWh of electricity from a fuel cell in the winter months. This should enable energy
autonomy to be maintained throughout a typical annual cycle. The seasonal store could, for example,
be used in 12 kWh “blocks” to re-charge the battery when it falls below 50% maximum.
6.6. Building Management Systems
The conceptual building management and monitoring system will be a key feature of the Studio
in the future. The requirement for comprehensive always-up monitoring of the physical status of
the building is essential in order to satisfy one of the major goals of the project, which is that it will
function as a “live-in lab” for three years or more following completion. This will involve monitoring
occupant activities and interactions as well as temperatures, lighting levels, etc., so that a picture of the
way occupants behave and how the building needs to accommodate their behaviour, and vice-versa,
might be developed. Data collected will be available on-line to all participants in the project and to
authorised external bodies. While a detailed specification of the system is under development, and its
sophistication will depend on future funding and in-kind support, the overarching requirements are
as follows:
‚
‚
‚
‚
‚
‚

Management of temperature and comfort via MVHR, blinds, natural ventilation;
Conditioning and control of electricity flows from PV and wind sources, use within Studio, export,
and import;
Implementation of a range of power management strategies, pre-defined, predictive, adaptive
Passive monitoring of systems and sub-systems, including arrays of temperature and light sensors,
breakdown of electricity use by product in real-time;
Monitoring of weather conditions, e.g., wind speed and direction, insolation, rainfall, outdoor
temperature and humidity for thermal calculations;
Monitoring of user occupancy, activity and comfort.

It should be borne in mind that measurement, control and data management functions will
themselves incur an energy cost, and indeed may also interfere to an extent with the “normal operation”
of the studio as a workplace.
7. Discussion
The most significant and challenging aspect of the research has been in the development of
the autonomous renewable energy system which has been designed to achieve “self-sufficiency”.
Despite the 1.5 day autonomy of the battery sizing there are significant predicted outages in winter
which highlights the core problem of “off-grid” generation systems (Wind/PV) at high latitudes having
such a wide spread of monthly output. In a next phase of modelling a sensitivity analysis on battery
size, discharge level, demand side regulation would be needed to determine if autonomy is achievable.
The base assumptions used in the energy analysis were made early in the project and since this analysis
was performed, changes have been made to specifications and final occupancy that will inevitably
affect the base loads. More precise figures are still fluid, but are likely to have minimal significant
bearing on the key predictions, outcomes and scenarios thus developed, namely:
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Wind + Solar works surprisingly well for 8 months of the year (but is seriously oversized on
average basis) with the energy balance being most strongly affected by the VAWT due to becalmed
days in winter;
Achieving annual electrical autonomy is a very difficult task at a latitude of 56.54˝ N, without
improved storage but there is tantalizingly large average excess energy generated each month;
A larger battery size could reduce the problem (but it would likely be unfeasibly large to statistically
eliminate outages due to 5 winter days of low/no wind);
A strict regime on “critical days” energy usage may help (using weather forecasts to trigger these);
A seasonal store of “electricity”, even an inefficient one, would be a significant help but would
need to be around 100 kWh in size—potential options being hydrogen, pumped water, biogas
reactor fed by waste heat from electricity or other organic power sources?

A 5.0 kWp PV system was installed and commissioned in June 2014. It is slightly up-rated
from that upon which the modelling described in section 5.2 was based. At the time of writing
it has been operational for 1.75 years, and has generated 8690 kWh AC. Ignoring the fact that
the second annual cycle has not been completed, these figures indicate a pro-rata specific yield of
993 kWh/kWp/a. We consider this to be a satisfactory outcome, in keeping with similar installations
located on well-disposed sites in east Scotland over this period.
Work has recently started on the development of a Arduino® (ARDUINO LLC, Somerville, USA)
environmental monitoring unit that will combine LUX, temperature, humidity, airflow and CO2
sensors. The floor slab has been instrumented using thermocouple cables and a data logger will be
used to record the thermal performance of the foam concrete and thermal storage behaviour of the
screed. In the meantime, LASCAR EL-USB-1 temperature and humidity data recorders have been
installed set to record at one minute intervals over the past 18 months. These were positioned in
the plant room, ground floor kitchenette and on the mezzanine balustrade. The data recorded was
very variable giving a high summer temperature peak of 33 ˝ C and a gradual decline in temperature
from around mid-November to mid-February with a lowest recorded night time temperature of
6 ˝ C. Since the commissioning of the mechanical systems in late August, and even with a very
“free-floating” occupancy, no natural ventilation, little internal heat gains and the MVHR on a standard
operating setting, the diurnal temperatures have begun to stabilize although the building is showing a
tendency to overheating on hotter summer days. There is some variability in temperature gradients
within the building with the plant room recording temperatures 3–4 ˝ C higher than the other spaces.
The mezzanine and ground floor areas show similar temperature patterns suggesting a free flow of
heat most likely due to stack effect (Figure 14). Introduction of an extract within the plant room would
be beneficial in utilizing the heat generated from the mechanical equipment over the winter months
and reducing
higher
summer
temperatures using the MVHR bypass facility.
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Figure 14. Environmental performance data from 20 August to 26 December 2015.
Figure 14.
Environmental performance data from 20 August to 26 December 2015.

8. Summary
This paper has described the conception, design and construction of the Macro Micro energyself-sufficient prototype laboratory at the University of Dundee, its present status, predictions obtained
from modelling of thermal properties, PV and wind electrical generation systems, and has outlined
some future plans. The building concept has been developed as an energy autonomous solution
operating an all-electrical system powered from near-zero emission renewables including a 5 kWp
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8. Summary
This paper has described the conception, design and construction of the Macro Micro
energy-self-sufficient prototype laboratory at the University of Dundee, its present status, predictions
obtained from modelling of thermal properties, PV and wind electrical generation systems, and has
outlined some future plans. The building concept has been developed as an energy autonomous
solution operating an all-electrical system powered from near-zero emission renewables including
a 5 kWp PV array, 3 kW VAWT and 24 kWh Lithium-Ion battery store. It was designed to the 2007
Passivhaus standard, with calculations indicating the construction will achieve 10 kWh(m2 a) specific
space heat demand, although certification was not possible due to funding restrictions. This has been
achieved partly through an optimization of the geometry to give a low Form Factor, optimized solar
orientation and the specification of a high performing thermal envelope. Innovations incorporated
in the construction include the use of Scottish small section timbers in a thermally broken open
panel cassette and a 1-m deep foam concrete slab foundation system providing very low U values
(0.1 Wm2 k) and the elimination of thermal bridging which reduced the predicted space heat demand
by 1 kW/m2 /a. Other sustainable measures have been incorporated within the design including
water harvesting, direct heating water supply, LED lighting incorporating PIR and daylight controls.
Although the energy system has yet to be completed, modelling indicates that the total annual
renewable energy generated, will significantly exceed the total energy consumed (regulated and
unregulated) in the building. Our calculations predict that the daily total energy demand can be
satisfied from the renewable system in combination with short-term storage, but a shortfall is predicted
for 12 days of the year occurring between October and February when the PV component is least
effective. We expect in the future this will be mitigated through smart systems using predictive data
to manage demand at critical periods and/or a small seasonal storage system such as a hydrogen
fuel cell with the capacity for 120 ˘ 50 kWh of electricity production. The project is very much an
on-going one, and will shortly move to the next phase involving the implementation of medium-scale
energy storage, energy controls and environmental monitoring once further funding has been secured.
The longer-term intention is that the project will become a “live-in-laboratory” for a wide range of
research activities including: Experimental studies of Passivhaus performance; renewable energy
management strategies; building automation and adaptive control.
Supplementary Materials: The supplementary materials is available online at http://www.mdpi.com/2071-1050/
8/6/500/s1.
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