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Abstract: The objective of this paper is to give an overview on the Hungarian experience of river
bank filtration (RBF) systems. The study addresses the conflict, which arises between the stochastic
character of river water quantity and quality, and the required standard of drinking-water supply.
Trends in water levels, flow, and water quality are discussed, along with technical measures and
operational rules that were developed for implementation of RBF systems. This paper also provides an
overview of the average lifespan of the wells and operational strategies. The emerging reconstruction
and reconditioning needs are highlighted, and existing alternatives are presented. Large-scale
infrastructural elements, such as the Danube-based RBF systems, have to be adapted to a changing
environment. The increasing frequency of floods and droughts stresses the need to implement
climate-adapted RBF systems and related operational strategies. Operational strategies which were
developed by the Budapest Waterworks to deal with extreme hydrological scenarios are presented.
Keywords: river bank filtration; hydrological trends; sustainable water production; well structure
remodeling

1. Introduction
The impact of climate change on the hydrological cycle poses a serious challenge to the water
industry and society as a whole [1]. Basin flooding and low-water periods of the Danube river are
major stress factors for river bank filtration (RBF) systems. Many existing RBF systems can only be
operated within a certain range of river-water level [2]. The past century has seen increasing low-water
periods for the Danube, whereby the mean water level has reduced by more than 1 meter. Regional
interferences (construction of reservoirs in the upstream section) and global/regional climate change
(increase of annual water temperatures and critically low water levels) require the development of
novel well scheme operation methods [3]. RBF-based water supply systems are exposed to stochastic
processes affected by climatic change [4]. Safety and security requirements of water supply contradict
these natural processes [5]. Coming up with solutions for these contradictions is a primary focus for
the waterworks. Climatic changes have a profound effect on river water levels [6]. More frequent
flooding affects not only the flow conditions at RBF systems, but also the quality of the bank filtrate
and abstracted water [7]. In addition to this, water demands are fluctuating, land-use patterns,
and especially agricultural activities are changing, and energy demands and costs are increasing.
However, water quality effects are somewhat tempered in the case of RBF as they are damped,
compared to surface water abstraction [8].
During RBF, a significant removal of pollutants occurs in the river bed and the aquifer zone
nearest to the river bed, where microbiological activity is high. Due to the changes in river water levels,
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Directions of water flow into or out of the aquifer are governed by the water levels of the river and
the land-side groundwater [10]. Water-level fluctuations have a strong influence on aquifer saturation,
the size of the biologically active zone, and the quantity of biofilms. These fluctuations determine
the characteristics of the transportation and flow into the unsaturated zone, as this zone has lower
removal capability than the saturated one. In the case of high water levels, river water also enters a
previous non-wetted zone, resulting in deteriorated water quality [11]. RBF is an ultra-slow filtration
process whereby the transport rate is only about 0.1–0.25 m/day at the bank surface. (For comparison,
this value is 5 m/day at slow sand filtration, and 240 m/day at rapid sand filtration.)
River-bed regulations can have a negative effect on both the volume and quality of bank filtrate,
as evidenced by an example from the Colorado River [6]. In the Hungarian Danube section, gravel
dredging has regularly been done to improve navigation conditions. This causes the width of the
infiltration zone to decrease, and its depth to change also. River regulations resulted in the decrease
of river-bed load transport, and no further coarse fractions were sedimented. River training dams
perpendicular to the flow direction also resulted in a siltation of the river bed. This induced anoxic
conditions and, consequently, deterioration of water quality by the dissolution of iron and manganese.
The hydrogeological properties of the aquifer zone near the river, such as depth, particle size,
transport conditions, hydraulic conductivity (K value), mineral composition, and pollution state
cannot be influenced by the operator [17]. However, technical parameters can only be managed within
certain limits, such as the type of water intake, well distance from the river, produced water volumes,
and pump operation.
In the following, based on an overview of the Budapest experience with RBF systems, effects of
climate change and changes in water quality will be discussed together with technical measures and
operational strategies developed for adaptation of the RBF systems. Furthermore, an overview of
construction and lifespans of RBF wells, as well as adaptation measures will be provided.
2. RBF Site Description
2.1. Characteristics of the RBF Site
The Szentendre Island is situated in the center of Hungary, upstream of Budapest. Its length is
30.85 km, and the average width is 2.3 km, with a maximal width of 3.5 km. Its area is 55.73 km2 .
Its height above sea level varies between 100.0–123.5 m. The average yearly precipitation is 500–600 mm.
The climate represents typical lowland continental conditions. There are no permanent surface water
bodies on the island, and temporal wetlands are dispersed over its area. The mean annual air
temperature is 11 ◦ C.
2.2. Hydrogeology
The site is a separate geographical, hydrological, and ecological unit. From the northernmost tip
to the central area, the Szentendre Island is formed by fluvial layers of upper Oligocene clay. On the
southern part of the island, Miocene sandy and clay formations can be found. Tertiary sediments
are covered by gravel of 7–9 m thickness. The gravel composition of the island is considered to be
relatively diverse; however, it can be described as being predominantly sandy and locally intercepted
with clay. Fluvial sand is found in the top 3–5 m of the gravel layer.
The layers of the active watershed area above the clayey substratum are gravelly, sandy, and silty.
As the cover is predominantly clay or silt, the gravel layer can be considered as being semi-protected.
The groundwater level follows the fluctuations in the Danube water level, and is not influenced by
changes of the relief; hence, on the higher part of the island, the groundwater level reaches a depth
of 8–10 m below the surface. Water communicating with the river flow decreases with distance from
the river banks. Normally, groundwater flows toward the southern part of the island, while closer
to the river bank, the main direction is perpendicular to the river flow. The water balance of the
island is determined by the Danube water level. Abstraction wells considerably influence the natural
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HCW: horizontal collector well, VW: vertical well, SW: shaft well.
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the shortest time possible. A viable option would be to operate the not required wells at low capacity,
thus optimizing the hydraulic conditions in the large-scale collector pipe and distribution systems.
The ecosystem services provided by the RBF systems rely largely, but not entirely,
on microbiological processes. This makes the complete shutdown of the wells risky, as the full operation
of the microbiological system involved in microbiological water treatment processes requires time to
regenerate and to start up. During such a regeneration period, problems in water quality may occur.
Depending on the duration of the idle phase and other factors, the full regeneration of RBF processes
can take multiple weeks or even months. From an operational perspective, this situation should
be avoided. Consequently, the practice which is commonly followed is that instead of completely
switched-off periods, some limited operation is maintained at wells or well groups.
This practice is, of course, limited by the minimum pumping capacity of the built-in pumps.
In some extreme periods, there are instances whereby water production cannot be decreased further
unless certain wells stop operating—a factor which has its own risks, considering the time requirement
to restart. For such cases, the following compromise was developed by the Budapest Waterworks.
Based on their location, certain well groups (8–22 wells per group) are designated to be part of the
solution. These groups have a minimum inter-well distance, and all the wells within each group
are individually operated with submersible pumps (not siphon wells). Based on the requirement,
every second well is shut down for a period of 24 h, or occasionally, 48 h. Afterwards, an intermittent
operational cycle starts, the operating ones are switched off, and the temporarily idled are restarted.
As a result of this intermittent operational mode, in the neighborhood of any switched-off well,
there are two operational wells. Hence, some water transport and microbiologically active zones are
sustained. Based on the operational experiences, it is stated that the water quality of the intermittently
operated wells remains comparable to normal-operation well groups [18].
3.2. Low-Water Conditions
Low-water conditions are defined as being when the Danube water level is below 120 cm
(Budapest gauging station). These periods are becoming more frequent, and their duration is
increasingly longer (Figure 1). In these situations, the water production capacity decreases, and it
can approach the water demands during critical periods. Therefore, these periods are considered
as critical.
For the management of these critical periods, Budapest Waterworks has introduced the term,
“nominal capacity”. Nominal capacity is defined as water volume that can be produced at a given
Danube water level and temperature, at which the value of the drawdown (depression) is 200 cm.
This number is arbitrarily selected and based on several decades of operational experience, and it is
highly site- and system-specific.
During the peak water production period in the 1980s, depression values of 5 m were frequently
observed. In this early period, water quality was not such a high priority as it has recently become.
High depression levels resulted in deteriorating water quality, as well as well-clogging by sand
intrusion, which physically damaged the filter layers and the structure of the well.
From the beginning of the 90s, the decreasing water demand resulted in lower water production,
and thereby lower depression in wells. It was observed that at a depression level of about 200 cm,
no sand intrusion occurred, and the water quality improved. This was the basis of the determination of
nominal capacity using this specific value. The continuous maintenance of this value requires careful
monitoring and process control.
In the case of extreme and long low-water periods that usually occur in August, the depression
limit cannot be maintained, and the depression value can even reach 300 cm. In this scenario, intensive
water-quality measurements are commenced, and frequent surveillance of the wells is conducted.
When problems arise, emergency actions are taken, such as additional disinfection measures, and the
spatial distribution of the production is modified.
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During low-water periods, wells must be operated with higher depression levels to ensure
the required water supply, which considerably increases the risk of microbiological noncompliance.
In extreme cases, this might lead to cease of production in some wells. Therefore, wells that are still in
operation have to maintain production with an elevated production load (depression), resulting in
increased water quality-related risks.
Mitigation of this challenge is managed by ensuring the necessary reserve water production
capacity to avoid overloading the operational wells. A precondition to this is that surplus wells should
always be maintained. This is complemented by the reconstruction of the existing wells, where shaft
wells are transferred into horizontal wells (Ranney wells). Provision of surplus production capacities
will make the RBF system more robust and resilient to climate change and hydrological extremes.
3.3. Flood Conditions
Flood conditions are defined as Danube water levels exceeding 550 cm. At this water level, some
of the wells and gravitational collector channels become partly or fully covered by water. At flood
conditions, the highest operation risk is the intrusion of surface water into the well. Should this
occur, the well must be taken out of service unconditionally and immediately. Intrusion risks can be
decreased by appropriate maintenance of the technical elements of the wells, with particular attention
to the integrity of the well shaft and the water-impermeable layer above the filter zones (well sealing).
This requires continuous monitoring and control of the wells, as well as the implementation of a
reconstruction program.
The novel elements of the reconstruction program started by the Budapest Waterworks were
partly initiated as a result of new flood patterns observed at the Danube. The highest measured flood
level was 891 cm in 2013, whereby the highest recorded water levels were exceeded on two occasions
in the past 15 years. Counteracting the floods requires the reconstruction of wells’ pump houses and
service appliances, along with the relevant elevation of electric equipment. It may seem like a paradox,
but in the case of floods, the available reserve wells are also needed, as a result of the sudden closure of
intruded wells. Having the appropriate number of reserve wells is of paramount importance in terms
of water safety and security.
4. Well Construction Issues and Adaptation Measures
The water production capacities of the horizontal RBF wells are largely determined by the
characteristics of the filtration layers, the diameter and length of the horizontal laterals, and their
numbers in a given filtration layer.
According to the facts demonstrated in Sections 3.2 and 3.3, the well load increases in cases
of both hydrological extremes, but as a consequence of different causes. Additionally, these
modified operational conditions result in damaging of the well structure by inducing filter clogging,
which shortens the well life-cycle. To prevent or even avoid such events, three different interventions
are available which are presented in the following.
4.1. Adapted Filter Screen Design to Avoid Sand Intrusion at High Pumping Rates
Within the RBF system, two velocity ranges can be distinguished along the path travelled by the
water. In the first zone, flow velocities are near to the edge of the shoreline till the beginning of the
effective zone of depression around the well. In the second zone, velocities are increased from the
edge of the zone of depression till the inlet points, resulting in increasing kinetic energies near to the
filters of the constructed wells. Entering into the horizontal lateral, the velocity of the inflowing water
suddenly decreases, resulting in sedimentation of suspended particles. This phenomenon causes a
slow accumulation of sediments.
Clogging of the filter depends on many factors, such as the natural sediment composition around
the filter (screen), the volume and quality of the water, operational procedures, and the duration
between two cleaning periods. As the operational time goes on, the clogging increases and the
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thickness. Thus, the bending stiffness of the slotted pipe is smaller than that of a bridge filter tube of
the same diameter, with a higher risk of reversing under pressure.
4.2. Optimal Well Rehabilitation/Filter Cleaning Frequencies
Rehabilitation frequencies are based on operational practice and have been determined empirically.
In general, the typical cleaning frequency is 7–8 years. Based on practical knowledge, the cycle cannot
exceed 10 years. This time length results in massive cementation on the laterals that cannot be removed,
with the exception of carbon steel laterals; however, there the cost of removing cementation is extremely
high too. As the deterioration of the filter layer is a function of the well operation (velocity of the bank filtrate,
volume of produced water), a production load-based cleaning cycle has been developed. The operational
data and the amount of produced water have been examined and compared with the nominal capacity for
each horizontal well, and the rehabilitation frequencies were also determined (Table 1).
Table 1. Horizontal well-filter cleaning frequencies.
Ratio of Production Load and Nominal Capacity in %

Cleaning Frequency in Years

≥80

6

<80

≥65

7

<65

≥50

8

<50

≥30

9

<30

10

Besides the production load, the following two criteria have been considered: wells that are in
operation only at peak demands have a 10-year cycle; strategically important wells have a 7-year
cleaning frequency. By applying these criteria and considering the number of wells, the average
cleaning cycle has been determined at 7.88 years, which means 29 wells need to be reconditioned
annually. This program has to be revised every other year, as operational needs and circumstances
might change. Table 2 shows the determined and applied cleaning frequency distribution.
Table 2. Distribution of well rehabilitation frequencies at Budapest.
Cleaning Frequency in Years

Number of Wells

6

11

7

102

8

23

9

9

10

80

Total

225

4.3. Shaft Well Transformation into Horizontal Wells
The Sziget I. well group with nine shaft wells is located at the southernmost point of the Szentendre
Island on the right bank of the Danube, between 1657–1658 km (Figure 2). The wells were constructed
between 1897–1899. Considering that they are situated close to the network inlet point, their strategic
importance is obvious as they are less prone to raw water infiltration in the collecting pipes during
floods. By redesigning these shaft wells, higher production capacities can be achieved.
At the bottom of the reinforced concrete, where cylindrical shaft wells do not reach the
impermeable layer, they hang on an “I” girder supported by two redwood stilts embedded into the
substratum. Therefore, the shaft well and the filtering bell can be considered as a reinforced structure.
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A gravel layer—or a casing shoe—can be found at the bottom of the well, 1.5–2 m above the bottom
of the aquifer. This hinders the intrusion of the sandy-gravel aquifer material into the filtering bell.
This solution is widely used under such conditions. In theory, a larger filtering area can be achieved by
tapping the bottom of the well than applying a casing reaching down to the bottom of the aquifer.
At the lower part of the reinforced concrete shaft, or the so-called “bell”, there is a slotted iron
cylinder which is 5 m in diameter and 3–6 m in length. The 2.8 m high cylindrical structure above the
bell was constructed according to contemporary concrete technology. Instead of the mesh structure
applied nowadays or the reinforcing ironing, six steel rods placed at every 1.5 m ran along the shaft
casing, fixed to the narrowing of the filtering bell. At every meter, a flat steel ring also consolidated the
vertical steel rods. This was the complete reinforcement of the well shaft.
The wells are protected by a cast-iron cover on the top of a stone-paved protection cone that was
raised above the maximal flood-water level. The vent hole and the sampling tube can be found on the
well cover.
The aim of the shaft well redesign is to renew the well structure. The technology involves
structural transformation, where a DN 2200 well shaft is installed into a DN 3000 shaft well. The laterals
are extruded beneath the previous well screen, but above the bottom of the aquifer. The distance
between the bottom of the aquifer and the bottom edge of the screen is 0.7–1.5 m, so the laterals have
to fit within this range. The length of the stainless-steel laterals is 30 m, uniformly with a diameter of
200 mm. The laterals have a bridge-slotted structure which has been described in detail above, except
for the first 5 m of the laterals—situated on the well-shaft side—that has a plain surface. For all wells,
one lateral is perpendicular to the river, and two laterals are placed at 60◦ and 120◦ to the Danube.
The new well-shafts are raised above the maximal flood level, and the casing is closed by cast-iron
covers, but buildups are also feasible. After reconstruction, the same water quantity can be produced,
while the operation and the water quality can be improved.
5. Conclusions
From an operational aspect, there are existing solutions that can be adapted at RBF systems to
cope with extreme hydrological conditions. The first option for assuring the requested water supply
in quantity and quality is the construction of a water treatment plant (which was not necessary so
far). The second option is to maintain reserve well capacities, ensuring appropriate water quality.
Having considered the characteristics of the existing water reserve capacities, as well as the historical
background and the financial feasibility, Budapest Waterworks has chosen the second option.
Due to the particularities of RBF, appropriate water quality can be assured even under extreme
hydrological conditions by avoiding well overloading. The necessary water volume is produced by
operating more wells, thereby optimizing the load across all wells. This also explains the importance
of having sufficient reserve wells available. The conditions require to keep these wells in operation,
as the microbiological processes might need several weeks, or even months to be established.
Experience based on several decades of research and practical application led to the conclusion
that reserve well capacities should fulfil at least 30% of the total production capacity in the case of
extreme hydrological conditions. This figure is based on the particularities of Budapest Waterworks
operations. In a broader and more general perspective, a decision on adaptation measures should be
made based on investment costs of new wells, maintenance and cleaning interval costs of existing ones,
operational costs, public health and technical risks (failures), and changing hydrological conditions.
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